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1. ALL KEYNOTES INDICATE ONE GRAPHIC REPRESENTATION TYPICAL. 
CONTRACTOR SHALL USE THE GRAPHICAL REPRESENTATIONS FOR 
COUNTS AND NOT THE KEYNOTES. THE ABSENCE OF A KEYNOTE 
DOES NOT ABSOLVE THE CONTRACTOR FROM PROVIDING THE 
FEATURE GRAPHICALLY SHOWN ON THE DRAWINGS.

2. COORDINATE WITH M.E.P. FOR ANY BULKHEADS, POWER, DATA OR 
EQUIPMENT REQUIREMENTS.

3. SEE SHEETS A-001, A-002, A-070 AND A-071 FOR FIRE RATED AND 
SECURITY WALL CONSRUCTION.

4. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

5. DIMENSIONS TO EXTERIOR FACES OF BUILDING ARE TO THE 
OUTSIDE OF THE MASONRY VENEER AND PRECAST PANELS.

6. DIMENSIONS OF INTERIOR WALLS ARE TO FACE OF METAL STUD, 
CMU, OR PRECAST.

7. REFER TO PARTITION SCHEDULE ON G-003.
8. PROVIDE CORNER GUARDS AT ALL GYPSUM BOARD CORNER 

LOCATIONS. SEE SPECIFICATION SECTION 102600.  
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SCALE:  1/8" = 1'-0"A-101-B

1 FIRST FLOOR PLAN - AREA B

KEYNOTES

035600.10 CONCRETE BENCH - SEE DETAIL 6/A-351

099123.01 PAINT CAMERA BACK-DROP 4' WIDE (FLOOR TO CEILING) WITH
COLOR PHOTOGRAPHER'S 17% GRAY

101100.02 MARKER BOARD, 6'

104413.01 FIRE EXTINGUISHER CABINET - ABC

104413.02 FIRE EXTINGUISHER DETENTION CABINET - ABC

105113.02 METAL LOCKER SYSTEM (TYPE 2) WITH 4" CONCRETE BASE

105626.01 MOBILE STORAGE SHELVING

111200.02 FLAT SCREEN TELEVISION, BY OWNER

111200.08 DAYROOM DETENTION PHONE; BY OWNER

111200.09 DENTAL CHAIR , BY OWNER

111916.01 PISTOL LOCKERS, SURFACE MOUNTED - 6 COMPARTMENT

125500.02 DETENTION 4-MAN DAYROOM TABLE

125500.03 DAYROOM WALL SHELF

125500.05 DETENTION STAINLESS STEEL BENCH WITH CUFFING RINGS;
FLOOR MOUNTED; 6'-0" LENGTH

125500.06 DETENTION STAINLESS STEEL BENCH WITH CUFFING RINGS;
FLOOR MOUNTED; 4'-0" LENGTH

125600.02 FIXED BEAM SEATING - FBS-2

125600.03 FIXED BEAM SEATING - FBS-3

125600.10 SECURE ROCKING CHAIR

125600.20 DAYROOM VIDEO VISITATION CABINET

125600.21 DAYROOM VIDEO VISITATION CABINET, ADA

125600.22 LOBBY VIDEO VISITATION CABINET

125600.23 GROUP VIDEO VISITATION CABINET

129300.01 PIPE BOLLARD WITH PLASTIC COVER

224217.01 MOP SINK WITH STAINLESS STEEL BACKSPLASHES AND UTILITY
SHELF W/ MOP HANGER

224500.01 EMERGENCY EYEWASH STATION

281313.01 X-RAY BODY SCANNER SYSTEM  - BY OWNER
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074243.01

1. ALL KEYNOTES INDICATE ONE GRAPHIC REPRESENTATION TYPICAL. 
CONTRACTOR SHALL USE THE GRAPHICAL REPRESENTATIONS FOR 
COUNTS AND NOT THE KEYNOTES. THE ABSENCE OF A KEYNOTE 
DOES NOT ABSOLVE THE CONTRACTOR FROM PROVIDING THE 
FEATURE GRAPHICALLY SHOWN ON THE DRAWINGS.

2. COORDINATE WITH M.E.P. FOR ANY BULKHEADS, POWER, DATA OR 
EQUIPMENT REQUIREMENTS.

3. SEE SHEETS A-001, A-002, A-070 AND A-071 FOR FIRE RATED AND 
SECURITY WALL CONSRUCTION.

4. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

5. DIMENSIONS TO EXTERIOR FACES OF BUILDING ARE TO THE 
OUTSIDE OF THE MASONRY VENEER AND PRECAST PANELS.

6. DIMENSIONS OF INTERIOR WALLS ARE TO FACE OF METAL STUD, 
CMU, OR PRECAST.

7. REFER TO PARTITION SCHEDULE ON G-003.
8. PROVIDE CORNER GUARDS AT ALL GYPSUM BOARD CORNER 

LOCATIONS. SEE SPECIFICATION SECTION 102600.  

GENERAL NOTES

ROOF NOTES:

A. REFER TO G1.1 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

B. GRAPHIC REPRESENTATION OF TAPERED INSULATION IS 
SIMPLIFIED AND SHALL SERVE FOR REFERENCE ONLY. IT IS 
THE CONTRACTOR'S REPONSIBILITY TO PROVIDE POSITIVE 
DRAINAGE TO DRAINS AT SLOPE OF 1/4" PER FOOT MINIMUM 
ON THE ENTIRE ROOF.

C. PROVIDE INTAKE  / EXHAUST FLUE CURBS SEALED TIGHTLY 
FOR FUTURE WATER WEATER.  SEE MECHANICAL 
DRAWINGS ON SHEET M-121 FOR LOCATIONS.

D. LOCATION OF ROOF DRAINS TO BE FIELD COORDINATED 
WITH ALL CONTRACTORS.

E. PROVIDE ROOF SADDLES OR CRICKETS (MIN. 3:1 RATIO) AT 
LOCATIONS ON ROOF WHERE ROOF EQUIPMENT 
PENETRATIONS AND SKYLIGHTS BLOCK DOWN FLOW OF 
WATER TO DRAINS.

F. TEMPORARY FALL PROTECTION IS NOT SHOWN AND IS THE 
SOLE REPONSIBILITY OF THE CONTRACTOR.

LEGEND:

PYRAMID SKYLIGHT

ROOF PAD WALKWAY

ROOF DRAIN

SMOKE EXHAUST

ROOF ACCESS COVER

AIR CONDITIONER

FLAT SKYLIGHT

EXHAUST FAN

ROOF LAYER LEGEND:

FULLY ADHERED 
SINGLE-PLY TPO 
ROOFING SYSTEM

1/2" COVERBOARD

TAPERED RIGID 
POLYISO INSULATION 
MIN. 4"

VAPOR BARRIER

1 1/2" METAL DECK -
SEE STRUCTURAL
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SCALE:  1/16" = 1'-0"A-121

1 ROOF PLAN

KEYNOTES

055010.01 STEEL LADDER - PAINTED

074243.01 MODULAR WALL AND ROOF PANELS

075423.01 FULLY ADHERED SINGLE-PLY TPO ROOFING SYSTEM

075423.04 FLEXIBLE WALKWAY PAD

077213.01 ROOF ACCESS CURB AND COVER, 12' X 12'

084523.01 FIBERGLASS-SANDWICH-PANEL CLEARSTORY & SKYLIGHT

084523.03 FIBERGLASS-SANDWICH-PANEL PYRAMID SKYLIGHT

107360.01 MANUF. ALUM. CANOPY (10'X5') WITH BUILT-IN DRAINAGE
SYSTEM

114000.01 KITCHEN MAKE-UP & EXHAUST EQUIP.; COORD. WITH FSEC FOR
FINAL LOCATION

114000.02 KITCHEN COOLER & FREEZER CONDENSERS; COORD. WITH
FSEC FOR FINAL LOCATION

221421.01 ROOF DRAIN; SEE MECHANICAL

230001.00 HVAC EQUIPMENT; SEE MECHANICAL
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GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

B. INSTALL CONTROL JOINTS (CJ) IN CMU AND EXPANSION 
JOINTS (EJ) IN MASONRY WALL SYSTEMS AS SHOWN. IF NOT 
INDICATED, INSTALL IN ACCORDANCE WITH INDUSTRY 
STANDARDS.

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

B1000BB1000A

CW-2CW-2CW-2

CW-4

CW-3

4

A-323

_____________________

4

A-335

_____________________

101113
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5
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_____________________

2
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_____________________
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084413.03
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3

A-333

_____________________

2'
 -

 6
"

912
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CW-2

074243.01
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2

A-301

_____________________

ROOF BEARING LOW
114' - 10 1/2"

CW-6

13

3 1/4" / 1'-0"
074243.01
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A-333

_____________________
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KEYNOTES

034100.02 PRECAST CONCRETE PANEL - SOLID

034100.03 PRECAST CONCRETE PANEL - INSULATED

034100.04 ARCHITECTURAL PRECAST CONCRETE

042113.02 MASONRY BRICK VENEER - TYPE 1, STRETCHER COURSE

042113.03 MASONRY BRICK VENEER - TYPE 2, SOLDIER COURSE

055010.01 STEEL LADDER - PAINTED

072419.01 3" EXTERIOR INSULATION FINISH SYSTEM (EIFS)

074113.05 DOWNSPOUT

074243.01 MODULAR WALL AND ROOF PANELS

074243.02 EMERGENCY DRAIN IN MODULAR WALL AND ROOF PANELS

077100.01 METAL COPING

084113.01 ALUMINUM DOOR, REFER TO DOOR AND FRAME SCHEDULE

084113.02 ALUMINUM STOREFRONT SYSTEM (2"x4 1/2" THERMALLY
BROKEN)

084413.02 ALUMINUM CURTAINWALL SYSTEM (2 1/2"x6" THERMALLY
BROKEN)

084413.03 ALUMINUM CURTAINWALL SYSTEM (2 1/2"x7 1/2" THERMALLY
BROKEN)

084413.04 CURTAIN WALL ANCHOR

084523.03 FIBERGLASS-SANDWICH-PANEL PYRAMID SKYLIGHT

087111.02 ADA PUSH PLATE POST

095113.01 SUSPENDED ACOUSTICAL PANEL CEILING SYSTEM - SEE
A-800 SERIES SHEETS FOR TYPE

101419.02 DIMENSIONAL LETTER SIGNAGE, 12" HIGH CAST ALUMINUM
LETTERS

111903.01 FIXED WOVEN ROD SECURITY BARRIER

129300.01 PIPE BOLLARD WITH PLASTIC COVER

SCALE:  1/8" = 1'-0"A-201

6 NORTH ELEVATION - ENLARGED ELEVATION

SCALE:  1/8" = 1'-0"A-201

4 SOUTH ELEVATION - LOBBY CLERESTORY

SCALE:  1/8" = 1'-0"A-201

5 WEST ELEVATION - LOBBY CLERESTORY

SCALE:  1/8" = 1'-0"A-201

3 EAST ELEVATION - ENTRY VESTIBULE

SCALE:  1/8" = 1'-0"A-201

2 SOUTH ELEVATION - MECHANICAL MEZZANINE

SCALE:  1/16" = 1'-0"A-201

8 NORTH EXTERIOR ELEVATION - TRAINING ROOM

SCALE:  1/16" = 1'-0"A-201

9 NORTH ELEVATION
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FIRST FLOOR
100' - 0"

VESTIBULE

B1000

6'
 -

 8
"

10
' -

 0
"

A-609

H2B

GLAZED ALUMINUM
CURTAINWALL SYSTEM

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

ARCHITECTURAL
PRECAST CONCRETE

5/8" TREATED
PLYWOOD

6" COLD-FORMED
METAL STUDS

2x6 WOOD BLOCKING

A-609

S2

A-609

H1

A-609

S1-A

4"

2' - 10 1/2"

12
' -

 0
"

MODULAR WALL AND
ROOF PANELS

110' - 0"

110' - 8"

113' - 2"

2'
 -

 6
"

6" COLD-FORMED
METAL STUDS

MODULAR WALL AND
ROOF PANELS

3 5/8" COLD FORMED
METAL STUDS

5/8" SHEATHING

5/8" SHEATHING

MODULAR WALL AND
ROOF PANELS

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

TERMINATION BAR

WOOD BLOCKING,
PRESERVATIVE
TREATED
COLD FORMED METAL
FRAMING
COLD FORMED METAL
FRAMING

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

3' - 7 1/2"

1' - 2 3/8"

WOOD BLOCKING,
PRESERVATIVE
TREATED

3 5/8" METAL STUDS AT
16" O.C.

CURTAIN WALL
ANCHOR

WEATHER BARRIERWEATHER BARRIER

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

COUNTERFLASHING

1"

CAST STONE CAP

2' - 3 1/8"

WEATHER BARRIER

3

5/8" GYPSUM
WALLBOARD

7/8" METAL FURRING
AT 16" O.C.

TRIM ROOF 
FASTENERS PRIOR 
TO INSTALLATION OF 
5/8" GYPSUM BOARD

FIRE RESISTANT 
JOINT SEALANT

FIRST FLOOR
100' - 0"

VESTIBULE

B1000

10
' -

 0
 3

/8
"

5/8" GYPSUM
WALLBOARD

A-607

S3-A

A-607

H8
Sim

6'
 -

 6
 5

/8
"

2 
1/

2"4"

1' - 2 3/8"

1' - 6"

12

110' - 0"

116' - 7"

117' - 0"

6" COLD-FORMED
METAL STUDS

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

5/8" TREATED
PLYWOOD

COLD FORMED METAL
FRAMING

1 1/2" METAL DECK

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

COLD FORMED METAL
FRAMING

1/2" TREATED
PLYWOOD
1/2" TREATED
PLYWOOD

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

ARCHITECTURAL
PRECAST CONCRETE

GLAZED ALUMINUM
CURTAINWALL SYSTEM

5/8" GYPSUM
WALLBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

WEATHER BARRIER

CURTAIN WALL
ANCHOR

CAST STONE CAP

SPRAY FOAM
INSULATION

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x6" THERMALLY
BROKEN)

4' - 4 1/8"

3

7/8" METAL FURRING
AT 16" O.C.

5/8" GYPSUM
WALLBOARD

TRIM ROOF 
FASTENERS PRIOR 
TO INSTALLATION OF 
5/8" GYPSUM BOARD

FIRE RESISTANT 
JOINT SEALANT

FIRST FLOOR
100' - 0"

ROOF BEARING VSP
119' - 8 1/2"

VESTIBULE

B1000

13

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

3 5/8" METAL STUDS AT
16" O.C.

5/8" TREATED
PLYWOOD

MODULAR WALL AND
ROOF PANELS

STEEL TUBE

A-351

2
Sim

1/2" PREFORMED
EXPANSION JOINT AND
JOINT SEALANT

1/2" PREFORMED
EXPANSION JOINT AND
JOINT SEALANT

SPRAY FOAM
INSULATION

WEATHER BARRIER

2'
 -

 8
"

2'
 -

 8
"

2'
 -

 8
"

2'
 -

 8
"

2'
 -

 8
"

2'
 -

 8
"

2'
 -

 8
"

8" GROUND FACE CMU,
GROUT SOLID

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

8"

1'
 -

 5
"

3

7/8" METAL FURRING
AT 16" O.C.

5/8" GYPSUM
WALLBOARD

TRIM ROOF 
FASTENERS PRIOR 
TO INSTALLATION OF 
5/8" GYPSUM BOARD

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

8"
2'

 -
 8

"
2'

 -
 8

"
2'

 -
 8

"
2'

 -
 8

"
2'

 -
 8

"
2'

 -
 8

"

16
' -

 8
"

5/8" TREATED
PLYWOOD

1/2" COVERBOARD

6" COLD-FORMED
METAL STUDS

5/8" SHEATHING

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

ARCHITECTURAL
PRECAST CONCRETE

5/8" GYPSUM
WALLBOARD

METAL COPING

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

2" RIGID EXTRUDED
POLYSTYRENE
INSULATION

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

A-351

5

1' - 5"

WAITING

B1002

1x6 BLOCKING,
PRESERVATIVE
TREATED

C

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

1/2" TREATED
PLYWOOD

EXTEND TPO ROOFING
SYSTEM UP PARAPET
AND OVER PLYWOOD

2' - 0"

3 5/8" METAL STUDS AT
16" O.C.

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

5/8" GYPSUM
WALLBOARD

TERRAZZO FLOORING

116' - 8"

TOP OF PRECAST 

1' - 5"

110' - 0"

2' - 0"

TYPICAL

1/2" PREFORMED
EXPANSION JOINT AND
JOINT SEALANT

CONCRETE MOW
STRIP; REF. SITE
DRAWINGS

9"

GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.
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SCALE:  1" = 1'-0"A-323

1 WALL SECTION
SCALE:  1" = 1'-0"A-323

2 WALL SECTION

SCALE:  1" = 1'-0"A-323

3 WALL SECTION
SCALE:  1" = 1'-0"A-323

4 WALL SECTION
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FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

5/8" TREATED
PLYWOOD

METAL COPING

2" RIGID EXTRUDED
POLYSTYRENE
INSULATION

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

STORAGE

E1016B

EXTEND TPO ROOFING
SYSTEM UP PARAPET
AND OVER PLYWOOD

130' - 0"

107' - 4"

DETENTION FRAME
(GROUTED SOLID),
REFER TO DOOR &
FRAME SCHEDULE

1/2" PREFORMED
EXPANSION JOINT AND
JOINT SEALANT

PRECAST CONCRETE
PANEL - INSULATED

TOP OF PRECAST

A-256

9
Sim

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

ROOF BEARING VSP
119' - 8 1/2"

A-122

5
Sim

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

5/8" TREATED
PLYWOOD

1/2" COVERBOARD

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

MAIN DATA

FRAME

B1060

EXTEND TPO ROOFING
SYSTEM UP PARAPET
AND OVER PLYWOOD

TERMINATION BAR

METAL COPING

121' - 10"

APPLIED
FIREPROOFING

APPLIED
FIREPROOFING

VEHICLE

SALLYPORT

A1000

COUNTERFLASHING

TOP OF PRECAST

FIRST FLOOR
100' - 0"

ROOF BEARING VSP
119' - 8 1/2"

MALE

DETOX

B1061

A-122

5
Sim

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

1/2" COVERBOARD

5/8" TREATED
PLYWOOD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

EXTEND TPO ROOFING
SYSTEM UP PARAPET
AND OVER PLYWOOD

SECURITY PLANK
CEILING SYSTEM, 24"
PLANKS - SEE A-800
SERIES SHEETS FOR
TYPE

121' - 10"

APPLIED
FIREPROOFING

APPLIED
FIREPROOFING

VEHICLE

SALLYPORT

A1000

TERMINATION BAR

COUNTERFLASHING

TOP OF PRECAST

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

ROOF BEARING VSP
119' - 8 1/2"

INTERLOCK

B1055

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

5/8" TREATED
PLYWOOD

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1'
 -

 6
"

TERMINATION BAR

EXTEND TPO ROOFING
SYSTEM UP PARAPET
AND OVER PLYWOOD

24"X24" SECURITY
PANEL CEILING
SYSTEM - SEE A-800
SERIES SHEETS FOR
TYPE

METAL COPING

121' - 10"

APPLIED
FIREPROOFING

APPLIED
FIREPROOFING

PRECAST CONCRETE
PANEL - INSULATED

DETENTION SLIDING
DOOR, REFER DOOR &
FRAME SCHEDULE

VEHICLE

SALLYPORT

A1000

107' - 4"

COUNTERFLASHING

TOP OF PRECAST

FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

ROOF BEARING LOW
114' - 10 1/2"

A-610

S1

1

INDOOR/OUTDOOR

RECREATION

D1005

SECURE

CORRIDOR

D1012

A-610

H6

117' - 4"

FIXED WOVEN ROD
SECURITY BARRIER

METAL COPING

5/8" TREATED
PLYWOOD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

TAPERED RIGID
POLYISO INSULATION

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

EXTEND TPO ROOFING
SYSTEM UP PARAPET
AND OVER PLYWOOD

PRECAST CONCRETE
PANEL - INSULATED

TAPERED RIGID
POLYISO INSULATION

130' - 0"

5/8" TREATED
PLYWOOD

WOOD BLOCKING,
PRESERVATIVE
TREATED

METAL COPING

ONE HOUR RATED
ASSEMBLY - 3 LAYERS
OF 5/8" TYPE X
GYSPSUM BOARD

1 1/2" METAL DECK

122' - 11"

1/2" PREFORMED
EXPANSION JOINT AND
JOINT SEALANT

1/2" PREFORMED
EXPANSION JOINT AND
JOINT SEALANT

TOP OF PRECAST

24"X24" SECURITY
PANEL CEILING
SYSTEM - SEE A-800
SERIES SHEETS FOR
TYPE

APPLIED
FIREPROOFING

121' - 4"

3

FIELD VERIFY

GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.
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SCALE:  1" = 1'-0"A-328

1 WALL SECTION

SCALE:  1" = 1'-0"A-328

2 WALL SECTION

SCALE:  1" = 1'-0"A-328

3 WALL SECTION

SCALE:  1" = 1'-0"A-328

4 WALL SECTION

SCALE:  1" = 1'-0"A-328

5 WALL SECTION
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FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

1 - G

D1080

1 - H

D1090

STRUCTURAL
PRECAST CONCRETE

24"X24" SECURITY
PANEL CEILING
SYSTEM - SEE A-800
SERIES SHEETS FOR
TYPE

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

1 1/2" METAL DECK

DAYROOM VIDEO
VISITATION CABINET

APPLIED
FIREPROOFING

FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

POD MEZZANINE PLAN
109' - 4 1/4"

1 - D

D1050

A-606

S5-A
Sim

1 - C

D1040

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1 1/2" METAL DECK

STRUCTURAL
PRECAST CONCRETE

SECURITY PLANK
CEILING SYSTEM, 24"
PLANKS - SEE A-800
SERIES SHEETS FOR
TYPE

DETENTION FRAME
(GROUTED SOLID),
REFER TO DOOR &
FRAME SCHEDULE

DETENTION FRAME
(GROUTED SOLID),
REFER TO DOOR &
FRAME SCHEDULE

1 - C

MEZZANINE

D2040

1 - D

MEZZANINE

D2050

D1050B

D2050

APPLIED
FIREPROOFING

FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

POD MEZZANINE PLAN
109' - 4 1/4"

2 - D

E1080

CELL ADA

E1081

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

FIXED WOVEN ROD
SECURITY BARRIER

EXPANDED METAL
GRATING BY STEEL
CELL MANUFACTURER
- GALVANIZED

PREFABRICATED
MODULAR STEEL CELL

PREFABRICATED
MODULAR STEEL CELL

SECURITY PLANK
CEILING SYSTEM, 24"
PLANKS - SEE A-800
SERIES SHEETS FOR
TYPE

APPLIED
FIREPROOFING

DETENTION STEEL
BUNK; WALL-MOUNTED
27X80. UPPER BUNKS
REQUIRE CRASH RAIL.
(BY STEEL CELL
MANUFACTURER)

E2080

E1080B

2 - D

MEZZANINE

E2080

STEEL TUBE

STEEL ANGLE

STEEL ANGLESTEEL ANGLE

FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

LOWER LEVEL
91' - 4"

1 CONTROL

E1000

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

8" CMU

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

WATERPROOFING
PROTECTION BOARD

SHEET
WATERPROOFING

ACCESS FLOORING

101' - 2"
TOP OF ACCESS 
FLOOR

102' - 0"

SILL HEIGHT OF 
HOLLOW METAL 
FRAME

HEAD HEIGHT OF HOLLOW 
METAL FRAME

ONE HOUR RATED
ASSEMBLY - 3 LAYERS
OF 5/8" TYPE X
GYSPSUM BOARD

INTERLOCK

E1002B

6" METAL STUDS AT 16"
O.C.

5/8" GYPSUM
WALLBOARD

SLIP CONNECTION

8" BOND BEAM

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

2 - E

E1070

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

1'
 -

 8
"

13
' -

 4
"

UL DESIGN I504

4"

12
' -

 0
"

3

112' - 0"

10
' -

 0
"

2'
 -

 0
"

8" BOND BEAM

1'
 -

 1
0"

2"
2'

 -
 4

"
4"

7'
 -

 0
"

GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.
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SCALE:  1" = 1'-0"A-331

2 WALL SECTION

SCALE:  1" = 1'-0"A-331

3 WALL SECTION

SCALE:  1" = 1'-0"A-331

4 WALL SECTION
SCALE:  1" = 1'-0"A-331

1 WALL SECTION
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FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

E

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

METAL EDGE MOLDING

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

5/8" TREATED
PLYWOOD

METAL COPING

MASONRY BRICK
VENEER - TYPE 2,
SOLDIER COURSE

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

ARCHITECTURAL
PRECAST CONCRETE

5/8" SHEATHING

MASONRY BRICK
VENEER - TYPE 2,
SOLDIER COURSE

1' - 8"

A-123

2
Sim

A-123

1
Sim

OUTDOOR

STAFF

DINING

C1030A

C.7

2'
 -

 2
 1

/2
"

1/2" TREATED
PLYWOOD

EXTEND TPO ROOFING
SYSTEM UP PARAPET
AND OVER PLYWOOD

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

110' - 2"

116' - 8"

TOP OF MASONRY

3/
4"

1/
2"

2'
 -

 4
"

4"

STONE INCREASES IN HEIGHT AS 
CONCRETE SLOPES - BOTH SIDES

CAVITY DRAINAGE
MATERIAL

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

ARCHITECTURAL
PRECAST CONCRETE

8" CMU

STEEL TUBE

DOWNSPOUT

ALUMINUM
CONDUCTOR HEAD

5/8" SHEATHING

6" COLD-FORMED
METAL STUDS

MODULAR WALL AND
ROOF PANELS

STEEL TUBE

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

MASONRY BRICK
VENEER - TYPE 1,
STRETCHER COURSE

TRAINING

ROOM

C1034

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

CAST STONE CAP

MEMBRANE FLASHING

4"
4 

1/
8"

2'
 -

 8
"

7'
 -

 4
"

8"

SPRAY FOAM
INSULATION

METAL STUD FIRE
BLOCKING

112' - 2"

DIMENSIONAL
CHARACTER SIGNAGE

FIRST FLOOR
100' - 0"

POD MEZZANINE PLAN
109' - 4 1/4"

ROOF BEARING LOW
114' - 10 1/2"

8" CMU

7/8" METAL FURRING
AT 16" O.C.

5/8" GYPSUM
WALLBOARD

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

8" BOND BEAM

STORAGE

C1008

ARMORY

C1038

8" BOND BEAM

111' - 4"

TOP OF MASONRY

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

8" CMU

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

1/2" COVERBOARD

8" BOND BEAM

F

MASTER

CONTROL

B1016

LOBBY

B1001

STRUCTURAL
PRECAST CONCRETE

STEEL BEAM

ACCESS FLOORING

BOTTOM OF 
MASONRY OPENING

TOP OF FRAMED 
OPENING

117' - 0"

BOTTOM OF 
CUTAINWALL 
OPENING

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

98' - 8"

2 1/2" METAL STUDS AT
16" O.C.

2 1/2" METAL STUDS AT
16" O.C.
2 1/2" METAL STUDS AT
16" O.C.

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

GLAZED ALUMINUM
CURTAINWALL SYSTEM

MODULAR WALL AND
ROOF PANELS

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

COLD FORMED METAL
FRAMING

5/8" SHEATHING

SLIP CONNECTION

A-606

H8

MODULAR WALL AND
ROOF PANELS

SPRAY FOAM
INSULATION METAL STUD FIRE

BLOCKING

3

7/8" METAL FURRING
AT 16" O.C.

5/8" GYPSUM
WALLBOARD

TRIM ROOF 
FASTENERS PRIOR 
TO INSTALLATION OF 
5/8" GYPSUM BOARD

FIRE RESISTANT 
JOINT SEALANT

GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.
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SCALE:  1" = 1'-0"A-333

1 WALL SECTION

SCALE:  1" = 1'-0"A-333

2 INTERIOR - WALL SECTION - ARMORYSCALE:  1" = 1'-0"A-333

3

EXTERIOR - WALL SECTION - NORTH WALL OF

MASTER CONTROL
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FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

8" BOND BEAM

WAITING

C1000

SHARED

ADMINISTRATION

C1014

8" CMU

METAL EDGE MOLDING

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

A-606

S12

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

HOLLOW METAL
FRAME (GROUTED
SOLID), REFER TO
DOOR AND FRAME
SCHEDULE

SPEAKER PORT

8" BOND BEAM

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

SOLID SURFACE
MATERIAL
COUNTERTOP

SOLID SURFACE
MATERIAL
COUNTERTOP

SOLID SURFACE
MATERIAL
COUNTERTOP

DEAL TRAY,
NON-RICOCHET

APPLIED
FIREPROOFING

110' - 8"

TOP OF MASONRY

107' - 4"

10"2"

5/8" PLYWOOD

3 5/8" METAL STUDS AT
16" O.C.

COLD FORMED METAL
FRAMING

SLIP CONNECTION

EXPANDED METAL
LATHE

SOUND ATTENUATION
BLANKETS

4"
2'

 -
 6

"

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

H

1' - 3 3/8" 9"

METAL COPING

MASONRY BRICK
VENEER - TYPE 2,
SOLDIER COURSE

5/8" TREATED
PLYWOOD

5/8" SHEATHING

1/2" TREATED
PLYWOOD

TAPERED RIGID
POLYISO INSULATION

5/8" GYPSUM
WALLBOARD

6" METAL STUDS AT 16"
O.C.

ARCHITECTURAL
PRECAST CONCRETE

TAPERED RIGID
POLYISO INSULATION

PRECAST CONCRETE
PANEL - SOLID

A-123

1

A-123

2

MASONRY BRICK
VENEER - TYPE 2,
SOLDIER COURSE

MASONRY BRICK
VENEER - TYPE 1,
STRETCHER COURSE

TRAINING

ROOM

C1034

H.7

8'
 -

 0
"

2'
 -

 2
"

2'
 -

 2
 1

/2
"

1/2" COVERBOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

MODULAR WALL AND
ROOF PANELS

5/8" SHEATHING

111' - 0"

110' - 2"

112' - 4 1/2"

116' - 8"

2'
 -

 6
"

6'
 -

 0
"

PRESENTATION DRY
ERASE WALL
COVERING WITH
FRAME AND 8' TRAY;
11' WIDE BY 6' HIGH AT
30" AFF

PAINT WALLS AND CEILINGS 
(APPLIED FIREPROOFING)  BLACK 
ABOVE THIS LINE (11'-0" AFF)

H.2

10 7/8"

6" COLD-FORMED
METAL STUDS

SPRAY FOAM
INSULATION

112' - 2"

APPLIED
FIREPROOFING

GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

FIRST FLOOR
100' - 0"

8" BOND BEAM

8" BOND BEAM

8" CMU

4" CONCRETE
SLAB-ON-GRADE.

ONE HOUR RATED
ASSEMBLY - 3 LAYERS
OF 5/8" TYPE X
GYSPSUM BOARD

6" METAL STUDS AT 16"
O.C.

FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

ONE HOUR RATED
ASSEMBLY - 3 LAYERS
OF 5/8" TYPE X
GYSPSUM BOARD

8" BOND BEAM

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

TAPERED RIGID
POLYISO INSULATION

3

114' - 0"

113' - 4"

115' - 0"

112' - 0"

TOP OF MASONRY

BOTTOM OF CEILING

BOTTOM OF CEILING

TOP OF FRAME
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SCALE:  1" = 1'-0"A-334

1 WALL SECTION

SCALE:  1" = 1'-0"A-334

2 WALL SECTION

SCALE:  1" = 1'-0"A-334

3 MASONRY WALL SECTION
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4 NON-FIRE RATED WALL AROUND POD CONTROL



FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

TAPERED RIGID
POLYISO INSULATION

24"X24" SECURITY
PANEL CEILING
SYSTEM - SEE A-800
SERIES SHEETS FOR
TYPE

24"X24" SECURITY
PANEL CEILING
SYSTEM - SEE A-800
SERIES SHEETS FOR
TYPE

8" CMU

1 1/2" METAL DECK

12
' -

 0
"

DETENTION FRAME
(GROUTED SOLID),
REFER TO DOOR &
FRAME SCHEDULE

SLIP CONNECTION

A-608

M6

A-608

H6-A

MALE

MEDICAL

DAYROOM

B1095

RECREATION

B1107

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

1/2" COVERBOARD

TAPERED RIGID
POLYISO INSULATION

5/8" GYPSUM
WALLBOARD

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

1 1/2" METAL DECK

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

3 5/8" METAL STUDS AT
16" O.C.

5/8" GYPSUM
WALLBOARD

CORRIDOR

C1009

SHARED

ADMINISTRATION

C1014

4'
 -

 0
"

3 5/8" METAL STUDS AT
16" O.C.

4'
 -

 0
"

1'
 -

 0
"

10
"

1 
1/

2"

APPLIED
FIREPROOFING

108' - 0"

1'
 -

 0
 1

/2
"

2'
 -

 1
0"

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

SOLID SURFACE
MATERIAL
COUNTERTOP

SOLID SURFACE WALL
CAP

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

LOBBY

B1001

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

3 5/8" METAL STUDS AT
16" O.C.

METAL EDGE MOLDING

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

WAITING

C1000

8'
 -

 8
"

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

A-610

H5

14

3 5/8" METAL STUDS AT
16" O.C.

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

5/8" GYPSUM
WALLBOARD
5/8" GYPSUM
WALLBOARD

108' - 8"

SOUND ATTENUATION
BLANKETS

FIRST FLOOR
100' - 0"

ROOF BEARING LOW
114' - 10 1/2"

A-608

S2

8" CMU

8" BOND BEAM

1 1/2" METAL DECK

TAPERED RIGID
POLYISO INSULATION

1/2" COVERBOARD

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

STAINLESS STEEL
COUNTERTOP

HOLLOW METAL
FRAME (GROUTED
SOLID), REFER TO
DOOR AND FRAME
SCHEDULE

PUBLIC

VISITATION -

ADA

B1013

INMATE

VISITATION -

ADA

B1020

2'
 -

 6
"

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

SECURITY PLANK
CEILING SYSTEM, 24"
PLANKS - SEE A-800
SERIES SHEETS FOR
TYPE

107' - 4"

102' - 8"

APPLIED
FIREPROOFING

GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

FIXED WOVEN ROD
SECURITY BARRIER

24"X24" SECURITY
PANEL CEILING
SYSTEM - SEE A-800
SERIES SHEETS FOR
TYPE

SECURITY PLANK
CEILING SYSTEM, 24"
PLANKS - SEE A-800
SERIES SHEETS FOR
TYPE

FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

TAPERED RIGID
POLYISO INSULATION

1 1/2" METAL DECK

5/8" GYPSUM
WALLBOARD

6" METAL STUDS AT 16"
O.C.

8" BOND BEAM

8" CMU

ONE HOUR RATED
ASSEMBLY - 3 LAYERS
OF 5/8" TYPE X
GYSPSUM BOARD

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

1/2" COVERBOARD

SUSPENDED
ACOUSTICAL PANEL
CEILING SYSTEM - SEE
A-800 SERIES SHEETS
FOR TYPE

3

112' - 0"

113' - 4"

115' - 0"

123' - 9 1/4"

BOTTOM OF CEILING

BOTTOM OF CEILING

TOP OF FRAME

TOP OF STUD WALL

SLIP CONNECTION

STEEL BEAM

STEEL JOIST
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SCALE:  1" = 1'-0"A-335

1 WALL SECTION

SCALE:  1" = 1'-0"A-335

2 WALL SECTION

SCALE:  1" = 1'-0"A-335

3 WALL SECTION

SCALE:  1" = 1'-0"A-335

4 WALL SECTION

SCALE:  1" = 1'-0"A-335

5 CEILING TRANSITION DETAIL
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SCALE:  1" = 1'-0"A-335

6 FIRE RATED WALL AROUND POD CONTROL



UP

UP

UP

GENERAL NOTES:
1. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 

INFORMATION.
2. ALL EXPOSED METAL STAIR AND RAILING COMPONENTS SHALL BE 

PAINTED.
3. ALL KEYNOTES INDICATE ONE GRAPHIC REPRESENTATION TYPICAL. 

CONTRACTOR SHALL USE THE GRAPHICAL REPRESENTATIONS FOR 
COUNTS AND NOT THE KEYNOTES. THE ABSENCE OF A KEYNOTE 
DOES NOT ABSOLVE THE CONTRACTOR FROM PROVIDING THE 
FEATURE GRAPHICALLY SHOWN ON THE DRAWINGS.

2

A-401

_____________________

DESIGN TOP LANDING 
TO SUPPORT 2000 LBS

116' - 4"

24' - 0"

14 treads @ 11" = 12' - 10"

7' - 8" 1' - 8" 14' - 8"

3'
 -

 8
"

8"
3'

 -
 8

"

8'
 -

 4
"

12 treads @ 11" = 11' - 0" 3' - 8"

8'
 -

 0
"

1"

100' - 0"

055213.01

055213.10

055213.02

055213.05055213.10

055213.10

055213.05
EXTEND HANDRAIL TO 
COLUMN

1' - 0"

1' - 0"

FIRST FLOOR
100' - 0"

ROOF BEARING HIGH
126' - 11"

MECHANICAL MEZZANINE PLAN
116' - 4"

16
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"
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. R
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 7
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055213.01
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055213.01

055213.05

055213.10

3'
 -

 0
"

3'
 -

 6
"

3'
 -

 6
"

3'
 -

 0
"

CRANE BEAM: CRANE 
TROLLY BY OWNER

3'
 -

 6
"

10' - 6"

055213.01

CHASE

E1016

B2000A

E1016A
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A-401

_____________________

109' - 4 1/4"

17
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 1

1"
 =

 1
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 -
 8

"
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 0

"

19
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 8
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4' - 4 1/4"
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 0
"

100' - 0"

055319.01

055213.05

055119.01

055213.01

055213.05

111903.01

1'
 -

 0
"

055213.13

3

FIRST FLOOR
100' - 0"

POD MEZZANINE PLAN
109' - 4 1/4"

3'
 -

 0
"

17
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S
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 4

 1
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"

1 - E

D1060

3'
 -

 1
"

3'
 -

 6
"

6' - 8" 8' - 0"

111903.01

055213.01

055213.05

055119.01

3'
 -

 6
"

11' - 10" 055213.01

055213.133

SEE DETAIL 9/A401
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A-401

_____________________

4' - 4 3/4"

7' - 9 1/8"

6'
 -

 0
 3

/8
"

3 TREADS @ 11" = 2' - 9" 1' - 7 3/4"

1' - 5 7/8"

5 TREADS @
 11" = 4' - 7"

1' - 8 1/8"
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3' - 4"

A-456
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055213.10

055213.01

055213.01

096900.01

096900.02

055213.05

5' - 4"

101' - 2"

1' - 0"

055213.05

1' - 0"

11"

1' - 0"

3' 
- 6

"

LINE OF STAIR BELOW

123661.01

123661.05

3

FIRST FLOOR
100' - 0"

LOWER LEVEL
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MECHANICAL
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A-401

_____________________

110' - 4"

055213.02

055213.01

129300.01

055213.10

055213.01
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 @
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 =
 1
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 -

 7
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4'
 -

 2
"

055213.05

4' - 0"

3' - 10"

051200.02

1'
 -

 0
"

1'
 -

 0
"

FIRST FLOOR
100' - 0"

ROOF BEARING VSP
119' - 8 1/2"

J

110' - 4"

VEHICLE
SALLYPORT

A1000

055213.01

055213.05

055213.10
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"
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051200.02

PROVIDE RADIUSED 
CORNER SIMILAR 

SIMILAR TO DETAIL 
9/A401
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SCALE:  1/4" = 1'-0"A-401

1 MECHANICAL MEZZANINE STAIR

SCALE:  1/4" = 1'-0"A-401

2 MECHANICAL MEZZANINE STAIR

NORTH

SCALE:  1/4" = 1'-0"A-401

3 POD MEZZANINE STAIR
SCALE:  1/4" = 1'-0"A-401

4 POD MEZZANINE STAIR

NORTH

SCALE:  1/2" = 1'-0"A-401

5 CONTROL ROOM STAIRS

SCALE:  1/2" = 1'-0"A-401

6 CONTROL ROOM STAIRS

NORTH

SCALE:  1/4" = 1'-0"A-401

7 VEHICLE SALLYPORT STAIR

SCALE:  1/4" = 1'-0"A-401

8 VEHICLE SALLYPORT STAIR

KEYNOTES
051200.02 STEEL COLUMN

055119.01 METAL GRATE STAIR ASSEMBLY WITH OPEN RISERS; PAINTED

055213.01 1 1/2" DIA STEEL PIPE GUARDRAIL; PAINTED

055213.02 REMOVABLE 1 1/2" DIA STEEL PIPE GUARDRAIL; PAINTED

055213.05 1 1/2" DIA STEEL PIPE HANDRAIL; PAINTED

055213.10 METAL PAN STAIR ASSEMBLY WITH CLOSED RISERS; PAINTED

055213.13 EXPANDED METAL GRATING TREAD - GALVANIZED

055319.01 EXPANDED METAL GRATING BY STEEL CELL MANUFACTURER -
GALVANIZED

096900.01 ACCESS FLOORING

096900.02 STAIR BY ACCESS FLOOR MANUFACTURER

111903.01 FIXED WOVEN ROD SECURITY BARRIER

123661.01 SOLID SURFACE MATERIAL COUNTERTOP

123661.05 SOLID SURFACE WALL CAP

129300.01 PIPE BOLLARD WITH PLASTIC COVER
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SCALE:  1/2" = 1'-0"A-401

9 POD MEZZANINE STAIR LOWER RAILING



A-452

3
BELOW

1 CONTROL

D1000

INTERLOCK

D1001B

INTERLOCK

D1002A

A-401

5

100' - 0"

101' - 2"

A-456

20

D1000

D1000G

D1000F

D1000E

D1000D

D1000CD1000B
D1000A

D1000J

D1000I

D1000H

D1020A

D1030A

D1060A

D1110A
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1. ALL KEYNOTES INDICATE ONE GRAPHIC REPRESENTATION TYPICAL. 
CONTRACTOR SHALL USE THE GRAPHICAL REPRESENTATIONS FOR 
COUNTS AND NOT THE KEYNOTES. THE ABSENCE OF A KEYNOTE 
DOES NOT ABSOLVE THE CONTRACTOR FROM PROVIDING THE 
FEATURE GRAPHICALLY SHOWN ON THE DRAWINGS.

2. COORDINATE WITH M.E.P. FOR ANY BULKHEADS, POWER, DATA OR 
EQUIPMENT REQUIREMENTS.

3. SEE SHEETS A-001, A-002, A-070 AND A-071 FOR FIRE RATED AND 
SECURITY WALL CONSRUCTION.

4. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

5. DIMENSIONS TO EXTERIOR FACES OF BUILDING ARE TO THE 
OUTSIDE OF THE MASONRY VENEER AND PRECAST PANELS.

6. DIMENSIONS OF INTERIOR WALLS ARE TO FACE OF METAL STUD, 
CMU, OR PRECAST.

7. REFER TO PARTITION SCHEDULE ON G-003.
8. PROVIDE CORNER GUARDS AT ALL GYPSUM BOARD CORNER 

LOCATIONS. SEE SPECIFICATION SECTION 102600.  
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NORTH

SCALE:  1/4" = 1'-0"A-452

1 FIRST FLOOR - CONTROL ROOM - AREA D

NORTH

SCALE:  1/4" = 1'-0"A-452

2 FIRST FLOOR - CONTROL ROOM - AREA E

NORTH

SCALE:  1/4" = 1'-0"A-452

3 LOWER LEVEL FLOOR PLAN - STAFF TOILET-AREA D

NORTH

SCALE:  1/4" = 1'-0"A-452

4 LOWER LEVEL FLOOR PLAN - STAFF TOILET-AREA E

NORTH

SCALE:  1/4" = 1'-0"A-452

5 VISITATION

SCALE:  1/4" = 1'-0"A-452

6 STAFF TOILET - E0001

SCALE:  1/4" = 1'-0"A-452

7 STAFF TOILET - E0001

KEYNOTES

055213.01 1 1/2" DIA STEEL PIPE GUARDRAIL; PAINTED

055213.05 1 1/2" DIA STEEL PIPE HANDRAIL; PAINTED

055213.10 METAL PAN STAIR ASSEMBLY WITH CLOSED RISERS; PAINTED

055550.10 STAINLESS STEEL ENCLOSURE

096900.01 ACCESS FLOORING

096900.02 STAIR BY ACCESS FLOOR MANUFACTURER

102800.03 TOILET PAPER DISPENSER

102800.14 MIRROR UNIT

102800.15 WASTE RECEPTACLE

104416.01 BRACKET-MOUNTED FIRE EXTINGUISHER, TYPE A-B-C

111200.02 FLAT SCREEN TELEVISION, BY OWNER

111200.13 CHAIR, BY OWNER

111800.03 PACKAGE TRANSFER UNIT

111916.01 PISTOL LOCKERS, SURFACE MOUNTED - 6 COMPARTMENT

113131.00 MICROWAVE, BY OWNER

123616.01 STAINLESS STEEL COUNTERTOP

123661.01 SOLID SURFACE MATERIAL COUNTERTOP

123661.05 SOLID SURFACE WALL CAP

123661.07 GROMMET

125500.04 STAINLESS STEEL STOOL, FLOOR MOUNTED

125600.30 24/7 SECURE TASK CHAIR/STOOL

284619.25 ERGONOMIC DESK
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GENERAL NOTES
1. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 

INFORMATION.
2. REFER TO G-002 FOR ACCESSIBILITY GUIDELINES AND TYPICAL 

MOUNTING HEIGHTS.
3. FLOOR FINISH IN ROOMS SHALL BE INSTALLED TO FACE OF WALLS. 

CASEWORK TO BE INSTALLED AFTER FLOOR FINISH.
4. INSTALL GROMMETS AT DESK COUNTERTOPS TO PROVIDE CABLE 

ACCESS. VERIFY SPECIFIC LOCATIONS WITH ARCHITECT AND 
OWNER.

5. ALL OPEN / EXPOSED FACED CASEWORK TO HAVE FINISHED 
INTERIOR FACES TO MATCH EXTERIOR FACE.

6. ALL KEYNOTES INDICATE ONE GRAPHIC REPRESENTATION TYPICAL. 
CONTRACTOR SHALL USE THE GRAPHICAL REPRESENTATIONS FOR 
COUNTS AND NOT THE KEYNOTES. THE ABSENCE OF A KEYNOTE 
DOES NOT ABSOLVE THE CONTRACTOR FROM PROVIDING THE 
FEATURE GRAPHICALLY SHOWN ON THE DRAWINGS.

7. COORDINATE WITH M.E.P. FOR ANY BULKHEADS, POWER, DATA OR 
EQUIPMENT REQUIREMENTS.
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SCALE:  1/4" = 1'-0"A-455

9 MAIL - C1023A

SCALE:  1/4" = 1'-0"A-455

12 SQUAD ROOM - A1033

SCALE:  1/4" = 1'-0"A-455

10 SQUAD ROOM - C1027

SCALE:  1/4" = 1'-0"A-455

13 CONFERENCE ROOM - C1015

SCALE:  1/4" = 1'-0"A-455

15 BREAKROOM - C1030

SCALE:  1/4" = 1'-0"A-455

3 TESTING - B1056

SCALE:  1/4" = 1'-0"A-455

7 EXAM ROOM - TYPICAL

SCALE:  1/4" = 1'-0"A-455

14 ARMORY - C1038
SCALE:  1/4" = 1'-0"A-455

4 PRETRIAL WORKROOM - B1074

SCALE:  1/4" = 1'-0"A-455

8 INMATE CLOTHING - B1043

SCALE:  1/4" = 1'-0"A-455

6 BODY SCANNER - B1035

KEYNOTES
101100.01 MARKER BOARD, 4'

101100.03 MARKER BOARD, 8'

101100.05 TACK BOARD, 48" X 48"

102800.10 PAPER TOWEL DISPENSER

104413.01 FIRE EXTINGUISHER CABINET - ABC

105113.03 METAL LOCKER SYSTEM (TYPE 3) WITH 4" CONCRETE BASE

111200.02 FLAT SCREEN TELEVISION, BY OWNER

111200.03 PODIUM, BY OWNER

111200.07 PEG BOARD, BY OWNER

112923.01 INMATE PERSONAL PROPERTY STORAGE EQUIPMENT

112923.02 INMATE CLOTHING STORAGE EQUIPMENT

113111.00 REFRIGERATOR, BY OWNER

113131.00 MICROWAVE, BY OWNER

123216.01 PLASTIC LAMINATE BASE CABINET

123216.02 PLASTIC LAMINATE MAILBOXES WITH LABEL HOLDERS

123616.01 STAINLESS STEEL COUNTERTOP

123661.01 SOLID SURFACE MATERIAL COUNTERTOP

123661.03 COUNTERTOP SUPPORT BRACKET (PREFINISHED)

123661.08 SOLID SURFACE VERTICAL TRANSITION

123661.09 SOLID SURFACE BACKSPLASH, 6"

125500.06 DETENTION STAINLESS STEEL BENCH WITH CUFFING RINGS;
FLOOR MOUNTED; 4'-0" LENGTH

129300.01 PIPE BOLLARD WITH PLASTIC COVER

SCALE:  1/4" = 1'-0"A-455

18 INMATE PROPERTY STORAGE - B1032

SCALE:  1/4" = 1'-0"A-455

11 SQUAD ROOM - A1033

COMPUTER 
BY OWNER

SCALE:  1/4" = 1'-0"A-455

19 CORRIDOR - C1085

SCALE:  1/4" = 1'-0"A-455

20 LACTATION ROOM - B1123

SCALE:  1/4" = 1'-0"A-455

21 NURSE - B1124

SCALE:  1/4" = 1'-0"A-455

17 MASTER CONTROL - B1016

SCALE:  1/4" = 1'-0"A-455

22 LACTATION ROOM - C1008A

SCALE:  1/4" = 1'-0"A-455

1 VEHICLE EVIDENCE STORAGE - A1003

SCALE:  1/4" = 1'-0"A-455

2 VEHICLE EVIDENCE STORAGE - A1003 - B

SCALE:  1/4" = 1'-0"A-455

16 EVIDENCE STORAGE - C1049 - B
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DOOR AND FRAME SCHEDULE 
ABBREVIATIONS:

AL

DHM

DHM-G

HM

HM-G

OCD

SD

STL

WD

ALUMINUM

DETENTION HOLLOW METAL

DETENTION HOLLOW METAL - GALVANIZED

HOLLOW METAL

HOLLOW METAL - GALVANIZED

OVERHEAD COILING DOOR

SECTIONAL DOOR

STEEL

WOOD

GENERAL NOTES:
A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 

INFORMATION.
B. ALL HOLLOW METAL DOORS AND FRAMES ARE TO BE 

PAINTED.
C. EXTERIOR HOLLOW METAL DOORS AND FRAMES ARE TO 

BE GALVANIZED AND PAINTED.
D. ALL EXTERIOR DOORS SHALL BE INSULATED.
E. COORDINATE DOORS AND FRAMES WITH ACCESS 

CONTROL SYSTEM HARDWARE AND ELECTRICAL 
REQUIREMENTS INCLUDING ALL WIRING AND 
CONNECTIONS.

F. ALL WOOD DOORS TO BE FACTORY-FINISHED.
G. PROVIDE A ROOM IDENTIFICATION PANEL SIGN FOR EACH 

INTERIOR DOOR LOCATION OUTSIDE THE SECURE 
PERIMETER OF THE FACILITY AS SHOWN ON A-070 AND 
A-071. 

H. PROVIDE INCLUDING MALE/FEMALE/UNISEX AND ADA 
GRAPHICS WHERE APPLICABLE.  FINAL ROOM NAMES, 
ROOM NUMBERS, AND LOCATIONS TO BE DETERMINED 
PRIOR TO FABRICATION.  MOUNTING FOR PANEL SIGNS TO 
BE ON THE WALL ADJACENT TO THE DOOR 
APPROXIMATELY 48"-54" A.F.F.

I. REFER TO SECURITY ELECTRONIC DRAWINGS FOR DOOR 
CONTROLS, MONITORING AND ACCESS CONTROL.

J. OPENING WIDTH SCHEDULED FOR SLIDING DOORS IS 
CLEAR OPENING WIDTH NOT ACTUAL WIDTH OF DOOR 
LEAF. CLEAR OPENING WIDTH DOES NOT INCLUDE 
MECHANICAL RELEASE COLUMN AND RECEIVER.

DOOR AND FRAME 
SCHEDULE COMMENTS:
1. ADA DOOR OPERATOR WITH ACTUATOR CONTROLS ON 

BOTH SIDES OF THE DOOR.
2. INSULATED SECTIONAL DOOR WITH ELECTRIC OPERATOR.
3. INSULATED OVERHEAD COILING DOOR, WITH ELECTRIC 

OPERATOR.
4. SLIDING DOOR WITH ELECTRIC OPERATOR.
5. DUTCH DOOR. LOCK TOP LEAF IN THE OPEN POSITION.
6. NOT USED.
7. INTERCOM(S) TO BE MOUNTED IN DOOR FRAME.
8. DOUBLE RABBET FRAME.
9. DOOR, FRAME AND GLAZING PROVIDED BY MODULAR 

STEEL CELL MANUFACTURER.
10. CASED OPENING.
11. DOORS DELETED UNDER ALTERNATE NO. 04
12. PADDED CELL DOOR AND FRAME.
13. FOOD PASS WITH THUMB TURN MOUNTED ON CONTROL 

ROOM SIDE.
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DOOR AND FRAME SCHEDULE - AREAS A, B & C

OPENIN
G

NUMBER

DOOR FRAME

DOOR
SIGN

FIRE
RATING

HDWR
SET COMMENTS

OPENING
NUMBER

SIZE

TYPE MAT'L GLAZING TYPE MAT'L GLAZING DEPTH

DETAILS

WIDTH HEIGHT THICK HEAD JAMB SILL
B1112B 4' - 0" 7' - 0" 2" C1 DHM GCP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-04A 7 B1112B

B1114 3' - 0" 7' - 0" 2" D DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1114

B1115 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1115

B1115A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1115A

B1116 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1116

B1116A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1116A

B1117 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1117

B1118 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1118

B1118A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1118A

B1120 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - S-01B B1120

B1121A 4' - 0" 7' - 0" 2" F DHM GCP-2F F-4 DHM - - - 8 1/8" H3-A/A-608 J3-B,C/A-608 S3/A-608 H 20 S-05A 4, 7 B1121A

B1121B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-4 DHM - - - 8 1/8" H3-A/A-608 J3-B,C/A-608 S3/A-608 H - - - S-05 4, 7 B1121B

B1121C 4' - 0" 7' - 0" 2" F DHM GCP-2 F-4 DHM - - - 8 1/8" H3-A/A-608 J3-B,C/A-608 S3/A-608 H - - - S-05 4, 7 B1121C

B1122 4' - 0" 7' - 0" 2" F DHM GCP-2F F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H 20 S-04A 7 B1122

B1123 3' - 0" 7' - 0" 1 3/4" D HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H 20 BH-11 B1123

B1124 3' - 0" 7' - 0" 1 3/4" D HM LP-3 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-31 8 B1124

B1125 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-54 B1125

B1126 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-29 B1126

B1127 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-31 B1127

B1128 3' - 0" 7' - 0" 1 3/4" D HM LP-3 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-13 8 B1128

B1129 3' - 0" 7' - 0" 1 3/4" D HM LP-3 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-31 B1129

B1130 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-01 B1130

B1131 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-10 B1131

B1132 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-01 B1132

B1133 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H 20 S-04 7 B1133

B1134 3' - 0" 7' - 0" 2" A DHM-G - - - F-2 DHM-G - - - 8 3/4" H3/A-610 J3-A,B/A-610 - - - - - - - - - S-08 B1134

B1135 3' - 0" 7' - 0" 2" A DHM-G - - - F-2 DHM-G - - - 8 3/4" H3/A-610 J3-A,B/A-610 S3-B/A-610 - - - - - - S-08 B1135

B2000A 6' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H5/A-606 J5-A/A-606 S13/A-606 A 45 BH-52 B2000A

B2000B 3' - 0" 7' - 0" 1 3/4" A HM-G - - - F-2 HM-G - - - 8 3/4" H7/A-606 J7/A-606 S7/A-606 A - - - BH-34A B2000B

B2001 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-42 B2001

B2002 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A 45 BH-41 B2002

C1000A 3' - 0" 7' - 0" 1 3/4" F WD LG-1 F-16 HM LG-1 5 7/8" H5/A-610, H1/A-608 J1/A-606, J1/A-608 - - - A - - - BH-26 C1000A

C1000B 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - - - - - - - BH-32 C1000B

C1000C 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - - - - - - - BH-32 C1000C

C1001 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-29 C1001

C1002A 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-29 C1002A

C1002B 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-25 C1002B

C1004 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-25 C1004

C1005 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H2/A-606 J2/A-606 - - - A - - - BH-25 C1005

C1006A 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 8 3/4" H2/A-606 J2/A-606 - - - A - - - BH-29 C1006A

C1006B 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H2/A-606 J2/A-606 - - - A - - - BH-26 C1006B

C1007A 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 8 3/4" H2/A-606 J2/A-606 - - - A - - - BH-29 C1007A

C1007B 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H2/A-606 J2/A-606 - - - A - - - BH-26 C1007B

C1008 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-24 C1008

C1008A 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-11 C1008A

C1011 6' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-48 C1011

C1012 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-25 C1012

C1013A 4' - 0" 8' - 0" - - - - - - - - - F-2 HM - - - 5 7/8" H3/A-606 J3/A-606 - - - A - - - BH-58 10 C1013A

C1013B 4' - 0" 8' - 0" - - - - - - - - - F-2 HM - - - 5 7/8" H3/A-606 J3/A-606 - - - A - - - BH-58 10 C1013B

C1014A 4' - 0" 8' - 0" - - - - - - - - - F-2 HM - - - 5 7/8" H3/A-606 J3/A-606 - - - A - - - BH-58 10 C1014A

C1014B 4' - 0" 8' - 0" - - - - - - - - - F-2 HM - - - 5 7/8" H3/A-606 J3/A-606 - - - A - - - BH-58 10 C1014B

C1015 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-16 C1015

C1016 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-13 C1016

C1017 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - B - - - BH-09 C1017

C1018 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-13 C1018

C1019 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-13 C1019

C1020 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-13 C1020

C1021 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-13 C1021

C1022 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-13 C1022

C1024 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - B - - - BH-11 C1024

C1025 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - B - - - BH-11 C1025

C1026 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - B - - - BH-11 C1026

C1027 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-21A C1027

C1028 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-22 SOUND SEALED C1028

C1029 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-13 C1029

C1030A 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-04 C1030A

C1030B 3' - 0" 7' - 0" 1 3/4" F HM-G LG-1 F-2 HM-G - - - 8 3/4" H6-B/A-606 J6-A,B/A-606 S6/A-606 A - - - BH-34 C1030B

C1031A 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - - - - - - - BH-31 C1031A

C1031B 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - - - - - - - BH-26 C1031B

C1032 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - B - - - BH-05 C1032

C1033 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - B - - - BH-05 C1033

C1034A 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-08 C1034A

C1034B 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-08 C1034B

C1035 6' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - A - - - BH-23 C1035

C1036A 3' - 0" 7' - 0" 1 3/4" E AL LG-1 F-19B AL LG-1 4 1/2" H5/A-609 J5-A,B/A-609 S5/A-609 - - - - - - BH-05 C1036A

C1036B 3' - 0" 7' - 0" 1 3/4" E AL IG-1 F-19A AL IG-1 6" H6-A/A-606 J6-A,B,C,D/A-606 S5/A-609 - - - - - - BH-35 C1036B

C1037 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 5 7/8" H1/A-606 J1/A-606 - - - - - - - - - BH-31 C1037

C1038 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 45 BH-28 C1038

C1039 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 5 7/8" H4/A-606 J4-A/A-606 - - - A - - - BH-29 C1039

C1040 3' - 0" 7' - 0" 1 3/4" B WD LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-29 C1040

C1041 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-25 C1041

C1043 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H2/A-606 J2/A-606 - - - A - - - BH-13 C1043

C1044A 4' - 0" 7' - 0" 2" F DHM GCP-2F F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H 20 S-04 7 C1044A

C1044B 4' - 0" 7' - 0" 2" B DHM GCP-2 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A - - - S-04 7 C1044B

C1045 3' - 0" 7' - 0" 1 3/4" B HM LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A - - - BH-29 C1045

C1046 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-17 C1046

C1047A 4' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-30 C1047A

C1047B 4' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-33 C1047B

C1047C 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-13B C1047C

C1048 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-29 C1048

C1050 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-29 C1050

C1051 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-31 C1051

C1052A 3' - 0" 7' - 0" 2" B DHM-G IG-1 F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 - - - - - - S-09 7 C1052A

C1052B 10' - 0" 10' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2 C1052B

C1052C 4' - 0" 7' - 0" 1 3/4" B HM LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-30 C1052C

C1053A 6' - 0" 7' - 0" 1 3/4" A HM-G - - - F-2 HM-G - - - 8 3/4" H5/A-606 J5-A/A-606 S5-B/A-606 - - - - - - BH-51 C1053A

C1053B 6' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-50 C1053B

C1054A 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 45 BH-46 C1054A

C1054B 4' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 45 BH-40 C1054B

C1055 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-29 8 C1055

C1056 4' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-30 C1056

C1057 6' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-49 C1057

C1059 4' - 0" 7' - 0" 2" F DHM GCP-2F F-4 DHM - - - 8 1/8" H3-A/A-608 J3-B,C/A-608 S3/A-608 A 20 S-05A 4, 7 C1059

C1060 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-10 C1060

C1061 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-53 C1061

C1062 3' - 0" 7' - 0" 1 3/4" D HM GCP-3 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-14 8 C1062

C1063A 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5C DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H - - - S-05 4, 7 C1063A

C1063B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5C DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 A - - - S-05 4, 7 C1063B

C1064 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-37 C1064

C1065A 4' - 8" 7' - 8" 2" F DHM GCP-2 F-4 DHM - - - 8 1/8" H3-A/A-608 J3-B,C/A-608 S3/A-608 H - - - S-05A 4, 7 C1065A

C1065B 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H 20 BH-45 C1065B

C1065F 6' - 1" 8' - 0" 3/4" OCD STL - - - - - - STL - - - - - - 20 C1065F

C1066 4' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 45 BH-03 C1066

C1067 3' - 0" 7' - 0" 2" D DHM GCP-2F F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A 20 S-04 7 C1067

C1068 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-13 C1068

C1069 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-13 C1069

C1070A 3' - 0" 7' - 0" 1 3/4" C HM GCP-3 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-29 C1070A

C1070B 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-31 C1070B

C1071A 3' - 0" 7' - 0" 1 3/4" C HM GCP-3 F-2 HM - - - 8 3/4" H2/A-606 J/A-606 - - - A - - - BH-29 C1071A

C1071B 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H2/A-606 J/A-606 - - - A - - - BH-31 C1071B

C1072 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-17 C1072

C1073A 3' - 0" 7' - 0" 2" F DHM GCP-2F F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A 20 S-04 7 C1073A

C1073B 3' - 0" 7' - 0" 2" F DHM GCP-2F F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A 20 S-04 7 C1073B

C1074 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-01 C1074

C1075 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-01 C1075

C1076 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 BH-43 C1076

C1077 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 BH-18 8 C1077

C1078 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 BH-18 8 C1078

C1079 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 BH-44 8 C1079

C1080 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 BH-43 8 C1080

C1083 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-37 C1083

C1085 4' - 0" 7' - 0" 1 3/4" B HM LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A - - - BH-33 C1085

DOOR AND FRAME SCHEDULE - AREAS A, B & C
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WIDTH HEIGHT THICK HEAD JAMB SILL
A1000A 3' - 0" 7' - 0" 2" A DHM-G - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 - - - - - - S-09 7 A1000A

A1000B 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2 A1000B

A1000C 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2, 11 A1000C

A1000D 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2, 11 A1000D

A1000E 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2 A1000E

A1000F 3' - 0" 7' - 0" 2" A DHM-G - - - F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 - - - - - - S-09 7 A1000F

A1000G 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2 A1000G

A1000H 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2, 11 A1000H

A1000J 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2, 11 A1000J

A1000K 12' - 0" 14' - 0" 2" OSD STL - - - - - - STL - - - - - - H2/A-610 J2/A-610 S2/A-610 - - - - - - - - - 2 A1000K

A1000L 3' - 0" 7' - 0" 2" A DHM-G - - - F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 - - - - - - S-09 7 A1000L

A1001 3' - 8" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-47 A1001

A1002 3' - 8" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-33 A1002

A1003A 3' - 8" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-33 A1003A

A1003B 12' - 0" 14' - 0" 3/4" OCD STL - - - - - - STL - - - - - - H6/A-610 J6/A-610 S6/A-610 - - - - - - - - - 3 A1003B

A2001 4' - 0" 7' - 0" 1 3/4" A HM - - - F-3 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-27 A2001

B1000A 6' - 0" 7' - 0" 1 3/4" E AL IG-1 F-7 AL IG-1 6" H1/A-609 J1-A, B/A-609 S1-A,B/A-609 I - - - BH-07 B1000A

B1000B 6' - 0" 7' - 0" 1 3/4" E AL IG-1 F-7 AL IG-1 6" H1/A-609 J1-A, B/A-609 S1-A,B/A-609 I - - - BH-06 1 B1000B

B1000C 6' - 0" 7' - 0" 1 3/4" E AL LG-1 F-8 AL LG-1 7 1/2" H2/A-609 J7-A, J8-A/A-607,
J2-C,J3/A-609

S7/A-607 G - - - BH-56 B1000C

B1000D 6' - 0" 7' - 0" 1 3/4" E AL LG-1 F-8 AL LG-1 7 1/2" H2/A-609 J7-A, J8-A/A-607,
J2-C,J3/A-609

S7/A-607 G - - - BH-57 1 B1000D

B1003 3' - 0" 7' - 0" 1 3/4" E AL IG-1 F-9 AL IG-1 6" H3/A-607 J3-A,B/A-607 S3-A,B/A-607 - - - - - - BH-55 B1003

B1004 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - C, D - - - BH-26 B1004

B1005 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - C, D - - - BH-31 B1005

B1006 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - C, D - - - BH-31 B1006

B1007 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-39 B1007

B1008 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-05 B1008

B1009 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-05 B1009

B1010 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - C, D - - - BH-31 B1010

B1011 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 1/8" H4/A-606 J4-A/A-606 - - - C, D - - - BH-26 B1011

B1012 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - C, D - - - BH-26 B1012

B1013 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - C, D - - - BH-26 B1013

B1015A 4' - 0" 7' - 0" 2" A DHM - - - F-4 DHM - - - 8 1/8" H3-A/A-608 J3-B,C/A-608 S3/A-608 H 20 S-05A 4, 7 B1015A

B1015B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-4 DHM - - - 8 1/8" H3-A/A-608 J3-B,C/A-608 S3/A-608 H - - - S-05 4, 7 B1015B

B1016 3' - 0" 7' - 0" 2" F DHM GCP-1MF F-13 DHM GCP-1MF/STL 8 3/4" H8/A-606 J4-A,B/A-606, J1/A-607 S1/A-607 A 45 S-04 7, 8 B1016

B1017 3' - 0" 7' - 0" 1 3/4" A WD - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-11 B1017

B1018 3' - 0" 7' - 0" 2" F DHM GCP-2F F-5B DHM GCP-2F 8 1/8" H4/A-608 J4-B,C/A-608 S3/A-608 H 45 S-05A 4, 7 B1018

B1019 3' - 0" 7' - 0" 2" F DHM GCP-2F F-5B DHM GCP-2F 8 1/8" H4/A-608 J4-B,C/A-608 S3/A-608 H 45 S-05A 4, 7 B1019

B1020 3' - 0" 7' - 0" 2" D1 DHM GCP-2F F-2 DHM - - - 8 3/4" H4/A-606 J4-/A-606 - - - A 20 S-02A B1020

B1021 3' - 0" 7' - 0" 2" D1 DHM GCP-2F F-2 DHM - - - 8 3/4" H4/A-606 J4-/A-606 - - - A 20 S-02A B1021

B1022 3' - 0" 7' - 0" 2" D DHM GCP-2F F-2 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 S-02 B1022

B1023 3' - 0" 7' - 0" 2" D DHM GCP-2F F-2 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 S-02 B1023

B1024 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 BH-45 B1024

B1025 4' - 0" 7' - 0" 2" F DHM GCP-2 F-18 DHM GCP-2/STL 8 3/4" H3-B/A-608 J3-D,E/A-608 S3/A-608 H - - - S-05 4, 7, 8 B1025

B1026 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B 20 BH-10A B1026

B1027 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B 20 BH-10A B1027

B1028 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A 20 BH-41 B1028

B1029 4' - 0" 7' - 0" 2" F DHM GCP-2F F-5D DHM GCP-2F 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H 45 S-05 4, 7, 8 B1029

B1030 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-43A B1030

B1031 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-54A B1031

B1032 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A - - - S-04 7 B1032

B1033A 3' - 0" 7' - 0" 2" A DHM - - - F-2 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A - - - S-02B B1033A

B1033B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - S-04 7 B1033B

B1034A 3' - 0" 7' - 0" 2" A DHM - - - F-2 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A - - - S-02B B1034A

B1034B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - S-04 7 B1034B

B1035 3' - 0" 7' - 0" 1 3/4" D HM GCP-3 F-10B HM GCP-3 8 3/4" H4/A-606, H1/A-607 J4-A/A-606, J1/A-607 S1/A-607 A - - - BH-20 B1035

B1037 3' - 0" 7' - 0" 2" F1 DHM GCP-2M F-11 DHM GCP-2M 8 3/4" H4/A-606, H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 A - - - S-04 7 B1037

B1039 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1039

B1040 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1040

B1040A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1040A

B1041 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1041

B1041A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1041A

B1042 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1042

B1043A 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A - - - S-04 7 B1043A

B1043B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - A S-04 7 B1043B

B1044 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1044

B1044A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1044A

B1045 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1045

B1046 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1046

B1046B 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1046B

B1047 3' - 0" 7' - 0" 2" C1 DHM GCP-3F F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01C 12 B1047

B1048A 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-01C 7 B1048A

B1048B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01D 12 B1048B

B1048C 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01D 12 B1048C

B1049 3' - 0" 7' - 0" 2" C1 DHM GCP-3F F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01C 12 B1049

B1050 3' - 0" 7' - 0" 2" C1 DHM GCP-3F F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01C 12 B1050

B1051A 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-01C 7 B1051A

B1051B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01D 12 B1051B

B1051C 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01D 12 B1051C

B1052 3' - 0" 7' - 0" 2" C1 DHM GCP-3F F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01C 12 B1052

B1054 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-01C 7 B1054

B1055A 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5D DHM GCP-2 8 1/8" H4/A-608 J4-B,D/A-608 S3/A-608 E, F - - - S-05 4, 7, 8 B1055A

B1055B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5D DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 E, F - - - S-05 4, 7, 8 B1055B

B1057 3' - 0" 7' - 0" 2" C DHM LP-3 F-2 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - E - - - S-02C B1057

B1058 3' - 0" 7' - 0" 2" C DHM LP-3 F-2 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - E - - - S-02C B1058

B1059 3' - 0" 7' - 0" 2" C DHM LP-3 F-2 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - S-02C B1059

B1060 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A/A-606 - - - A - - - S-08 B1060

B1061 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-01C 7 B1061

B1063A 3' - 0" 7' - 0" 2" F DHM GCP-1 F-5C DHM GCP-1 8 1/8" H4/A-608 J4-B,D/A-608 S3/A-608 E, F - - - S-05 4, 7, 8 B1063A

B1063B 3' - 0" 7' - 0" 2" F DHM GCP-2 F-5C DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 E, F - - - S-05 4, 7, 8 B1063B

B1064 3' - 0" 7' - 0" 1 3/4" D HM LG-1 F-10A HM LG-1 8 3/4" H4/A-606, H1/A-607 J4-A/A-606, J1/A-607 S1/A-607 A - - - BH-13A 8 B1064

B1065 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-10 B1065

B1066 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-12 B1066

B1067A 3' - 0" 7' - 0" 2" F DHM GCP-2 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-04 7 B1067A

B1067B 3' - 0" 7' - 0" 2" F DHM GCP-2 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-04 7 B1067B

B1069 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-19 B1069

B1070 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-13 B1070

B1071 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-13 B1071

B1072 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-13 B1072

B1073 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-13 B1073

B1074 3' - 0" 7' - 0" 1 3/4" B HM LG-1 F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-21 B1074

B1075 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-10 B1075

B1076 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - B - - - BH-12 B1076

B1077 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1077

B1077A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1077A

B1078 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1078

B1079 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1079

B1079A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1079A

B1080 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1080

B1081 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1081

B1081A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1081A

B1082 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1082

B1083 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1083

B1083A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1083A

B1084 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - - - - - - - BH-39 B1084

B1085 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - - - - - - - BH-37 B1085

B1086 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1086

B1086A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1086A

B1087 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1087

B1087A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1087A

B1088 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1088

B1089 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1089

B1089A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1089A

B1090 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1090

B1091 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1091

B1091A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1091A

B1092 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1092

B1093A 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5C DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H - - - S-05 4, 7, 8 B1093A

B1093B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5C DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H - - - S-05 4, 7, 8 B1093B

B1094 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-39 B1094

B1097 3' - 0" 7' - 0" 2" D DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1097

B1097A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1097A

B1098 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1098

B1099 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1099

B1099A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1099A

B1100 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1100

B1101 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1101

B1101A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1101A

B1102 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1102

B1103 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1103

B1103A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1103A

B1104 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1104

B1105 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1105

B1105A 1' - 8" 7' - 0" 2" A DHM - - - F-2 DHM - - - STL CELL - - - - - - - - - H - - - S-03 9 B1105A

B1106 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01B 7, 9 B1106

B1107 3' - 0" 7' - 0" 2" F1 DHM GCP-2 F-14 DHM GCP-2/STL 8 3/4" H6-B/A-608 J8, J4-A,B/A-606 S1/A-607 - - - - - - S-04 7 B1107

B1108 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - BH-37 B1108

B1109 3' - 0" 7' - 0" 2" C1 DHM GCP-3F F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01C 12 B1109

B1110A 3' - 0" 7' - 0" 2" C1 DHM LP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-01C 7 B1110A

B1110B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01D 12 B1110B

B1110C 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01D 12 B1110C

B1111 3' - 0" 7' - 0" 2" C1 DHM GCP-3F F-3 DHM - - - 8 1/8" H9/A-606 J9-A,B/A-606 S9/A-606 H 45 S-01C 12 B1111

B1112A 4' - 0" 7' - 0" 2" C1 DHM GCP-3 F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-04A 7 B1112A

GLAZING SCHEDULE - COMMERCIAL

IG-1 1" CLEAR INSULATING LOW-E GLAZING

IG-2 1" INSULATED SPANDREL GLASS

LG-1 LAMINATED GLASS

LG-1F LAMINATED FIRE-RATED GLASS

GLAZING SCHEDULE - DETENTION

BR-3M MIRRORED (ONE WAY) LAMINATED
BULLET-RESISTANT GLAZING

GCP-1 60 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-1F 60 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY SP029)

GCP-1M 60 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-1MF 60 MINUTE PHYSICAL ATTACK; MIRRORED, FIRE
RATED (SECURE-TEM + POLY)

GCP-2 40 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-2F 40 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

GCP-2M 40 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-2MF 40 MINUTE PHYSICAL ATTACK; MIRRORED,
FIRE-RATED (SECURE-TEM + POLY SP029)

GCP-3 20 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-3F 20 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

LP-3 CLEAR LAMINATED POLYCARBONATE

SIG-2 40 MINUTE LOW-E COATED, CLEAR INSULATING
GLASS POLYCARBONATE UNIT

STL 7 GAUGE STEEL PANEL INFILL
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DOOR AND FRAME SCHEDULE 
ABBREVIATIONS:

AL

DHM

DHM-G

HM

HM-G

OCD

SD

STL

WD

ALUMINUM

DETENTION HOLLOW METAL

DETENTION HOLLOW METAL - GALVANIZED

HOLLOW METAL

HOLLOW METAL - GALVANIZED

OVERHEAD COILING DOOR

SECTIONAL DOOR

STEEL

WOOD

GENERAL NOTES:
A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 

INFORMATION.
B. ALL HOLLOW METAL DOORS AND FRAMES ARE TO BE 

PAINTED.
C. EXTERIOR HOLLOW METAL DOORS AND FRAMES ARE TO 

BE GALVANIZED AND PAINTED.
D. ALL EXTERIOR DOORS SHALL BE INSULATED.
E. COORDINATE DOORS AND FRAMES WITH ACCESS 

CONTROL SYSTEM HARDWARE AND ELECTRICAL 
REQUIREMENTS INCLUDING ALL WIRING AND 
CONNECTIONS.

F. ALL WOOD DOORS TO BE FACTORY-FINISHED.
G. PROVIDE A ROOM IDENTIFICATION PANEL SIGN FOR EACH 

INTERIOR DOOR LOCATION OUTSIDE THE SECURE 
PERIMETER OF THE FACILITY AS SHOWN ON A-070 AND 
A-071. 

H. PROVIDE INCLUDING MALE/FEMALE/UNISEX AND ADA 
GRAPHICS WHERE APPLICABLE.  FINAL ROOM NAMES, 
ROOM NUMBERS, AND LOCATIONS TO BE DETERMINED 
PRIOR TO FABRICATION.  MOUNTING FOR PANEL SIGNS TO 
BE ON THE WALL ADJACENT TO THE DOOR 
APPROXIMATELY 48"-54" A.F.F.

I. REFER TO SECURITY ELECTRONIC DRAWINGS FOR DOOR 
CONTROLS, MONITORING AND ACCESS CONTROL.

J. OPENING WIDTH SCHEDULED FOR SLIDING DOORS IS 
CLEAR OPENING WIDTH NOT ACTUAL WIDTH OF DOOR 
LEAF. CLEAR OPENING WIDTH DOES NOT INCLUDE 
MECHANICAL RELEASE COLUMN AND RECEIVER.

DOOR AND FRAME 
SCHEDULE COMMENTS:
1. ADA DOOR OPERATOR WITH ACTUATOR CONTROLS ON 

BOTH SIDES OF THE DOOR.
2. INSULATED SECTIONAL DOOR WITH ELECTRIC OPERATOR.
3. INSULATED OVERHEAD COILING DOOR, WITH ELECTRIC 

OPERATOR.
4. SLIDING DOOR WITH ELECTRIC OPERATOR.
5. DUTCH DOOR. LOCK TOP LEAF IN THE OPEN POSITION.
6. NOT USED.
7. INTERCOM(S) TO BE MOUNTED IN DOOR FRAME.
8. DOUBLE RABBET FRAME.
9. DOOR, FRAME AND GLAZING PROVIDED BY MODULAR 

STEEL CELL MANUFACTURER.
10. CASED OPENING.
11. DOORS DELETED UNDER ALTERNATE NO. 04
12. PADDED CELL DOOR AND FRAME.
13. FOOD PASS WITH THUMB TURN MOUNTED ON CONTROL 

ROOM SIDE.
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DOOR AND FRAME SCHEDULE - AREAS D & E

OPENING
NUMBER

DOOR FRAME

DOOR
SIGN

FIRE
RATING

HDWR
SET COMMENTS

OPENING
NUMBER

SIZE

TYPE MAT'L GLAZING TYPE MAT'L GLAZING DEPTH

DETAILS

WIDTH HEIGHT THICK HEAD JAMB SILL
E1017B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-610 J4-A,B/A-606 - - - H - - - S-08 E1017B

E1017C 4' - 0" 7' - 0" 2" A DHM-G - - - F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 H - - - S-09 7 E1017C

E1020A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1020A

E1020B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 E1020B

E1021 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1021

E1022 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1022

E1023 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1023

E1024 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1024

E1025 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1025

E1026 3' - 0" 7' - 0" 2" D1 DHM GCP-2 F-3 DHM - - - - - - - - - - - - - - - H - - - S-01A 9 E1026

E1030A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1030A

E1030B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 E1030B

E1031 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1031

E1032 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1032

E1040A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17E DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1040A

E1040B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 E1040B

E1041 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1041

E1042 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1042

E1043 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1043

E1050A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17E DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1050A

E1050B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 E1050B

E1051 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1051

E1052 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1052

E1053 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1053

E1054 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1054

E1060A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17F DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1060A

E1060B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 E1060B

E1061 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1061

E1062 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1062

E1070A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1070A

E1070B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J6-A,B/A-606 S5-B/A-606 H ST S-06 7 E1070B

E1071 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1071

E1072 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1072

E1080A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1080A

E1080B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 E1080B

E1081 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1081

E1082 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1082

E1083 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1083

E1084 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1084

E1090A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1090A

E1090B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 E1090B

E1091 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1091

E1092 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1092

E1093 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1093

E1110A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1110A

E1110B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 E1110B

E1111 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1111

E1112 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1112

E1120A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1120A

E1120B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J6-A,B/A-606 S5-B/A-606 H ST S-06 7 E1120B

E1120C 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 E1120C

E1121 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1121

E1122 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1122

E1123 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1123

E1124 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E1124

E2021 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2021

E2022 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2022

E2023 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2023

E2024 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2024

E2025 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2025

E2026 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2026

E2030 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 E2030

E2031 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2031

E2032 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2032

E2040 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 E2040

E2041 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2041

E2042 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2042

E2043 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2043

E2050 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 E2050

E2051 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2051

E2052 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2052

E2053 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2053

E2054 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2054

E2060 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 E2060

E2061 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2061

E2062 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2062

E2070 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-A/A-606 H ST S-06 7 E2070

E2071 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2071

E2072 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2072

E2080 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 E2080

E2081 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2081

E2082 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2082

E2083 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2083

E2084 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2084

E2090 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H 20 S-06 7 E2090

E2091 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2091

E2092 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2092

E2093 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2093

E2110 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 E2110

E2111 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2111

E2112 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2112

E2120 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-A/A-606 H ST S-06 7 E2120

E2121 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2121

E2122 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2122

E2123 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2123

E2124 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 E2124

DOOR AND FRAME SCHEDULE - AREAS D & E
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DETAILS

WIDTH HEIGHT THICK HEAD JAMB SILL
D0001 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-12 D0001

D0002 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-25 D0002

D1000 3' - 0" 7' - 0" 2" D1 DHM GCP-1M F-15 DHM GCP-1M 8 3/4" H1/A-607 J4-A,B, J10/A-606 S1/A-607 H - - - S-04A 7, 8, 13 D1000

D1001A 3' - 6" 7' - 0" 2" F DHM GCP-2 F-17C DHM GCP-2 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H - - - S-04A 7, 8 D1001A

D1001B 3' - 6" 7' - 0" 2" F DHM GCP-2 F-17B DHM GCP-2 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H - - - S-04A 7, 8 D1001B

D1002A 3' - 6" 7' - 0" 2" F DHM GCP-2F F-17C DHM GCP-2F 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04 7, 8 D1002A

D1002B 3' - 6" 7' - 0" 2" F DHM GCP-2F F-17C DHM GCP-2F 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7, 8 D1002B

D1003A 4' - 0" 7' - 0" 2" F DHM GCP-2F F-6 DHM GCP-2F 8 3/4" H4/A-608 J4-A,B/A-608 S3/A-608 H 45 S-05A 4, 7, 8 D1003A

D1003B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5D DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H - - - S-05 4, 7, 8 D1003B

D1004 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 9" H3/A-610 J3-A/A-610 - - - H 20 BH-43 D1004

D1005A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1005A

D1005B 3' - 0" 7' - 0" 2" A DHM - - - F-2 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - S-07 D1005B

D1005C 3' - 0" 7' - 0" 2" B DHM GCP-2F F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 D1005C

D1005D 12' - 0" 5' - 7" 3/4" OCD STL - - - - - - STL - - - - - - H1/A-610 J1/A-610 S1/A-610 H - - - - - - 3 D1005D

D1006A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1006A

D1006B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 H - - - S-06 7 D1006B

D1007 3' - 0" 7' - 0" 2" G DHM - - - F-2 DHM - - - 8 3/4" H5/A-606 J5-A/A-606 - - - H - - - S-08A 5 D1007

D1008 3' - 0" 7' - 0" 2" G DHM - - - F-2 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-08A 5 D1008

D1009 3' - 0" 7' - 0" 2" D DHM GCP-2F F-12 DHM GCP-2F 9" H3,H4/A-610 J3-A,B, J4/A-610 S3-B,S4/A-610 H 45 S-04 7 D1009

D1010 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A/A-610 - - - H 20 S-08 D1010

D1011A 4' - 0" 7' - 0" 2" F DHM GCP-2F F-6 DHM GCP-2F 8 3/4" H4/A-608 J4-A,B/A-608 S3/A-608 H 45 S-05A 4, 7, 8 D1011A

D1011B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5D DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H - - - S-05 4, 7, 8 D1011B

D1012 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5A DHM GCP-2 8 1/8" H3-A/A-608 J1-A,B/A-611 S3/A-608 H - - - S-05 4, 7 D1012

D1012A 4' - 0" 7' - 0" 2" A DHM - - - F-2 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 - - - H 20 S-07 D1012A

D1013 4' - 0" 7' - 0" 2" A DHM-G - - - F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 - - - - - - S-09 7 D1013

D1014 3' - 0" 7' - 0" 2" A DHM - - - F-2 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 - - - H 20 S-08B D1014

D1015A 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 - - - H 20 S-04 7 D1015A

D1015B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-08 D1015B

D1015C 4' - 0" 7' - 0" 2" A DHM-G - - - F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 H - - - S-09 7 D1015C

D1016A 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 D1016A

D1016B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H4/A-606 J4-A,B/A-606 - - - H - - - S-08 D1016B

D1020A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1020A

D1020B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 D1020B

D1021 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1021

D1022 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1022

D1023 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1023

D1024 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1024

D1030A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1030A

D1030B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 H ST S-06 7 D1030B

D1031 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1031

D1032 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1032

D1040A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1040A

D1040B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 D1040B

D1041 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1041

D1042 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1042

D1043 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1043

D1050A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1050A

D1050B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 D1050B

D1051 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1051

D1052 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1052

D1053 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1053

D1054 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1054

D1060A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1060A

D1060B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 D1060B

D1061 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1061

D1062 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1062

D1070A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17F DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1070A

D1070B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 H ST S-06 7 D1070B

D1071 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1071

D1072 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1072

D1080A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17E DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1080A

D1080B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 D1080B

D1081 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1081

D1082 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1082

D1083 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1083

D1084 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1084

D1090A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17E DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1090A

D1090B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 D1090B

D1091 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1091

D1092 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1092

D1093 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1093

D1110A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17D DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1110A

D1110B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 D1110B

D1111 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1111

D1112 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1112

D1120A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 D1120A

D1120B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 D1120B

D1120C 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H ST S-06 7 D1120C

D1121 3' - 0" 7' - 0" 2" D1 DHM GCP-2 F-3 DHM - - - - - - - - - - - - - - - H - - - S-01A 9 D1121

D1122 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1122

D1123 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1123

D1124 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1124

D1125 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1125

D1126 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D1126

D2021 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2021

D2022 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2022

D2023 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2023

D2024 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2024

D2030 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-A/A-606 H ST S-06 7 D2030

D2031 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2031

D2032 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2032

D2040 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 D2040

D2041 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2041

D2042 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2042

D2043 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2043

D2050 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H 20 S-06 7 D2050

D2051 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2051

D2052 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2052

D2053 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2053

D2054 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2054

D2060 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 D2060

D2061 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2061

D2062 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2062

D2070 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-A/A-606 H ST S-06 7 D2070

D2071 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2071

D2072 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2072

D2080 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 D2080

D2081 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2081

D2082 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2082

D2083 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2083

D2084 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2084

D2090 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 D2090

D2091 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2091

D2092 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2092

D2093 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2093

D2110 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 D2110

D2111 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2111

D2112 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2112

D2120 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-A/A-610 H ST S-06 7 D2120

D2121 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2121

D2122 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2122

D2123 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2123

D2124 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2124

D2125 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2125

D2126 3' - 0" 7' - 0" 2" D1 DHM LP-3 F-3 DHM - - - STL CELL - - - - - - - - - H - - - S-01A 7, 9 D2126

E0001 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-12 E0001

E0002 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - A - - - BH-25 E0002

E1001 3' - 0" 7' - 0" 2" D1 DHM GCP-1M F-15 DHM GCP-1M 8 3/4" H1/A-607 J4-A,B, J10/A-606 S1/A-607 H - - - S-04A 7, 8, 13 E1001

E1001A 3' - 6" 7' - 0" 2" F DHM GCP-2 F-17C DHM GCP-2 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H - - - S-04A 7, 8 E1001A

E1001B 3' - 6" 7' - 0" 2" F DHM GCP-2 F-17B DHM GCP-2 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H - - - S-04 7, 8 E1001B

E1002A 3' - 6" 7' - 0" 2" F DHM GCP-2F F-17C DHM GCP-2F 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7, 8 E1002A

E1002B 3' - 6" 7' - 0" 2" F DHM GCP-2F F-17C DHM GCP-2F 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7, 8 E1002B

E1003A 4' - 0" 7' - 0" 2" F DHM GCP-2F F-6 DHM GCP-2F 8 3/4" H4/A-608 J4-A,B/A-608 S3/A-608 H 45 S-05A 4, 7, 8 E1003A

E1003B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5D DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H - - - S-05 4, 7, 8 E1003B

E1004 3' - 0" 7' - 0" 2" A DHM - - - F-2 DHM - - - 9" H3/A-610 J3-A/A-610 - - - H 20 S-08 E1004

E1005 3' - 0" 7' - 0" 2" D DHM GCP-2F F-12 DHM GCP-2F 9" H3,H4/A-610 J3-A,B, J4/A-610 S3-B,S4/A-610 H 20 S-04 7 E1005

E1006 3' - 0" 7' - 0" 2" G DHM - - - F-2 DHM - - - 8 3/4" H4/A-606 J4-A/A-606 - - - H - - - S-08A 5 E1006

E1007 3' - 0" 7' - 0" 2" G DHM - - - F-2 DHM - - - 8 3/4" H5/A-606 J5-A/A-606 - - - H - - - S-08A 5 E1007

E1008A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1008A

E1008B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 H - - - S-06 7 E1008B

E1009A 3' - 6" 7' - 0" 2" F1 DHM GCP-2MF F-17A DHM GCP-2MF 8 3/4" H1/A-607 J4-A,B/A-606, J1/A-607 S1/A-607 H 45 S-04A 7 E1009A

E1009B 3' - 0" 7' - 0" 2" A DHM - - - F-2 DHM - - - 8 3/4" H4/A-606 J5-4/A-606 - - - H - - - S-07 E1009B

E1009C 3' - 0" 7' - 0" 2" B DHM GCP-2F F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 E1009C

E1009D 12' - 0" 5' - 7" 3/4" OCD STL - - - - - - STL - - - - - - H1/A-610 J1/A-610 S1/A-610 H - - - - - - 3 E1009D

E1010A 4' - 0" 7' - 0" 2" F DHM GCP-2F F-6 DHM GCP-2F 8 3/4" H4/A-608 J4-A,B/A-608 S3/A-608 H 45 S-05A 4, 7, 8 E1010A

E1010B 4' - 0" 7' - 0" 2" F DHM GCP-2 F-5D DHM GCP-2 8 1/8" H3-A/A-608 J3-B,D/A-608 S3/A-608 H - - - S-05 4, 7, 8 E1010B

E1011 3' - 0" 7' - 0" 1 3/4" A HM - - - F-2 HM - - - 9" H3/A-610 J3-A/A-610 - - - H 20 BH-43 E1011

E1012 4' - 8" 7' - 8" 2" D DHM GCP-2 F-20 DHM GCP-2 8 1/8" H3-A/A-608 J1-A,B/A-611 S3/A-608 H - - - S-04A 4, 7 E1012

E1013 4' - 8" 7' - 8" 2" A DHM-G - - - F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 - - - - - - S-09 7 E1013

E1014 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 - - - A 20 S-04 7 E1014

E1015B 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-08 E1015B

E1016A 4' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 8 3/4" H5/A-606 J5-A,B/A-606 - - - H 20 S-06 7 E1016A

E1016B 4' - 0" 7' - 0" 2" A DHM-G - - - F-3 DHM-G - - - 8 3/4" H5/A-606 J5-A,B/A-606 S5-B/A-606 H - - - S-09 7 E1016B

E1017A 3' - 0" 7' - 0" 2" A DHM - - - F-3 DHM - - - 9" H3/A-610 J3-A,B/A-610 S3-B/A-610 H 20 S-06 7 E1017A

GLAZING SCHEDULE - COMMERCIAL

IG-1 1" CLEAR INSULATING LOW-E GLAZING

IG-2 1" INSULATED SPANDREL GLASS

LG-1 LAMINATED GLASS

LG-1F LAMINATED FIRE-RATED GLASS

GLAZING SCHEDULE - DETENTION

BR-3M MIRRORED (ONE WAY) LAMINATED
BULLET-RESISTANT GLAZING

GCP-1 60 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-1F 60 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY SP029)

GCP-1M 60 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-1MF 60 MINUTE PHYSICAL ATTACK; MIRRORED, FIRE
RATED (SECURE-TEM + POLY)

GCP-2 40 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-2F 40 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

GCP-2M 40 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-2MF 40 MINUTE PHYSICAL ATTACK; MIRRORED,
FIRE-RATED (SECURE-TEM + POLY SP029)

GCP-3 20 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-3F 20 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

LP-3 CLEAR LAMINATED POLYCARBONATE

SIG-2 40 MINUTE LOW-E COATED, CLEAR INSULATING
GLASS POLYCARBONATE UNIT

STL 7 GAUGE STEEL PANEL INFILL
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GENERAL NOTES:
A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 

INFORMATION.
B. ALL HOLLOW METAL DOORS AND FRAMES ARE TO BE 

PAINTED.
C. EXTERIOR HOLLOW METAL DOORS AND FRAMES ARE TO 

BE GALVANIZED AND PAINTED.
D. ALL EXTERIOR DOORS SHALL BE INSULATED.
E. COORDINATE DOORS AND FRAMES WITH ACCESS 

CONTROL SYSTEM HARDWARE AND ELECTRICAL 
REQUIREMENTS INCLUDING ALL WIRING AND 
CONNECTIONS.

F. ALL WOOD DOORS TO BE FACTORY-FINISHED.
G. PROVIDE A ROOM IDENTIFICATION PANEL SIGN FOR EACH 

INTERIOR DOOR LOCATION OUTSIDE THE SECURE 
PERIMETER OF THE FACILITY AS SHOWN ON A-070 AND 
A-071. 

H. PROVIDE INCLUDING MALE/FEMALE/UNISEX AND ADA 
GRAPHICS WHERE APPLICABLE.  FINAL ROOM NAMES, 
ROOM NUMBERS, AND LOCATIONS TO BE DETERMINED 
PRIOR TO FABRICATION.  MOUNTING FOR PANEL SIGNS TO 
BE ON THE WALL ADJACENT TO THE DOOR 
APPROXIMATELY 48"-54" A.F.F.

I. REFER TO SECURITY ELECTRONIC DRAWINGS FOR DOOR 
CONTROLS, MONITORING AND ACCESS CONTROL.

J. OPENING WIDTH SCHEDULED FOR SLIDING DOORS IS 
CLEAR OPENING WIDTH NOT ACTUAL WIDTH OF DOOR 
LEAF. CLEAR OPENING WIDTH DOES NOT INCLUDE 
MECHANICAL RELEASE COLUMN AND RECEIVER.

DOOR AND FRAME SCHEDULE 
ABBREVIATIONS:

AL

DHM

DHM-G

HM

HM-G

OCD

SD

STL

WD

ALUMINUM

DETENTION HOLLOW METAL

DETENTION HOLLOW METAL - GALVANIZED

HOLLOW METAL

HOLLOW METAL - GALVANIZED

OVERHEAD COILING DOOR

SECTIONAL DOOR

STEEL

WOOD

DOOR AND FRAME 
SCHEDULE COMMENTS:
1. ADA DOOR OPERATOR WITH ACTUATOR CONTROLS ON 

BOTH SIDES OF THE DOOR.
2. INSULATED SECTIONAL DOOR WITH ELECTRIC OPERATOR.
3. INSULATED OVERHEAD COILING DOOR, WITH ELECTRIC 

OPERATOR.
4. SLIDING DOOR WITH ELECTRIC OPERATOR.
5. DUTCH DOOR. LOCK TOP LEAF IN THE OPEN POSITION.
6. NOT USED.
7. INTERCOM(S) TO BE MOUNTED IN DOOR FRAME.
8. DOUBLE RABBET FRAME.
9. DOOR, FRAME AND GLAZING PROVIDED BY MODULAR 

STEEL CELL MANUFACTURER.
10. CASED OPENING.
11. DOORS DELETED UNDER ALTERNATE NO. 04
12. PADDED CELL DOOR AND FRAME.
13. FOOD PASS WITH THUMB TURN MOUNTED ON CONTROL 

ROOM SIDE.

EQ. 2" EQ.

E
Q

.
2"

E
Q

.

STEEL FRAMINg

SECURTIY BARRIER AT
SKYLIGHTS SL-2

STEEL FRAMING

SECURTIY BARRIER AT SKYLIGHT SL-3

7'
 -

 0
"

7' - 0"

STEEL FRAMING

SECURTIY BARRIER AT SKYLIGHT SL-4

EQ. 2" EQ. 2" EQ.

E
Q

.
2"

E
Q

.

SECURTIY BARRIER AT
SKYLIGHTS SL-1

4'
 -

 4
"

3' - 4"

7'
 -

 4
"

3' - 4"

SECURTIY BARRIER AT
SKYLIGHTS SL-5

11
' -

 4
"

3' - 4"

E
Q

.
2"

E
Q

.

SECURTIY BARRIER AT
SKYLIGHTS SL-6

11
' -

 0
"

E
Q

.
2"

E
Q

.

EQ. 2" EQ. 2" EQ.

11' - 0"

15
' -

 0
"

15' - 0"

NOTE:  OVERALL DIMENSIONS ARE SKYLIGHT OPENINGS (V.I.F.); REF. SKYLIGHT SECTION DETAILS ON SHEET A-124.

STEEL FRAMING

HINGED PANEL
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HINGED PANEL
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STOREFRONT & CURTAIN WALL SCHEDULE

ELEVATION DEPTH MATERIAL GLAZING

DETAILS

COMMENTS ELEVATIONHEAD JAMB SILL

CW-1 6" AL IG-1 H3/A-607 J3-B/A-607 S3-A/A-607 CW-1

CW-2 6" AL IG-1 H3/A-607 J3-B/A-607 S3-A/A-607 CW-2

CW-3 7 1/2" AL IG-1 H7/A-607 J7-A,B/A-607, J3-A,B/A-611 S7/A-607 CW-3

CW-4 7 1/2" AL IG-1 H2/A-609 J8-B/A607, J2-A,B,C/A-609 S7/A-607,S2/A-609 CW-4

CW-5 7 1/2" AL IG-1 H8/A-606 J8-A,B/A-606 S2, S4/A-608 CW-5

CW-6 7 1/2" AL IG-1 H2/A-609 J8-A/A-607, J2-A/A-609 S4/A-609 CW-6

SF-1 4 1/2" AL IG-1 H4/A-606 J4-A/A-606 S4/A-606 SF-1

SF-2 4 1/2" AL IG-1 H4/A-606 J4-A/A-606 S4/A-606 SF-2

SF-3 4 1/2" AL IG-1 H4/A-606 J4-A,B/A-606 S4/A-606 SF-3

SF-4 4 1/2" AL IG-1 H4/A-606 J4-A/A-606 S4/A-606 SF-4

BORROWED LITE SCHEDULE

OPENING
NUMBER ELEVATION DEPTH MATERIAL GLAZING

DETAILS FIRE
RATING COMMENTS

OPENING
NUMBERHEAD JAMB SILL

B1010A BL-1C 8 3/4" DHM GCP-1 H1/A-607 J2/A-608 S2/A-608 - - - B1010A

B1011A BL-1C 8 3/4" DHM GCP-1 H1/A-607 J2/A-608 S2/A-608 - - - B1011A

B1012A BL-1C 8 3/4" DHM GCP-1 H1/A-607 J2/A-608 S2/A-608 - - - B1012A

B1013A BL-1D 8 3/4" DHM GCP-1 H1/A-607 J2/A-608 S2/A-608 - - - B1013A

B1016A BL-1E 8 3/4" DHM BR-3M/SP-1 H8/A-606 J8/A-606, J1/A-607 S1/A-607 - - - 8 B1016A

B1016B BL-5B 8 3/4" DHM BR-3M/SP-1 H8/A-606 J8/A-606 S1/A-607 - - - 8 B1016B

B1016C BL-4 8 3/4" DHM BR-3M/SP-1 H8/A-606 J8/A-606, J1/A-607 S1/A-607 - - - 8 B1016C

B1016D BL-5A 8 3/4" DHM GCP-1MF/STL H8/A-606 J1/A-607 S1/A-607 45 8 B1016D

B1016E BL-10 8 3/4" DHM GCP-1MF/STL H8/A-606 J1/A-607 S1/A-607 45 8 B1016E

B1035A BL-3A 8 3/4" DHM GCP-3 H1/A-607 J1/A-607 S1/A-607 - - - B1035A

B1037A BL-3A 8 3/4" DHM GCP-2M H1/A-607 J1/A-607 S1/A-607 - - - B1037A

B1064A BL-3B 8 3/4" DHM GCP-3 H1/A-607 J1/A-607 S1/A-607 - - - 8 B1064A

B1107A BL-9 8 3/4" DHM GCP-2/STL H6-A/A-608 J8/A-606 S1/A-607 - - - B1107A

B1107B BL-9 8 3/4" DHM GCP-2/STL H6-A/A-608 J8/A-606 S1/A-607 - - - B1107B

C1014C BL-6 8 3/4" DHM GCP-2 H1/A-607 J1/A-607 S1/A-607 - - - 8 C1014C

C1014D BL-6 8 3/4" DHM GCP-2 H1/A-607 J1/A-607 S1/A-607 - - - 8 C1014D

C1055A BL-3A 8 3/4" DHM GCP-3 H1/A-607 J1/A-607 S1/A-607 - - - 8 C1055A

C1062A BL-1B 8 3/4" DHM GCP-3 H1/A-607 J1/A-607 S1/A-607 - - - 8 C1062A

C1062B BL-1B 8 3/4" DHM GCP-3 H1/A-607 J1/A-607 S1/A-607 - - - 8 C1062B

C1062C BL-1B 8 3/4" DHM GCP-3 H1/A-607 J1/A-607 S1/A-607 - - - 8 C1062C

C1062D BL-3B 8 3/4" DHM GCP-3 H1/A-607 J1/A-607 S1/A-607 - - - 8 C1062D

C1065C BL-2 8 3/4" DHM GCP-2F H1/A-607 J1/A-607 S1/A-607 45 C1065C

C1065D BL-2 8 3/4" DHM GCP-2F H1/A-607 J1/A-607 S1/A-607 45 C1065D

C1073C BL-2 8 3/4" DHM GCP-2F H1/A-607 J1/A-607 S1/A-607 45 8 C1073C

C1073D BL-2 8 3/4" DHM GCP-2F H1/A-607 J1/A-607 S1/A-607 45 8 C1073D

D1000A BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 D1000A

D1000B BL-8 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 D1000B

D1000C BL-7 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 D1000C

D1000D BL-7 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 D1000D

D1000E BL-8 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 D1000E

D1000F BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 D1000F

D1000G BL-7 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 D1000G

D1000H BL-7 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 D1000H

D1000I BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 D1000I

D1000J BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 D1000J

E1000A BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 E1000A

E1000B BL-8 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 E1000B

E1000C BL-7 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 E1000C

E1000D BL-7 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 E1000D

E1000E BL-8 8 3/4" DHM GCP-2MF H1/A-607 J1/A-607 S1/A-607 45 8 E1000E

E1000F BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 E1000F

E1000G BL-7 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 E1000G

E1000H BL-7 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 E1000H

E1000I BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 E1000I

E1000J BL-8 8 3/4" DHM GCP-2M/STL H1/A-607 J1/A-607 S1/A-607 - - - 8 E1000J

STEEL CELL STL-BL DHM LP-3 - - - - - - - - - - - - 9 STEEL CELL

DETENTION WINDOW SCHEDULE

ELEVATION DEPTH MATERIAL GLAZING

DETAILS

COMMENTS ELEVATIONHEAD JAMB SILL

DW-1 8" STL SIG-2 H2/A-607 J2/A-607 S2-B/A-607 DW-1

DW-2 8" STL SIG-2 H2/A-607 J2/A-607 S2-A/A-607 DW-2

DW-3 8" STL SIG-2 H5/A-607 J5/A-607 S5/A-607 DW-3

DW-4 8" STL SIG-2 H5/A-607 J5/A-607 S5/A-607 DW-4

GLAZING SCHEDULE - COMMERCIAL

IG-1 1" CLEAR INSULATING LOW-E GLAZING

IG-2 1" INSULATED SPANDREL GLASS

LG-1 LAMINATED GLASS

LG-1F LAMINATED FIRE-RATED GLASS

GLAZING SCHEDULE - DETENTION

BR-3M MIRRORED (ONE WAY) LAMINATED
BULLET-RESISTANT GLAZING

GCP-1 60 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-1F 60 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY SP029)

GCP-1M 60 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-1MF 60 MINUTE PHYSICAL ATTACK; MIRRORED, FIRE
RATED (SECURE-TEM + POLY)

GCP-2 40 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-2F 40 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

GCP-2M 40 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-2MF 40 MINUTE PHYSICAL ATTACK; MIRRORED,
FIRE-RATED (SECURE-TEM + POLY SP029)

GCP-3 20 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-3F 20 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

LP-3 CLEAR LAMINATED POLYCARBONATE

SIG-2 40 MINUTE LOW-E COATED, CLEAR INSULATING
GLASS POLYCARBONATE UNIT

STL 7 GAUGE STEEL PANEL INFILL

SKYLIGHT SCHEDULE
NUMBER MARK LENGTH WIDTH COMMENTS

288 SL-2 8' - 0" 8' - 0"

289 SL-2 8' - 0" 8' - 0"

B1025A SL-2 8' - 0" 8' - 0"

B1025B SL-2 8' - 0" 8' - 0"

B1037A SL-6 12' - 0" 4' - 0"

B1053A SL-4 16' - 0" 16' - 0"

B1053B SL-4 16' - 0" 16' - 0"

B1053C SL-4 16' - 0" 16' - 0"

B1053D SL-5 8' - 0" 4' - 0"

B1053E SL-5 8' - 0" 4' - 0"

B1095B SL-1 5' - 0" 4' - 0"

B1095C SL-1 5' - 0" 4' - 0"

B1095D SL-1 5' - 0" 4' - 0"

B1095E SL-1 5' - 0" 4' - 0"

B1095F SL-1 5' - 0" 4' - 0"

B1095G SL-1 5' - 0" 4' - 0"

B1112C SL-1 5' - 0" 4' - 0"

B1112D SL-1 5' - 0" 4' - 0"

D1020 SL-3 12' - 0" 12' - 0"

D1030 SL-2 8' - 0" 8' - 0"

D1040 SL-3 12' - 0" 12' - 0"

D1050 SL-3 12' - 0" 12' - 0"

D1060 SL-2 8' - 0" 8' - 0"

D1080 SL-3 12' - 0" 12' - 0"

D1090 SL-3 12' - 0" 12' - 0"

D1110 SL-2 8' - 0" 8' - 0"

D1120 SL-3 12' - 0" 12' - 0"

E1020 SL-3 12' - 0" 12' - 0"

E1030 SL-2 8' - 0" 8' - 0"

E1040 SL-3 12' - 0" 12' - 0"

E1050 SL-3 12' - 0" 12' - 0"

E1070 SL-2 8' - 0" 8' - 0"

E1080 SL-3 12' - 0" 12' - 0"

E1090 SL-3 12' - 0" 12' - 0"

E1110 SL-2 8' - 0" 8' - 0"

E1120 SL-3 12' - 0" 12' - 0"

*SKYLIGHT DIMENSIONS ARE TO OUTSIDE FACE OF CURB
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GENERAL NOTES:
A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 

INFORMATION.
B. ALL HOLLOW METAL DOORS AND FRAMES ARE TO BE 

PAINTED.
C. EXTERIOR HOLLOW METAL DOORS AND FRAMES ARE TO 

BE GALVANIZED AND PAINTED.
D. ALL EXTERIOR DOORS SHALL BE INSULATED.
E. COORDINATE DOORS AND FRAMES WITH ACCESS 

CONTROL SYSTEM HARDWARE AND ELECTRICAL 
REQUIREMENTS INCLUDING ALL WIRING AND 
CONNECTIONS.

F. ALL WOOD DOORS TO BE FACTORY-FINISHED.
G. PROVIDE A ROOM IDENTIFICATION PANEL SIGN FOR EACH 

INTERIOR DOOR LOCATION OUTSIDE THE SECURE 
PERIMETER OF THE FACILITY AS SHOWN ON A-070 AND 
A-071. 

H. PROVIDE INCLUDING MALE/FEMALE/UNISEX AND ADA 
GRAPHICS WHERE APPLICABLE.  FINAL ROOM NAMES, 
ROOM NUMBERS, AND LOCATIONS TO BE DETERMINED 
PRIOR TO FABRICATION.  MOUNTING FOR PANEL SIGNS TO 
BE ON THE WALL ADJACENT TO THE DOOR 
APPROXIMATELY 48"-54" A.F.F.

I. REFER TO SECURITY ELECTRONIC DRAWINGS FOR DOOR 
CONTROLS, MONITORING AND ACCESS CONTROL.

J. OPENING WIDTH SCHEDULED FOR SLIDING DOORS IS 
CLEAR OPENING WIDTH NOT ACTUAL WIDTH OF DOOR 
LEAF. CLEAR OPENING WIDTH DOES NOT INCLUDE 
MECHANICAL RELEASE COLUMN AND RECEIVER.
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ACCESS DOOR ELEVATIONS

DOOR ELEVATIONS - 1' - 0" = 1/4"

DOOR FRAME ELEVATIONS - 1' - 0" = 1/4"

DOOR FRAME ELEVATIONS - 1' - 0" = 1/4"

SCALE:  1 1/2" = 1'-0"A-604

4 FOOD PASS DETAIL
SCALE:  3/4" = 1'-0"A-604

1 DETENTION DOOR ELEVATION
SCALE:  1 1/2" = 1'-0"A-604

2 FRAME MOUNTED INTERCOM DETAIL
SCALE:  1 1/2" = 1'-0"A-604

5 DOOR SHUTTER DETAIL

GLAZING SCHEDULE - COMMERCIAL

IG-1 1" CLEAR INSULATING LOW-E GLAZING

IG-2 1" INSULATED SPANDREL GLASS

LG-1 LAMINATED GLASS

LG-1F LAMINATED FIRE-RATED GLASS

GLAZING SCHEDULE - DETENTION

BR-3M MIRRORED (ONE WAY) LAMINATED
BULLET-RESISTANT GLAZING

GCP-1 60 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-1F 60 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY SP029)

GCP-1M 60 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-1MF 60 MINUTE PHYSICAL ATTACK; MIRRORED, FIRE
RATED (SECURE-TEM + POLY)

GCP-2 40 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-2F 40 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

GCP-2M 40 MINUTE PHYSICAL ATTACK; MIRRORED
(SECURE-TEM + POLY SP029)

GCP-2MF 40 MINUTE PHYSICAL ATTACK; MIRRORED,
FIRE-RATED (SECURE-TEM + POLY SP029)

GCP-3 20 MINUTE PHYSICAL ATTACK (SECURE-TEM + POLY
SP029)

GCP-3F 20 MINUTE PHYSICAL ATTACK, FIRE-RATED
(SECURE-TEM + POLY)

LP-3 CLEAR LAMINATED POLYCARBONATE

SIG-2 40 MINUTE LOW-E COATED, CLEAR INSULATING
GLASS POLYCARBONATE UNIT

STL 7 GAUGE STEEL PANEL INFILL

LOUVER ELEVATIONS

SCALE:  3" = 1'-0"A-604
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GENERAL NOTES:

A. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

B. ALL HOLLOW METAL DOORS AND FRAMES ARE TO BE 
PAINTED.

C. EXTERIOR HOLLOW METAL DOORS AND FRAMES ARE TO 
BE GALVANIZED AND PAINTED.

D. ALL EXTERIOR DOORS SHALL BE INSULATED.
E. COORDINATE DOORS AND FRAMES WITH ACCESS 

CONTROL SYSTEM HARDWARE AND ELECTRICAL 
REQUIREMENTS INCLUDING ALL WIRING AND 
CONNECTIONS.

F. ALL WOOD DOORS TO BE FACTORY-FINISHED.
G. PROVIDE A ROOM IDENTIFICATION PANEL SIGN FOR EACH 

INTERIOR DOOR LOCATION OUTSIDE THE SECURE 
PERIMETER OF THE FACILITY AS SHOWN ON A-070 AND 
A-071. 

H. PROVIDE INCLUDING MALE/FEMALE/UNISEX AND ADA 
GRAPHICS WHERE APPLICABLE.  FINAL ROOM NAMES, 
ROOM NUMBERS, AND LOCATIONS TO BE DETERMINED 
PRIOR TO FABRICATION.  MOUNTING FOR PANEL SIGNS TO 
BE ON THE WALL ADJACENT TO THE DOOR 
APPROXIMATELY 48"-54" A.F.F.

I. REFER TO SECURITY ELECTRONIC DRAWINGS FOR DOOR 
CONTROLS, MONITORING AND ACCESS CONTROL.

J. OPENING WIDTH SCHEDULED FOR SLIDING DOORS IS 
CLEAR OPENING WIDTH NOT ACTUAL WIDTH OF DOOR 
LEAF. CLEAR OPENING WIDTH DOES NOT INCLUDE 
MECHANICAL RELEASE COLUMN AND RECEIVER.
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7 5/8"

8 3/4"

HOLLOW METAL
FRAME (GROUTED
SOLID), REFER TO
DOOR AND FRAME
SCHEDULE

8" CMU

SEALANT, TYPICAL
5/8" TYP.

8 3/4"

7 5/8"

HOLLOW METAL
FRAME (GROUTED
SOLID), REFER TO
DOOR AND FRAME
SCHEDULE

8" CMU

SEALANT, TYPICAL

5/8" TYP.

8 3/4"

7 5/8"

HOLLOW METAL
FRAME (GROUTED
SOLID), REFER TO
DOOR AND FRAME
SCHEDULE

JOINT SEALANT AND
BACKER ROD

MASONRY LINTEL; SEE
STRUCTURAL

8" CMU

4"

6" 5/8"

5/8" SHEATHING

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

6"

1' - 5"

JOINT SEALANT AND
BACKER ROD

ARCHITECTURAL
PRECAST CONCRETE

3 3/4" 5/8"

ALUMINUM DOOR,
REFER TO DOOR AND
FRAME SCHEDULE

WOOD BLOCKING,
PRESERVATIVE
TREATED

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

1/
4"

2 
1/

2" 3/
4"

3/
4"

2 
1/

2"

5" 6" 6"

5/8"6"

5/8" SHEATHING

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

6"

5" 6" 6"

1' - 5"

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x6" THERMALLY
BROKEN)

JOINT SEALANT AND
BACKER ROD

ARCHITECTURAL
PRECAST CONCRETE

3/4" 3" 5/8"

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

2 
1/

2"

1/
4"

3/
8"

L8x6x7/16 CONT. 
STEEL LINTEL

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

STAINLESS 
STEEL PIN

1' - 4"

5/8" SHEATHING

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

4 1/2" 8 1/2"

3 5/8"
5 1/8"

5/8" 6" 5/8"

3"

JOINT SEALANT AND
BACKER ROD

ALUMINUM
STOREFRONT SYSTEM
(2"x4 1/2" THERMALLY
BROKEN)

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

MASONRY BRICK
VENEER - TYPE 2,
SOLDIER COURSE

CAVITY DRAINAGE
MATERIAL

MASONRY BRICK
VENEER - TYPE 1,
STRETCHER COURSE

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

L8x6x7/16 CONT. 
STEEL LINTEL

WEATHER BARRIER

1' - 4"

3 5/8" 5 3/4" 6" 5/8"

MASONRY BRICK
VENEER - TYPE 1,
STRETCHER COURSE

5/8" SHEATHING

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

4 1/2" 8 1/2"

ALUMINUM
STOREFRONT SYSTEM
(2"x4 1/2" THERMALLY
BROKEN)

JOINT SEALANT AND
BACKER ROD

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

3"

1' - 5"

5/8" SHEATHING

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

4 1/2"4" 8 1/2"

4 3/4" 2 1/8"

2 7/8"

5/8" 6" 5/8"

ALUMINUM
STOREFRONT SYSTEM
(2"x4 1/2" THERMALLY
BROKEN)

ARCHITECTURAL
PRECAST CONCRETE

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

SEALANT, TYPICAL

12

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

5/8" TREATED
PLYWOOD

JOINT SEALANT AND
BACKER ROD

1/2" TREATED
PLYWOOD

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

1 1/2" METAL DECK

COLD FORMED METAL
FRAMING

WOOD BLOCKING,
PRESERVATIVE
TREATED

3 5/8" METAL STUDS AT
16" O.C.

1 1/8"1' - 4 1/2"

2 
1/

2"

126' - 11"

1'
 - 

6"

4' - 4 1/8"

ALUMINUM TRIM TO
MATCH CURTAINWALL

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

WEATHER BARRIER

WEATHER BARRIERWEATHER BARRIER

CURTAIN WALL
ANCHOR

6 5/8"

SPRAY FOAM
INSULATION

WOOD BLOCKING,
PRESERVATIVE
TREATED

127' - 5"

METAL STUD FIRE
BLOCKING

7/8" METAL FURRING
AT 16" O.C.

5/8" GYPSUM
WALLBOARD

TRIM ROOF 
FASTENERS PRIOR TO 
INSTALLATION OF 5/8" 
GYPSUM BOARD

3

FIRE RESISTANT 
JOINT SEALANT

FIXED DETENTION
WINDOW, THERMALLY
BROKEN -GROUT
FILLED

2" 8" 2"

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

1' - 0"

3" 4" 5"

SEALANT, TYPICAL

M
A

X
.

5"

WOOD BLOCKING,
PRESERVATIVE
TREATED

2" 8" 2"

1' - 0"

3" 4" 5"

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

FIXED DETENTION
WINDOW, THERMALLY
BROKEN -GROUT
FILLED

SEALANT, TYPICAL
WOOD BLOCKING,
PRESERVATIVE
TREATED

1' - 0"

2" 8" 2"

FIXED DETENTION
WINDOW, THERMALLY
BROKEN -GROUT
FILLED

SEALANT, TYPICAL

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

M
A

X
.

5"

7 1/2"

7 
1/

2"

2 1/2" 7 5/8"

7 
5/

8"
2 

1/
2"

6 1/4" 2 1/4"

ALUMINUM CLOSURE BY 
CURTAINWALL 
MANUFACTURER. FINISH TO 
MATCH CURTAINWALL 
SYSTEM

1' - 4"

1' - 0"

2" 8" 2"

FIXED DETENTION
WINDOW, THERMALLY
BROKEN -GROUT
FILLED

SEALANT, TYPICAL

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

3" 4" 5"

M
IN

.

5"

WOOD BLOCKING,
PRESERVATIVE
TREATED

FIXED DETENTION
WINDOW, THERMALLY
BROKEN -GROUT
FILLED

2" 8" 2"

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

1' - 0"

3" 4" 5"

SEALANT, TYPICAL

M
IN

.

5"

MASONRY BRICK
VENEER - TYPE 4, 3/4"
THICK SOLDIER
COURSE

MASONRY BRICK
VENEER - TYPE 3, 3/4"
THICK STRETCHER
COURSE

WOOD BLOCKING,
PRESERVATIVE
TREATED

2" 8" 2"

1' - 0"

3" 4" 5"

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

FIXED DETENTION
WINDOW, THERMALLY
BROKEN -GROUT
FILLED

SEALANT, TYPICAL

MASONRY BRICK
VENEER - TYPE 4, 3/4"
THICK SOLDIER
COURSE

WOOD BLOCKING,
PRESERVATIVE
TREATED

13

7 
1/

2"

7 
1/

2"

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

9 3/8"

JOINT SEALANT AND
BACKER ROD

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

JOINT SEALANT AND
BACKER ROD

STEEL TUBE

MODULAR WALL AND
ROOF PANELS

CW-2

CW-3

8 5/8"

2 1/2" 1 3/4"

5/8" GYPSUM
WALLBOARD

C

MASONRY BRICK
VENEER - TYPE 1,
STRETCHER COURSE

3 5/8" METAL STUDS AT
16" O.C.

2 1/2" METAL STUDS AT
16" O.C.

8" CMU

5/8" SHEATHING

5/8" GYPSUM
WALLBOARD

6" COLD-FORMED
METAL STUDS

ARCHITECTURAL
PRECAST CONCRETE

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

WOOD BLOCKING,
PRESERVATIVE
TREATED

SEALANT, TYPICAL

7 
1/

2"

14

C

9 
1/

8"

SOLID SURFACE
MATERIAL
COUNTERTOP

1" 3 5/8" 2 1/8" 3" 5/8" 6" 5/8"

1' - 4" 8 3/8"

10
"

3/
8"

7 1/2"

SEALANT, TYPICAL

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

2 
1/

2"

1' - 2 3/4"

6" COLD-FORMED
METAL STUDS

FULLY ADHERED
SINGLE-PLY TPO
ROOFING SYSTEM

5/8" TREATED
PLYWOOD

WOOD BLOCKING,
PRESERVATIVE
TREATED

5/8" TREATED
PLYWOOD

C

METAL COPING

116' - 8"

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

7 1/2" 7 1/4"

2 3/8"

1 7/8"

SPRAY FOAM
INSULATION

C

1212

2 
1/

2"
5"

2 
1/

2"

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

STEEL TUBE

2 1/2"

12

C

1" 1' - 1 1/2" 7 1/2" 9"

7 1/2" 9"

4" 4"

11
 7

/8
"

7 
1/

2"

T
O

 S
T

R
.

9 
1/

8"
1'

 -
 4

 3
/8

"
1"

9 
3/

8"

7 5/8"

WALL BENEATH

PRECAST CONCRETE
PANEL - SOLID

METAL COPING

ALUMINUM
STOREFRONT SYSTEM
(2"x4 1/2" THERMALLY
BROKEN)

4"4 1/2"8 1/2"

4"
4 

1/
2"

8 
1/

2"

8 3/8"

8 
5/

8"

1' - 5"

1'
 -

 5
"

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x6" THERMALLY
BROKEN)

JOINT SEALANT AND
BACKER ROD

1' - 6"

6" 6"

SOLID SURFACE
MATERIAL
COUNTERTOP

2" RIGID EXTRUDED
POLYSTYRENE
INSULATION

CAVITY DRAINAGE
MATERIAL

6"

6" CMU, SOLID

L5x5x5/16 CONT.

THROUGH-WALL
FLASHING WITH METAL
DRIP EDGE AND
WEEPS

SEALANT, TYPICAL

6" 5/8"

6" 6"

5/8" SHEATHING

6" COLD-FORMED
METAL STUDS

5/8" GYPSUM
WALLBOARD

5"

6"

1' - 5"

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x6" THERMALLY
BROKEN) JOINT SEALANT AND

BACKER ROD

ARCHITECTURAL
PRECAST CONCRETE

3" RIGID EXTRUDED
POLYSTYRENE WALL
INSULATION

3/4" 3" 5/8"

WOOD BLOCKING,
PRESERVATIVE
TREATED

6"6"6"

1' - 6"

ALUMINUM DOOR,
REFER TO DOOR AND
FRAME SCHEDULE

ARCHITECTURAL
PRECAST CONCRETE ?

5/8" GYPSUM
WALLBOARD

6" CMU, SOLID

1' - 0"

2" 8" 2"

FIXED DETENTION
WINDOW, THERMALLY
BROKEN -GROUT
FILLED

SEALANT, TYPICAL

4" RIGID EXTRUDED
POLYSTYRENE
INSULATION

4" 4" 5"

M
IN

.

5"

WOOD BLOCKING,
PRESERVATIVE
TREATED
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SCALE:  1 1/2" = 1'-0"A-607

S1 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J1 JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

H1 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J3-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

H3 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-607

H4 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J4-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

S4 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-607

H8 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-607

H5 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J5 JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

S5 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J8-B JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

S2-B SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-607

H2 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J2 JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J7-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J7-B JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

S7 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-607

H7 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J8-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J4-B JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

S3-A SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-607

J3-B JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-607

S3-B SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-607

S2-A SILL DETAIL
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4 7/8"

3 5/8" METAL STUDS AT
16" O.C.

3 1/2" BATT
INSULATION (SOUND
ATTENUATION
BLANKET)

5/8" GYPSUM
WALLBOARD

SEALANT, TYPICAL

HOLLOW METAL
FRAME, REFER TO
DOOR AND FRAME
SCHEDULE

5/8" 3 5/8" 5/8"

1/2" TYP.

HOLLOW METAL
FRAME, REFER TO
DOOR AND FRAME
SCHEDULE

3 5/8" METAL STUDS AT
16" O.C.

5/8" GYPSUM
WALLBOARD

3 1/2" BATT
INSULATION (SOUND
ATTENUATION
BLANKET)4 7/8"

5/8" 3 5/8" 5/8"

SEALANT, TYPICAL
1/2" TYP.

5 7/8"

4 7/8"

5/8" 3 5/8" 5/8"

1/2" TYP.

HOLLOW METAL
FRAME, REFER TO
DOOR AND FRAME
SCHEDULE

SEALANT, TYPICAL

3 5/8" METAL STUDS AT
16" O.C.

3 1/2" BATT
INSULATION (SOUND
ATTENUATION
BLANKET)

5/8" GYPSUM
WALLBOARD

1' - 0" 7 5/8" 1' - 0"

HOLLOW METAL
FRAME (GROUTED
SOLID), REFER TO
DOOR AND FRAME
SCHEDULE

8" BOND BEAM

8" CMU

SEALANT, TYPICAL

STAINLESS STEEL
COUNTERTOP

2"
2"

2"

30
" 

A
.F

.F
.

2" 14 GUAGE

14 GAUGE STAINLESS 
STEEL CLOSURE

CLIP ANGLE

8" CMUSTAINLESS STEEL
COUNTERTOP

HOLLOW METAL
FRAME (GROUTED
SOLID), REFER TO
DOOR AND FRAME
SCHEDULE

JOINT SEALANT AND
BACKER ROD

8 
3/

4"

7 5/8"

7 
5/

8"

FRAME FLUSH 
WITH CMU, 
DOOR SIDE

HOOD ABOVE

7 5/8"

SCHEDULE

SEE

8"

1"
6"

RECEIVER

DHM FRAME 
GROUT SOLID

MECHANICAL 
RELEASE COLUMN C

LR
. O

P
N

G
.

FRAME FLUSH 
WITH CMU, 
DOOR SIDE

HOOD ABOVE

LOCK COLUMN

7 5/8"

2"

SCHEDULE

SEE

C
LR

. O
P

N
G

.

FRAME FLUSH 
WITH CMU, 
DOOR SIDE

HOOD ABOVE

LOCK COLUMN

7 5/8"

2"

F
R

A
M

E
 E

LE
V

A
T

IO
N

A
S

 S
H

O
W

N
 IN
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SCALE:  1 1/2" = 1'-0"A-608

H1 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J1 JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

S1 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-608

S2 JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J2 GLAZING JAMB - HM - VISITATION

SCALE:  1 1/2" = 1'-0"A-608

J3-B SLIDING DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J3-C SLIDING DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J3-D SLIDING DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

S3 SLIDING DOOR SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-608

H3-A SLIDING DOOR HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J4-A SLIDING DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J4-B SLIDING DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

H4 SLIDING DOOR HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-608

H5 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J5-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J5-B JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J3-E SLIDING DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

J4-D SLIDING DOOR JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-608

H6-A HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-608

H6-B HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-608

M6 MULLION DETAIL

SCALE:  1 1/2" = 1'-0"A-608

H3-B SLIDING DOOR HEAD DETAIL
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7 
1/

2"

5/8" GYPSUM
WALLBOARD

6" COLD-FORMED
METAL STUDS

5/8" SHEATHING

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
THERMALLY BROKEN)

JOINT SEALANT AND
BACKER ROD

2 1/2" METAL STUDS AT
16" O.C.

STEEL TUBE

SEALANT, TYPICAL

WOOD BLOCKING,
PRESERVATIVE
TREATED
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1" 3" 5/8" 6" 5/8" 1' - 1"6" 3/4"

1"
6"

3/
4"
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6"

5/
8"

11 3/8" 1/4"

5/8" GYPSUM
WALLBOARD

ARCHITECTURAL
PRECAST CONCRETE

B

5/8" TREATED
PLYWOOD

3 5/8" METAL STUDS AT
16" O.C.

9" 7 1/2"

3' - 7 1/2"

6"

1'
 -

 6
 5
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"

MODULAR WALL AND
ROOF PANELS

WOOD BLOCKING,
PRESERVATIVE
TREATED

MODULAR WALL AND
ROOF PANELS

1 1/2" METAL DECK

1 1/2" RIGID
EXTRUDED-POLY-ISO
INSULATION

4 LAYERS

ALUMINUM
CURTAINWALL SYSTEM
(2 1/2"x7 1/2"
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CURTAIN WALL
ANCHOR

2 
1/
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JOINT SEALANT AND
BACKER ROD
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3 

5/
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1 
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5/8" GYPSUM
WALLBOARD

FIRE RESISTANT 
JOINT SEALANT

3
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PRECAST CONCRETE
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JOINT SEALANT AND
BACKER ROD
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WALLBOARD
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CURTAINWALL SYSTEM
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3 5/8" 5" 3 5/8"
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SCALE:  1 1/2" = 1'-0"A-609

J3 JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-609

H2 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-609

S2 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-609

J2-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-609

J2-B JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-609

S1-B SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-609

H1 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-609

J1-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-609

J1-B JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-609

S1-A SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-609

S4 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-609

J2-C JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-609

S5 SILL DETAIL

SCALE:  1 1/2" = 1'-0"A-609

J5-A JAMB DETAIL

SCALE:  1 1/2" = 1'-0"A-609

H5 HEAD DETAIL

SCALE:  1 1/2" = 1'-0"A-609

J5-B JAMB DETAIL
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FINISH ABBREVIATIONS:

FLOORS:

AFT ATHLETIC FLOOR TILE
T TERRAZZO
CPT-1 CARPET TILE 1
CPT-2 CARPET TILE 2
SC-1 SEALED CONCRETE FLOOR, 1 - CLEAR
SC-2 SEALED CONCRETE FLOOR, 2 - COLORED FLOOR TREATMENT
PTF-1 PORCELAIN TILE FLOOR, COLOR 1 (12"x12")
PTF-2 PORCELAIN TILE FLOOR, COLOR 2 (12"x12")
PTF-3 PORCELAIN TILE FLOOR, COLOR 3
PTF-4 PORCELAIN TILE FLOOR, COLOR 4
RS RESINOUS FLOORING SYSTEM #1
VCT-1 VINYL COMPOSITION TILE 1
VCT-2 VINYL COMPOSITION TILE 2
VCT-SR STATIC RESISTANT VINYL COMPOSITION TILE
WCT WALK-OFF CARPET TILE
SP SAFETY PADDING
PFH PENETRATING FLOOR HARDNER
OG OPEN GRATE

WALL BASE:

PTB PORCELAIN TILE BASE
PTB-2 PORCELAIN TILE BASE, COLOR 2
PTB-3 PORCELAIN TILE BASE, COLOR 3
PTB-4 PORCELAIN TILE BASE, COLOR 4
QTB-1 QUARRY TILE BASE, COLOR 1
QTB-2 QUARRY TILE BASE, COLOR 2
RB RUBBER BASE
VCB    VINYL COVE BASE
SP SAFETY PADDING
CMU CONCRETE MASONRY UNIT
CMU-FG GROUND FACE CONCRETE MASONRY UNIT
CTB-1,2 CERAMIC TILE BASE (MEN'S)
CTB-3,4 CERAMIC TILE BASE (WOMEN'S)
CTB-5 CERAMIC TILE BASE (KITCHEN)
EP EPOXY PAINT
PT PAINT

WALLS:

PT PAINT, COLOR
CTW-1   CERAMIC TILE WALL
SP SAFETY PADDING
EXP EXPOSED
EP EPOXY PAINT
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ROOM FINISH SCHEDULE

ROOM

NUMBER ROOM NAME

FLOORS WALLS

REMARKSMAT. BASE

NORTH EAST SOUTH WEST

FINISH FINISH FINISH FINISH

D1120 1 - K SC-2 PT PT PT PT PT

D1121 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1122 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1123 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1124 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1125 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1126 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D2020 1 - A MEZZANINE OG - - - PT PT PT PT C15

D2030 1 - B MEZZANINE OG - - - PT PT PT PT C15

D2040 1 - C MEZZANINE OG - - - PT PT PT PT C15

D2050 1 - D MEZZANINE OG - - - PT PT PT PT C15

D2060 1 - E MEZZANINE OG - - - PT PT PT PT C15

D2070 1 - F MEZZANINE OG - - - PT PT PT PT C15

D2080 1 - G MEZZANINE OG - - - PT PT PT PT C15

D2090 1 - H MEZZANINE OG - - - PT PT PT PT C15

D2110 1 - J MEZZANINE OG - - - PT PT PT PT C15

D2120 1 - K MEZZANINE OG - - - PT PT PT PT C15

E0001 STAFF TOILET SC-1 PT PT PT PT PT

E0002 MECHANICAL SC-1 - - - EXP EXP EXP EXP

E1000 1 CONTROL VCT-SR RB PT PT PT PT

E1001A INTERLOCK RS PT PT PT PT PT

E1001B INTERLOCK RS PT PT PT PT PT

E1002A INTERLOCK RS PT PT PT PT PT

E1002B INTERLOCK RS PT PT PT PT PT

E1003 INTERLOCK RS PT PT PT PT PT

E1004 IT SC-2 PT EXP EXP EXP EXP C10

E1005 CONFERENCE ROOM RS PT PT PT PT PT

E1006 TOILET / SHOWER SC-2 PT PT PT PT PT C9

E1007 TOILET / SHOWER SC-2 PT PT PT PT PT C9

E1008 2 CLASSROOM SC-2 PT PT PT PT PT

E1009 2 INDOOR/OUTDOOR RECREATION SC-2 PT PT PT PT PT

E1009B STORAGE SC-2 PT PT PT PT PT

E1010 INTERLOCK RS PT PT PT PT PT

E1011 JANITOR SC-2 PT PT PT PT PT

E1012 SECURE CORRIDOR RS PT PT PT PT PT

E1013 INTERLOCK RS PT PT PT PT PT

E1016B STORAGE SC-2 PT PT PT PT PT

E1017 INTERLOCK SC-2 PT PT PT PT PT

E1020 2 - K SC-2 PT PT PT PT PT

E1021 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1022 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1023 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1024 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1025 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1026 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1030 2 - J SC-2 PT PT PT PT PT

E1031 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1032 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1040 2 - H SC-2 PT PT PT PT PT

E1041 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1042 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1043 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1050 2 - G SC-2 PT PT PT PT PT

E1051 CELL SC-1 PT PT PT PT PT C3, C9

E1052 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1053 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1054 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1060 2 - F SC-2 PT PT PT PT PT

E1061 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1062 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1070 2 - E SC-2 PT PT PT PT PT

E1071 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1072 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1080 2 - D SC-2 PT PT PT PT PT

E1081 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1082 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1083 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1084 CELL SC-1 PT PT PT PT PT C3, C9

E1090 2 - C SC-2 PT PT PT PT PT

E1091 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1092 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1093 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1110 2 - B SC-2 PT PT PT PT PT

E1111 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

E1112 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1120 2 - A SC-2 PT PT PT PT PT

E1121 ADA CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1122 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1123 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E1124 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

E2020 2 - K MEZZANINE OG - - - PT PT PT PT C15

E2030 2 - J MEZZANINE OG - - - PT PT PT PT C15

E2040 2 - H MEZZANINE OG - - - PT PT PT PT C15

E2050 2 - G MEZZANINE OG - - - PT PT PT PT C15

E2060 2 - F MEZZANINE OG - - - PT PT PT PT C15

E2070 2 - E MEZZANINE OG - - - PT PT PT PT C15

E2080 2 - D MEZZANINE OG - - - PT PT PT PT C15

E2090 2 - C MEZZANINE OG - - - PT PT PT PT C15

E2110 2 - B MEZZANINE OG - - - PT PT PT PT C15

E2120 2 -A MEZZANINE OG - - - PT PT PT PT C15

ROOM FINISH SCHEDULE

ROOM

NUMBER ROOM NAME

FLOORS WALLS

REMARKSMAT. BASE

NORTH EAST SOUTH WEST

FINISH FINISH FINISH FINISH

C1001 SEX OFFENDER AND EVICTION OFFICE CPT-1 RB PT PT PT PT

C1002 SEX OFFENDER REGISTRY CPT-1 RB PT PT PT PT

C1003 CORRIDOR CPT-1 RB PT PT PT PT

C1004 ELECTRICAL VCT-1 PT PT PT PT PT

C1005 JANITOR VCT-1 PT PT PT PT PT

C1006 INTERVIEW CPT-1 RB PT PT PT PT

C1007 INTERVIEW CPT-1 RB PT PT PT PT

C1008 STORAGE VCT-1 RB PT PT PT PT

C1008A LACTATION VCT-1 RB PT PT PT PT

C1009 CORRIDOR CPT-1 RB PT - - - PT PT

C1010 ADMIN SUPPORT CPT-1 RB PT PT PT PT

C1011 STORAGE CPT-1 RB PT PT PT PT

C1012 FILE STORAGE VCT-1 RB PT PT PT PT

C1013 WORK ROOM VCT-1 RB PT PT PT PT

C1014 SHARED ADMINISTRATION CPT-1 RB PT PT PT PT

C1015 CONFERENCE ROOM CPT-1 RB PT EXP PT PT

C1016 SHERIFF'S OFFICE CPT-1 RB PT PT PT PT

C1017 TOILET PTF-1 PTB PT PT PT PT C14

C1018 CHIEF DEPUTY'S OFFICE CPT-1 RB PT PT PT PT

C1019 CHIEF DEPUTY'S OFFICE CPT-1 RB PT PT PT PT

C1020 I.T. OFFICE CPT-1 RB PT PT PT PT

C1021 AGENCY CPT-1 RB PT PT PT PT

C1022 CIVIL CPT-1 RB PT PT PT PT

C1023A MAIL CPT-1 RB - - - PT - - - PT

C1023B CORRIDOR CPT-1 RB PT PT PT PT

C1023C CORRIDOR CPT-1 RB PT PT PT PT

C1024 TOILET / SHOWER A PTF-1 PTB PT CTW-1 PT PT C14

C1025 TOILET / SHOWER B PTF-1 PTB PT CTW-1 PT PT C14

C1026 TOILET / SHOWER C PTF-1 PTB PT PT PT CTW-1 C14

C1027 SQUAD ROOM CPT-1 RB PT PT PT PT

C1028 FITNESS AFT RB PT PT PT PT

C1029 TRAINING OFFICE CPT-1 RB PT PT PT PT

C1030 BREAK ROOM VCT-1 RB PT PT PT PT

C1031 CORRIDOR CPT-2 RB PT PT PT PT

C1031A ALCOVE PTF-1 PTB PT PT PT PT

C1032 MENS PTF-1 PTB CTW-1 PT CTW-1 PT

C1033 WOMENS PTF-1 PTB CTW-1 PT CTW-1 PT

C1034 TRAINING ROOM CPT-1/CPT-2 RB PT PT PT PT C12

C1035 CLOSET CPT-1 RB PT PT PT PT

C1036 VESTIBULE WCT RB PT PT PT PT C6

C1037 PASSAGE VCT-1/VCT-2 RB PT PT PT PT

C1038 ARMORY VCT-1 RB PT PT PT PT

C1039 DEF TAC STORAGE VCT-1 RB PT PT PT PT

C1040 CID WORK GROUP CPT-1 RB PT PT PT PT

C1041 CID STORAGE VCT-1 RB PT EXP PT PT

C1043 CID SUPERVISOR OFFICE CPT-1 RB PT PT PT PT

C1044 INTERLOCK RS PT PT PT PT PT

C1045 EVIDENCE PREP. VCT-1 RB PT PT PT PT

C1046 SECURITY RS PT PT PT PT PT

C1047 EVIDENCE PROCESSING VCT-1 RB PT PT PT PT

C1047C DARK ROOM LAB VCT-1 RB PT PT PT PT

C1048 EVIDENCE OFFICE CPT-1 RB PT PT PT PT

C1049 EVIDENCE STORAGE RS PT PT PT PT PT

C1050 ARMORY RS PT PT PT PT PT

C1051 DRUGS RS PT PT PT PT PT

C1052 RECEIVING SC-1 PT PT PT PT PT C10

C1052A RECEIVING SC-1 PT PT PT PT PT C10

C1052B PASSAGE SC-1 PT PT PT PT PT C10

C1053 MECHANICAL SC-1 - - - EXP EXP EXP EXP C10

C1054 ELECTRICAL SC-1 - - - EXP EXP EXP EXP C7

C1055 FACILITY OFFICE SC-1 PT PT PT PT PT

C1056 FACILITY WORKSHOP SC-1 PT PT PT PT PT

C1057 STORAGE SC-1 PT PT PT PT PT

C1059 KITCHEN RS PT PT PT PT PT C11

C1060 INMATE TOILET RS PT PT PT PT PT

C1061 STAFF TOILET RS PT PT PT PT PT

C1062 OFFICE RS PT PT PT PT PT

C1063 INTERLOCK RS PT PT EXP PT PT

C1064 DRY STORAGE RS PT PT PT PT PT

C1064A COOLER - - - - - - - - - - - - - - - - - -

C1064B FREEZER - - - - - - - - - - - - - - - - - -

C1065 LAUNDRY SC-2 PT PT PT PT PT C10

C1065B DRYER CHASE SC-1 PT PT PT PT PT C10

C1066 TRASH RS PT EP EP EP EP C13

C1067 PASSAGE VCT-1 RB PT PT PT PT

C1068 ATTORNEY CPT-1 RB PT PT PT PT

C1069 JUDGE CPT-1 RB PT PT PT PT

C1070 VIDEO ARRAIGNMENT RS PT PT PT PT PT

C1071 VIDEO ARRAIGNMENT RS PT PT PT PT PT

C1072 VIDEO ARRAIGNMENT WAITING RS PT PT PT PT PT

C1073 VIDEO ARRAIGNMENT WAITING RS PT PT PT PT PT

C1074 INMATE/ ATTORNEY CONFERENCE RS PT PT PT PT PT

C1075 INMATE/ ATTORNEY CONFERENCE RS PT PT PT PT PT

C1076 JANITOR SC-1 PT PT PT PT PT

C1077 JAIL COMMANDER VCT-1 RB PT PT PT PT

C1078 ASSISTANT JAIL COMMANDER VCT-1 RB PT PT PT PT

C1079 SECURITY SC-1 PT PT PT PT PT

C1080 MATRON VCT-1 RB PT PT PT PT

C1082 CORRIDOR VCT-1/VCT-2 RB PT PT PT PT

C1083 STORAGE VCT-1 RB PT PT PT PT

C1085 CORRIDOR VCT-1/VCT-2 RB PT PT PT PT

D0001 STAFF TOILET SC-1 RB PT PT PT EP

D0002 MECHANICAL SC-1 - - - EXP EXP EXP EXP

D1000 1 CONTROL VCT-SR RB PT PT PT PT

D1001A INTERLOCK RS PT PT PT PT PT

D1001B INTERLOCK RS PT PT PT PT PT

D1002A INTERLOCK RS PT PT PT PT PT

D1002B INTERLOCK RS PT PT PT PT PT

D1003 INTERLOCK RS PT PT PT PT PT

D1004 JANITOR SC-2 PT PT PT PT PT

D1005 1 INDOOR/OUTDOOR RECREATION SC-2 PT PT PT PT PT C4

D1005B STORAGE SC-2 PT PT PT PT PT

D1006 1 CLASSROOM SC-2 PT PT PT PT PT

D1007 TOILET / SHOWER SC-2 PT PT PT PT PT C9

D1008 TOILET / SHOWER SC-2 PT PT PT PT PT C9

D1009 CONFERENCE ROOM RS PT PT PT PT PT

D1010 IT SC-2 PT EXP EXP EXP EXP C10

D1011 INTERLOCK RS PT PT PT PT PT

D1012 SECURE CORRIDOR RS PT PT PT PT PT

D1012A STORAGE SC-2 PT PT PT PT PT

D1013 INTERLOCK RS PT PT PT PT PT

D1014 INMATE TOILET SC-2 PT PT PT PT PT

D1016 INTERLOCK SC-2 PT PT PT PT PT

D1020 1 - A SC-2 PT PT PT PT PT

D1021 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1022 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1023 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1024 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1030 1 - B SC-2 PT PT PT PT PT

D1031 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1032 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1040 1 - C SC-2 PT PT PT PT PT

D1041 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1042 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1043 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1050 1 - D SC-2 PT PT PT PT PT

D1051 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1052 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1053 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1054 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1060 1 - E SC-2 PT PT PT PT PT

D1061 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1062 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1070 1 - F SC-2 PT PT PT PT PT

D1071 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1072 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1080 1 - G SC-2 PT PT PT PT PT

D1081 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1082 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1083 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1084 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1090 1 - H SC-2 PT PT PT PT PT

D1091 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1092 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

D1093 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1110 1 - J SC-2 PT PT PT PT PT

D1111 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

D1112 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

ROOM FINISH SCHEDULE

ROOM

NUMBER ROOM NAME

FLOORS WALLS

REMARKSMAT. BASE

NORTH EAST SOUTH WEST

FINISH FINISH FINISH FINISH

A1000 VEHICLE SALLYPORT PFH PT PT PT PT PT C4

A1001 STORAGE SC-1 PT PT PT PT PT C4

A1002 EVIDENCE STORAGE SC-1 PT PT PT PT PT C4

A1003 VEHICLE EVIDENCE STORAGE PFH PT PT PT PT PT C4

A2000 OPEN STORAGE SC-1 PT PT PT PT PT C4

A2001 EVIDENCE SC-1 PT PT PT PT PT C4

B1000 VESTIBULE WCT RB PT PT PT PT C6

B1001 LOBBY T CMU-GF PT PT PT PT C10

B1002 WAITING T CMU-GF PT PT PT PT C10

B1003 VIDEO VISITATION T CMU-GF PT PT PT PT

B1004 GROUP VIDEO T CMU-GF PT PT PT PT

B1005 GROUP VIDEO T CMU-GF PT PT PT PT

B1006 GROUP VIDEO T CMU-GF PT PT PT PT

B1007 JANITOR T CMU-GF PT PT PT PT

B1008 WOMENS T CMU-GF PT CTW-1 CTW-1 PT

B1009 MENS T CMU-GF PT PT CTW-1 CTW-1

B1010 PUBLIC VISITATION T RB PT PT PT PT

B1011 PUBLIC VISITATION T RB PT PT PT PT

B1012 PUBLIC VISITATION T RB PT PT PT PT

B1013 PUBLIC VISITATION - ADA T RB PT PT PT PT

B1015 INTERLOCK RS PT PT PT PT PT

B1016 MASTER CONTROL VCT-SR RB PT PT PT PT

B1017 TOILET VCT-1 RB PT PT CTW-1 PT

B1018 ATTORNEY CONFERENCE RS PT PT PT PT PT

B1019 ATTORNEY CONFERENCE RS PT PT PT PT PT

B1020 INMATE VISITATION - ADA RS PT PT PT PT PT

B1021 INMATE VISITATION RS PT PT PT PT PT

B1022 INMATE VISITATION RS PT PT PT PT PT

B1023 INMATE VISITATION RS PT PT PT PT PT

B1024 ELECTRICAL SC-1 - - - EXP EXP EXP EXP

B1025 SECURE CORRIDOR RS PT PT PT PT PT

B1025A SECURE CORRIDOR RS PT PT PT PT PT

B1026 WOMENS RS PT PT PT PT PT

B1027 MENS RS PT PT PT PT PT

B1028 ELECTRICAL SC-1 - - - EXP EXP EXP EXP

B1029 PASSAGE RS PT PT PT PT PT

B1030 JANITOR SC-1 PT PT PT PT PT

B1031 STAFF TOILET RS PT PT PT PT PT

B1032 INMATE PROPERTY STORAGE RS PT PT PT PT PT

B1033 SEARCH TOILET SHOWER RS PT PT PT PT PT

B1034 SEARCH TOILET SHOWER RS PT PT PT PT PT

B1035 BODY SCANNER RS PT PT PT PT PT

B1037 DAYROOM RS PT PT PT PT PT

B1039 CELL ADA SC-1 - - - - - - - - - - - - - - - C3, C9

B1040 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

B1041 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

B1042 CELL SC-1 - - - - - - - - - - - - - - - C3, C9

B1043 INMATE CLOTHING RS PT PT PT PT PT

B1044 CELL ADA SC-1 - - - - - - - - - - - - - - - C3

B1045 CELL ADA SC-1 - - - - - - - - - - - - - - - C3

B1046 CELL SC-1 - - - - - - - - - - - - - - - C3

B1047 PADDED CELL SP SP SP SP SP SP C8

B1048 TOILET / SHOWER RS PT PT PT PT PT

B1049 PADDED CELL SP SP SP SP SP SP C8

B1050 PADDED CELL SP SP SP SP SP SP C8

B1051 TOILET / SHOWER RS PT PT PT PT PT

B1052 PADDED CELL SP SP SP SP SP SP C8

B1053 INTAKE CENTER RS PT PT PT PT PT

B1053A BOOKING COUNTER RS PT PT PT PT PT

B1053B MALE GROUP WAITING RS PT PT PT PT PT

B1053C MALE GROUP WAITING RS PT PT PT PT PT

B1053D GROUP WAITING RS PT PT PT PT PT

B1053E PASSAGE RS PT PT PT - - - PT

B1053F PASSAGE RS PT PT PT - - - PT

B1054 FEMALE DETOX SC-2 PT PT PT PT PT

B1055 INTERLOCK RS PT PT PT PT PT

B1056 TESTING RS PT PT PT PT PT

B1056B WELDING SC-1 PT - - - - - - PT PT

B1057 MEDICAL PRE-SCREENING RS PT PT PT PT PT

B1058 MEDICAL PRE-SCREENING RS PT PT PT PT PT

B1059 TOILET SHOWER RS PT PT PT PT PT

B1060 MAIN DATA FRAME SC-1 PT PT PT PT PT

B1061 MALE DETOX SC-2 PT PT PT PT PT

B1062 TRANSPORTATION WAITING RS PT PT PT PT PT

B1063 INTERLOCK RS PT PT PT PT PT

B1064 TRANSPORTATION OFFICE RS PT PT PT PT PT

B1065 TOILET RS PT PT PT PT PT

B1066 TOILET RS PT PT PT PT PT

B1067 INTERLOCK RS PT PT PT PT PT

B1068 CORRIDOR RS PT PT PT PT PT

B1069 CLOSET RS PT PT PT PT PT

B1070 PRETRIAL SERVICES OFFICE RS PT PT PT PT PT

B1071 PRETRIAL SERVICES OFFICE RS PT PT PT PT PT

B1072 PRETRIAL SERVICES OFFICE RS PT PT PT PT PT

B1073 PRETRIAL SERVICES OFFICE RS PT PT PT PT PT

B1074 PRETRIAL SERVICES WORKROOM RS PT PT PT PT PT

B1075 TOILET RS PT PT PT PT PT

B1076 TOILET RS PT PT PT PT PT

B1077 CELL SC-1 - - - - - - - - - - - - - - - C3

B1078 CELL SC-1 - - - - - - - - - - - - - - - C3

B1079 CELL SC-1 - - - - - - - - - - - - - - - C3

B1080 CELL SC-1 - - - - - - - - - - - - - - - C3

B1081 CELL SC-1 - - - - - - - - - - - - - - - C3

B1082 CELL SC-1 - - - - - - - - - - - - - - - C3

B1083 CELL SC-1 - - - - - - - - - - - - - - - C3

B1084 STORAGE SC-1 PT PT PT PT PT

B1085 JAIL STORAGE SC-1 PT PT PT PT PT

B1086 CELL SC-1 - - - - - - - - - - - - - - - C3

B1087 CELL SC-1 - - - - - - - - - - - - - - - C3

B1088 CELL SC-1 - - - - - - - - - - - - - - - C3

B1089 CELL SC-1 - - - - - - - - - - - - - - - C3

B1090 CELL SC-1 - - - - - - - - - - - - - - - C3

B1091 CELL SC-1 - - - - - - - - - - - - - - - C3

B1092 CELL SC-1 - - - - - - - - - - - - - - - C3

B1093 INTERLOCK RS PT PT PT PT PT

B1094 STORAGE SC-1 PT PT PT PT PT

B1095 MALE MEDICAL DAYROOM SC-2 PT PT PT PT PT

B1096 WORK STATION SC-2 PT PT PT PT PT

B1097 CELL ADA SC-1 - - - - - - - - - - - - - - - C3

B1098 CELL SC-1 - - - - - - - - - - - - - - - C3

B1099 CELL SC-1 - - - - - - - - - - - - - - - C3

B1100 CELL SC-1 - - - - - - - - - - - - - - - C3

B1101 CELL SC-1 - - - - - - - - - - - - - - - C3

B1102 CELL SC-1 - - - - - - - - - - - - - - - C3

B1103 CELL SC-1 - - - - - - - - - - - - - - - C3

B1104 CELL SC-1 - - - - - - - - - - - - - - - C3

B1105 CELL SC-1 - - - - - - - - - - - - - - - C3

B1106 CELL SC-1 - - - - - - - - - - - - - - - C3

B1107 RECREATION SC-2 - - - - - - - - - - - - - - -

B1108 JANITOR SC-2 PT PT PT PT PT

B1109 PADDED CELL SP SP SP SP SP SP C8

B1110 TOILET / SHOWER RS PT PT PT PT PT

B1111 PADDED CELL SP SP SP SP SP SP C8

B1112 FEMALE DAYROOM SC-2 PT PT PT PT PT

B1113 FEMALE TOILET SHOWER SC-2 PT PT PT PT PT

B1114 FEMALE CELL  ADA SC-1 - - - - - - - - - - - - - - - C3

B1115 FEMALE CELL SC-1 - - - - - - - - - - - - - - - C3

B1116 FEMALE CELL SC-1 - - - - - - - - - - - - - - - C3

B1117 FEMALE CELL SC-1 - - - - - - - - - - - - - - - C3

B1118 FEMALE CELL SC-1 - - - - - - - - - - - - - - - C3

B1120 TOILET SHOWER SC-2 PT PT PT PT PT

B1121 INTERLOCK SC-2 PT PT PT PT PT

B1122 MEDICAL WAITING SC-2 PT PT PT PT PT

B1123 LACTATION ROOM RS PT PT PT PT PT

B1124 NURSE SC-2 PT PT PT PT PT

B1125 STAFF TOILET RS PT PT PT PT EP

B1126 PHARMACY SC-2 PT PT PT PT PT

B1127 MEDICAL RECORDS SC-2 PT PT PT PT PT

B1128 COUNCILOR SC-2 PT PT PT PT PT

B1129 DENTAL SC-2 PT PT PT PT PT

B1130 EXAM SC-2 PT PT PT PT PT

B1131 INMATE TOILET SC-2 PT PT PT PT PT

B1132 EXAM SC-2 PT PT PT PT PT

B1133 JAIL SUPERVISORS SC-2 PT PT PT PT PT

B2000 MECHANICAL SC-1 SC-1 PT PT PT PT

B2001 SECURITY SC-1 SC-1 PT PT PT PT

B2002 ELECTRICAL SC-1 SC-1 PT PT PT PT

C1000 WAITING CPT-1 RB PT PT PT PT

GENERAL NOTES

1. INTERIOR STEEL CELLS ARE PREFINISHED INCLUDING BULKHEAD ABOVE 
SECOND FLOOR & STEEL GRATE BELOW; SEE SPECS

2. DAYROOMS: ALL GRATING SHOULD BE GALVANIZED - NO PAINT. STAIR RAILING 
AND STRINGER IS PAINTED IN FIELD.

3. DO NOT PAINT WALLS & STRUCTURE ABOVE IN CHASES D1015A, D1015B, 
D1015C, E1014A, E1014B, E1014C.

4. ALL PAINTED BASE TO BE 8" TALL

5. ALL HOLLOW METAL FRAMES SHALL BE PAINTED TO MATCH RUBBER BASE

6. REFER TO REFLECTED CEILING PLAN FOR CEILING MATERIAL AND HEIGHT.

7.       EPOXY TEXTURED FLOOR AREA OR SLIP RESISTANT TILE IN FRONT OF 
      SHOWERS APPROXIMATELY 3'-0" X 3'-0" AS SHOWN ON PLANS. SEE PLANS FOR 
      SPECIFIC TYPE.

8. PAINT STEEL CELL FRONTS (DAYROOM SIDE)

9. STEEL CELLS ON FIRST FLOOR SHALL HAVE SEALED CONCRETE (SC-1)

10. A CONCEALED CONNECTION SHALL BE UTILIZED AT ALL INTERIOR PRECAST 
WALL CONNECTIONS. (NOT REQUIRED AT EXTERIOR PERIMETER). REFER TO 
DETAIL 15/S-550.

11. OPEN GRATE AT MEZZANINE AND STAIR TREADS LEADING UP TO MEZZANINE TO 
BE GALVANIZED STEEL.  HANDRAILS, STRINGERS, FRAMING, ETC. IS TO BE 
PAINTED.

REMARKS

C1. METAL LINER PANEL FROM FLOOR TO FIRST GIRT

C2. PROVIDE 6" METAL JOISTS AT 24" O.C. ON TOP OF CMU WALL FOR APC SUPPORT

C3. PREFINISHED STEEL CELL; SEE SPECIFICATIONS

C4. OPEN TO ABOVE - PAINT 

C5. PAINT MASONRY WALLS ABOVE WALKWAY TO MATCH ROOM

C6. HOLD DOWN CLIPS FOR ACOUSTICAL PANEL CEILING

C7. X HOUR FIRE RATED CEILING. SEE THE LIFE SAFETY SHEETS

C8. SAFETY PADDING - ALL WALLS

C9. TEXTURED FLOOR AREA IN ADA SHOWERS AND IN FRONT OF ALL SHOWERS 
ARE  3'-0" X 3'-0" MINIMUM. SEE DIMENSIONS ON PLANS FOR VARIATIONS IN 
TYPICAL SIZES. REFER TO ENLARGED PLAN 6/A-472.

C10. NO CEILING - PAINT

C11. REFER TO SPEC SECTION 096723. KITCHEN C1059 FLOOR IS SLIP RESISTIVE.

C12. PAINT (FLAT BLACK) EXPOSED STRUCTURE AND INFRASTRUCTURE (INCLUDING, 
BUT NOT LIMITED TO, CONDUIT, DUCTWORK, SPRINKLER PIPING, ETC.) IN OPEN 
AREAS BETWEEN CLOUDS AND EXTEND BEYOND CEILING CLOUDS 4'-0" IN EACH 
DIRECTION.  

C13. EXTEND EPOXY FLOOR COATING UP WALL TO CEILING.

C14. FULL HEIGHT TILE ON SHOWER WALLS. REFER TO SPEC SECTION 093000.

C15. OPEN GRATE WALKWAY AND STAIR TREADS UP TO WALKWAY TO BE 
GALVANIZED STEEL.
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A.F.F.

GYP UL I501

13' - 4" A.F.F.

GYP UL I501
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A.F.F.

GYP UL I501

15' - 0" A.F.F.

GYP UL I501

15' - 0"

A.F.F.

GYP UL I501

15' - 0"

A.F.F.

GYP UL I501

15' - 0"

A.F.F.

GYP UL I501

15' - 0" A.F.F.

GYP UL I501

15' - 0"

A.F.F.

GYP UL I501

15' - 0"

A.F.F.

GYP UL I501

15' - 0"

A.F.F.

GYP UL I501

13' - 4"

A.F.F.

GYP UL I501

13' - 4"

C4-K

GENERAL NOTES:

1. REFER TO G-001 FOR ADDITIONAL GENERAL NOTES AND 
INFORMATION.

2. GYPSUM BOARD CEILINGS LOCATED IN TOILET ROOMS AND 
LOCKER ROOMS SHALL BE MOLD AND MOISTURE-RESISTANT TYPE.

3. EXPOSED STRUCTURAL STEEL, METAL DECK, AND PRE-CAST 
CONCRETE SHALL BE PAINTED.

4. EXPOSED DUCTWORK, PIPING AND CONDUIT SHALL BE PAINTED.
5. FIRE-PROTECTION SPRINKLER HEADS SHALL BE LOCATED WITHIN 

2" OF THE CENTER OF ACOUSTICAL CEILING PANELS.  
COORDINATE WITH FIRE PROTECTION SYSTEM.

6. ALL KEYNOTES INDICATE ONE GRAPHIC REPRESENTATION 
TYPICAL. CONTRACTOR SHALL USE THE GRAPHICAL 
REPRESENTATIONS FOR COUNTS AND NOT THE KEYNOTES. THE 
ABSENCE OF A KEYNOTE DOES NOT ABSOLVE THE CONTRACTOR 
FROM PROVIDING THE FEATURE GRAPHICALLY SHOWN ON THE 
DRAWINGS.

7. STEEL CELL CEILINGS ARE TO BE FACTORY FINISHED.
8. BULKHEADS ARE TO BE 2" BELOW CEILING LINE UNLESS NOTED 

OTHERWISE.

REFLECTED CEILING PLAN LEGEND

APC-3 - 24"x24" SUSPENDED ACOUSTICAL      
PANEL CEILING SYSTEM, VINYL FACED

RETURN AIR GRILLE, SEE MECHANICAL

SUPPLY AIR DIFFUSER, SEE MECHANICAL

LIGHT FIXTURE, SEE ELECTRICAL

LIGHT FIXTURE, SEE ELECTRICAL

EXHAUST GRILLE, SEE MECHANICAL

METAL SOFFIT PANEL (PRE-FINISHED)

ACCESS PANEL, COORDINATE LOCATION AND 
SIZE WITH MEP EQUIPMENT

EXPOSED

SMC-2 - 24"x24" SECURITY PANEL CEILING   
SYSTEM, PERFORATED

SMC-1 - 24"x24" SECURITY PANEL CEILING 
SYSTEM, SOLID FACE

SMC-3 - 24" SECURITY PLANK CEILING 
SYSTEM, SOLID

SMC-4 - 24" SECURITY PLANK CEILING 
SYSTEM, PERFORATED

SUSPENDED GYPSUM BOARD CEILING (PAINTED)

PRECAST HOLLOW CORE SLAB

APC-1 - 24"x24" SUSPENDED ACOUSTICAL      
PANEL CEILING SYSTEM

LIGHT FIXTURE, SEE ELECTRICAL

OCCUPANCY SENSOROC

SMOKE DETECTORS

INDICATES WALL TO DECK

SUSPENDED GYPSUM BOARD CEILING - 1 HOUR 
FIRE RATED  UL #I501
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NOTE:
ELEMENTS ON THIS DRAWING ARE
IDENTIFIED BY VARIOUS COLORS; IF THIS 
NOTE IS NOT RED, THIS DRAWING IS NOT IN 
COLOR AND NEEDS TO BE REPRINTED IN 
COLOR.
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SCALE:  1/16" = 1'-0"A-803

1 FIRST FLOOR ABOVE CEILING PLAN - OVERALL

KEYNOTES

N
O

.
R

E
V

IS
IO

N
D

A
T

E

3
A

d
d

e
n
d

u
m

 #
0

3
0

9
/2

6
/1

9

3

GYP UL I501


	A-101-B
	A-121
	A-201
	A-323
	A-328
	A-331
	A-333
	A-334
	A-335
	A-401
	A-452
	A-455
	A-601
	A-602
	A-603
	A-604
	A-605
	A-607
	A-608
	A-609
	A-620
	A-803

