
BEVELED TEGULAR 
ACOUSTICAL CEILING PANELS.

ACOUSTICAL PANEL CEILING 
SUSPENSION WIRE. DO NOT 
ATTACH TO ROOF DECK.

APC-1

SQUARE-EDGE VINYL-FACED 
ACOUSTICAL CEILING PANELS.

15/16" ACOUSTICAL PANEL 
CEILING SUSPENSION GRID 
(WHITE).

ACOUSTICAL PANEL CEILING 
SUSPENSION WIRE. DO NOT 
ATTACH TO ROOF DECK.

APC-2
2x2 Grid System

2x2 Grid System

15/16" ACOUSTICAL PANEL CEILING 
SUSPENSION GRID (WHITE).

5/8" GB TYPICAL

3 5/8" 20 GA. METAL STUD 
FRAMING @ 16" OC

CORNER BEAD FINISH, 
TYPICAL

5/8" GB

CEILING ELEVATION CALLOUTS 
ARE TO THE BOTTOM OF GB

GB-1

KICKER BRACING TO 
STRUCTURE ABOVE AT 48" O.C. 
MAX.

8" COLD-FORMED JOISTS -
GAUGE AND SPACING BY 
SUPPLIER - L/360

CORNER BEAD FINISH, 
TYPICAL

5/8" GB

CEILING ELEVATION CALLOUTS 
ARE TO THE BOTTOM OF GBGB-3

3/4" MgO SUBFLOOR / 
DECKING - HUBER EXACOR 
OR SIMILAR.
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FIRE CAULKING ALL JOINTS

PROVIDE PENETRATION FIRE STOPPING SYSTEMS 

AT ELECTRICAL ROOM ONLY. MECHANICAL AND I.T. 

ROOM LIDS ARE NOT RATED AND PENETRATIONS 

THERE ARE SEALED WITH ACOUSTICAL SEALANT.

INTERIOR WALL TYPES NOTES

REFER TO THE GENERAL NOTES ON SHEET A001 FOR ADDITIONAL REQUIREMENTS.

A. WHERE INSULATION IS PRESENT WITHIN STUD CAVITY, AT INTERIOR WALLS, AND GYPSUM BOARD IS NOT PRESENT, PROVIDE "CHICKEN WIRE" OR HARDWARE CLOTH TO SECURE INSULATION 
WITHIN THE STUD CAVITY.

B. ALL WALL TYPES ARE TYPE 'S4' UNLESS NOTED OTHERWISE. 
C. ALL GYPSUM BOARD (GB) IS 5/8-INCH TYPE X UNLESS NOTED OTHERWISE.
D. HOLD BOTTOM EDGE OF GYPSUM BOARD A MINIMUM OF 1/2-INCH ABOVE THE SLAB / SUBFLOOR. REPLACE ALL GYPSUM BOARD EXPOSED TO WATER.
E. IN A ROOM THAT DOES NOT HAVE A CEILING SYSTEM, THE GYPSUM BOARD SHALL EXTEND TO THE DECK ABOVE ON THE SIDE OF THE WALL WHERE THE CEILING IS NOT PRESENT AND PROVIDE 

ELASTOMERIC SEALANT AT JOINT.
F. AT ALL WALLS SCHEDULED TO RECEIVE CERAMIC TILE, CONTRACTOR SHALL SUBSTITUTE GLASS MAT INTERIOR GYPSUM WALLBOARD FOR THE STANDARD GYPSUM WALLBOARD IDENTIFIED IN 

THE WALL TYPES. REFER TO ROOM FINISH SCHEDULE FOR LOCATIONS OF CERAMIC TILE.
G. SEE WALL SECTIONS ON A300 SERIES SHEETS FOR EXTERIOR WALL CONSTRUCTION.
H. REFERENCE DETAILS FOR STRENGTHENED WALL BASE REQUIREMENTS AT GYPSUM BOARD WALL CONSTRUCTION AT PUBLIC AREAS.
I. PROVIDE AND INSTALL 4'-0" WIDE MOLD AND MOISTURE RESISTANT GYPSUM BOARD CENTERED BEHIND ALL PLUMBING FIXTURES AT WALLS NOT SCHEDULED TO RECEIVE CERAMIC TILE.
J. PROVIDE MOLD AND MOISTURE RESISTANT GYPSUM BOARD ON WALLS OF MECHANICAL ROOMS, ELECTRICAL CLOSETS, TOILET ROOMS, AND HOUSEKEEPING ROOMS.
K. PROVIDE MOLD AND MOISTURE RESISTANT GYPSUM BOARD BOARD ON ALL WALLS INTERSECTING EXTERIOR WALLS FOR THE FIRST 4'-0" OF THE WALL ADJACENT TO THE EXTERIOR WALL.
L. ANY PATCHING AND REPAIRING TO EXTERIOR WALL GYPSUM BOARD TO BE DONE WITH MOLD AND MOISTURE RESISTANT GYPSUM BOARD.
M. ALL PENETRATIONS OCCURRING ON INSULATIVE WALL TYPES TO BE SEALED ON BOTH SIDES OF WALLS.

CONTINUOUS DEFLECTION TRACK ANCHORED TO
EXISTING FLOOR SLAB/STRUCTURE ABOVE

ROOF/CEILING TRUSS/STRUCTURE

PROVIDE "ZIP-STRIP" TRIM AT TOP EDGE OF
GYPSUM BOARD AT FINISHED CEILINGS.

WALL BASE. REFER TO ROOM FINISH SCHEDULE

REFER TO ROOM FINISH SCHEDULE FOR FLOOR 
FINISH.

FLOOR CONSTRUCTION VARIES - SEE PLANS

CONTINUOUS METAL STUD TRACK
ANCHORED TO EXISTING FLOOR

METAL STUD FRAMING 

5/8" GYPSUM BOARD U.N.O.

1
/2

"

HEAD

PLAN

BASE

'Sx'

PARTITION WIDTH

REFER TO SCHEDULE
BELOW FOR

SOUND BATTS (SAB) AT WALLS CALLED TO BE 
INSULATIVE.  REFER TO WALL NAMING CONVENTION.

ACOUSTIC SEALANT AT INSULATIVE WALLS.

FIRE-RESISTIVE JOINT SYSTEM AS REQUIRED TO 
MAINTAING RATING INDICATED, AT JUNCTURE OF 
GYPSUM BOARD AND FLOOR/CEILING ASSEMBLY.

FIRE-RESISTIVE JOINT SYSTEM AT ALL GB 
PENETRATIONS IN RATED WALLS

CONTINUOUS FIRE-RESITIVE JOINT SYSTEM AS REQUIRED BY 
RATING INDICATED AND DECK ORIENTATION

REF. CLERESTORY PLAN FOR BRACING REQ.

12'-0" TYPICAL (2'-0" ABOVE CEILING)

CONTINUOUS SEALANT BEAD AT JUNCTURE OF
GYPSUM BOARD AND FLOOR/CEILING ASSEMBLY

WALL BASE. REFER TO ROOM FINISH SCHEDULE

REFER TO ROOM FINISH SCHEDULE 
FOR FLOOR FINISH.

FLOOR CONSTRUCTION VARIES - SEE PLANS

CONTINUOUS METAL STUD TRACK
ANCHORED TO FLOOR

METAL STUD FRAMING

5/8" GYPSUM BOARD U.N.O.

HEAD

PLAN

BASE

'Sx.1'

1
/2

"

PARTITION WIDTH

REFER TO SCHEDULE
BELOW FOR

SOUND BATTS (SAB) AT WALLS CALLED TO BE 
INSULATIVE.  REFER TO WALL NAMING 
CONVENTION.

ACOUSTIC SEALANT AT INSULATIVE WALLS.

2'-0" ABOVE CEILING (12'-0" TYP.)

WALL BASE. REFER TO ROOM FINISH 
SCHEDULE

REFER TO ROOM FINISH SCHEDULE FOR 
FLOOR FINISH.

FLOOR CONSTRUCTION 
VARIES - SEE PLANS

CONTINUOUS METAL STUD TRACK
ANCHORED TO EXISTING FLOOR

METAL STUD FRAMING.

5/8" GYPSUM BOARD U.N.O

1
/2

"

'Sx.2'

U
.N

.O
.

2
 F

E
E

T
 T

Y
P

HEAD

PLAN

BASE

PARTITION WIDTH

REFER TO SCHEDULE
BELOW FOR

SOUND BATTS (SAB) AT WALLS CALLED TO 
BE INSULATIVE.  REFER TO WALL NAMING 
CONVENTION.

ACOUSTIC SEALANT AT INSULATIVE WALLS.

2'-0" WIDE (SAB) AT INSULATIVE WALLS.

14" COLD-FORMED METAL JOIST SIFFENER

SEE CLERE STORY PLAN FOR STIFFENER& 

BRACING REQ.

WALL BASE. REFER TO ROOM FINISH 
SCHEDULE

REFER TO ROOM FINISH SCHEDULE FOR 
FLOOR FINISH.

FLOOR CONSTRUCTION VARIES -
SEE PLANS

CONTINUOUS METAL STUD TRACK
ANCHORED TO EXISTING FLOOR

METAL STUD FRAMING.

5/8" GYPSUM BOARD U.N.O

1
/2

"

'Sx.5'

REFER TO PLAN FOR HEIGHT

HEAD

PLAN

BASE

PARTITION WIDTH

REFER TO SCHEDULE
BELOW FOR

STEEL TUBE

A P C -

CEILING TYPE

GB   = GYPSUM BOARD
APC = ACOUSTICAL PANEL CEILING
DPC = DECORATIVE PANEL CEILING
DCG=  DECORATIVE CEILING GRID

CEILING TYPE MODIFIER

SEE DRAWINGS

CEILING NAMING 
CONVENTION

1

S 4. 1 A

SUBSTRATE / FRAME / 
BACKUP

S  =  STEEL STUD
W =  WOOD STUD
M =  MASONRY (CMU)
F  =  FURRING (STEEL U.N.O.)
I   =  METAL-FACED RIGID 
INSULATION
H = SHAFT WALL (STEEL U.N.O.)

NOMINAL SUBSTRATE 
WIDTH

(REFER TO WALL TYPE 
FOR SUBSTRATE WIDTH)

WALL EXTENTS MODIFIER (OPTIONAL)

(REFER TO WALL TYPES FOR ADDITIONAL 
INFORMATION)

WALL CHARACTERISTIC MODIFIER (OPTIONAL)

a  =  1 HR FIRE
b  =  2 HR FIRE
c  =  3 HR FIRE
d  =  4 HR FIRE
s  =  SMOKE RESISTIVE
i   =  INSULATIVE

WALL NAMING 
CONVENTION

A

CEILING TYPES NOTES

REFER TO THE GENERAL NOTES ON SHEET A001 FOR ADDITIONAL REQUIREMENTS.

A. REFER TO REFLECTED CEILING PLAN FOR CEILING LOCATIONS.
B. REFERENCE DIVISION 9 SECTION " ACOUSTIC PANEL CEILINGS FOR REQUIREMENTS OF 

ACOUSTIC PANEL CEILING SYSTEMS, DECORATIVE PANEL CEILING SYSTEMS, AND 
DECORATIVE CEILING GRID SYSTEMS.

C. REFERENCE DIVISION 9 SECTIONS "NON-STRUCTURAL METAL FRAMING", AND "GYPSUM 
BOARD" FOR REQUIREMENTS AT GYPSUM BOARD CEILING ASSEMBLIES

D. REFERENCE DETAILS AT BULKHEADS FOR BRACING AND STIFFENING REQUIREMENTS.

CONTINUOUS 14" COLD-FORMED METAL JOIST STIFFENER

2'-0" ABOVE CEILING

WALL BASE. REFER TO ROOM FINISH SCHEDULE

REFER TO ROOM FINISH SCHEDULE FOR 
FLOOR FINISH.

FLOOR CONSTRUCTION VARIES - SEE PLANS

CONTINUOUS METAL STUD TRACK
ANCHORED TO FLOOR

METAL STUD FRAMING. 

5/8" GYPSUM BOARD (2 LAYERS)

1
/2

"

HEAD

PLAN

BASE

'Sx.6'

16 GA. X 6" CONT. BACKING PLATE EACH SIDE

CONTINUOUS ACOUSTIC SEALANT EACH SIDE

FIRE-RESISTIVE JOINT SYSTEM AT ALL GB 
PENETRATIONS (FOR ACOUSTICS)

SOUND BATTS (SAB) AT WALLS CALLED TO BE 
INSULATIVE.  REFER TO WALL NAMING 
CONVENTION.

SEE CLERESTORY PLAN FOR STIFFENER AND 
BRACING REQUIREMENTS

6 5/8"

1/2" RESILIENT CHANNEL

36.24
B02

CABINET WIDTH CABINET DEPTH

CABINET CASEWORK 
GROUP

CABINET TYPE 
MARK

TAG (SHOWN IN ELEVATION):

CASEWORK NAMING 
CONVENTION

REFER TO A451 FOR ADDITIONAL 
CASEWORK DETAILS AND INFORMATION

REF. CLERESTORY PLAN FOR BRACING REQ.

12'-0" TYPICAL (2'-0" ABOVE CEILING)

WALL BASE. REFER TO ROOM FINISH SCHEDULE

REFER TO ROOM FINISH SCHEDULE 
FOR FLOOR FINISH.

FLOOR CONSTRUCTION VARIES - SEE PLANS

CONTINUOUS METAL STUD TRACK
ANCHORED TO FLOOR

TWO LAYERS METAL STUD 
FRAMING WITH 3/8" GAP

5/8" GYPSUM BOARD U.N.O.

HEAD

PLAN

BASE

'Sx.9'

1
/2

"

SEE SCHEDULE FOR PARTITION WIDTH

SOUND BATTS (SAB) AT WALLS CALLED TO BE 
INSULATIVE.  REFER TO WALL NAMING 
CONVENTION.

ACOUSTIC SEALANT AT INSULATIVE WALLS.

14" C JOIST STIFFENER

2
' 
T

Y
P

IC
A

L

GYPSUM WALL BOARD
(REF WALL TYPE)

RUNNER TRACK BEYOND

METAL STUDS
(REF. WALL TYPES & 
SPECIFICATIONS)

SCREWS 16" O.C.

SREWS AS REQD. PER
SPECIFICATIONS

CORNER BEAD PER 
SPECIFICATIONS

W
A

L
L

 T
Y

P
E

TRACK ANCHOR 
LOCATIONS

W
A

L
L

 T
Y

P
E

WALL TYPE

GYPSUM WALL BOARD REF. WALL TYPE

FASTENERS AS REQD. SEE 
SPECIFICATIONS.

METAL STUDS - REF. WALL TYPE AND 
SPECIFICATIONS

(2) #10-16 SCREWS 24" OC.

TRACK ANCHOR LOCATIONS (TYPICAL)

INSIDE CORNER FINISH -
REFERENCE 
SPECIFICATIONS

M
IN

.
S

P
A

C
IN

G

M
IN

. 
E

D
G

E
 

O
F

 S
L
A

B
METAL STUD - REF. 
WALL TYPE

RUNNER CHANNEL

ANCHOR CHANNEL TO 
FLOOR

(1) #10-16 SCREW @ 
EACH FLANGE

FLOOR SYSTEM VARIES -
REFER TO S-SERIES 8' x 3 3/8" x 1/2" BASE PLATE

(4) 5/8" DIA. HOLES 
11/16" FROM EDGE

3"X3"X3/16" STEEL TUBE 
WELDED TO PLATE OR 
PROPRIETARY POST

CENTER 5/8" DIA. HOLE

3"X3"X3/16" STEEL TUBE 
WELDED TO PLATE OR 
PROPRIETARY POST

BASE PLATE

KNEE WALL POST @ 
SPACING  OR 

LOCATIONS 
INDICATED

NOTCH AND ANCHOR STUDS 
TO POST W/(2) FASTENERS 16" 

OC

METAL STUDS -
REFER TO WALL 

TYPE

ELEV VIEW

RUNNER 
CHANNEL

POST

BASE 
PLATE

RUNNER 
CHANNEL

6"FULL HEIGHT TIED JAMB 
STUDS

20 GA. MIN CLIP W(2)#10-16 
SCREWS EA. LEG

ATTACH RUNNER CHANNEL 
W/(1) #10-16 SCREW EA. LEG 
@ 16" OC.

6" MIN STUD ATTACHED 
W/(4) #10-16 SCREWS

20 GA. MIN. RUNNER 
CHANNEL

CRIPPLE STUD

FULL HEIGHT JAMB STUDS
REF. TO WALL TYPE AND 

SPECIFICATIONS

6" LONG SECTION OF STUD 
ATTACHED TO JAMB W/(4) #

10-16 SCREWS

RUNNER CHANNEL (MIN 
20 GA.)

CRIPPLE STUDS

(1) #10-16 SCREW TYP. 
EA. FLANGE

TIE DOULBE STUD 
TOGETHER - SEE DETAIL THIS 

SHEET

2
4

" 
O

.C
. M

A
X

.

2 JAMB STUDS 

ATTACH JAMB MEMBERS USING 6" 
SECTION OF RUNNER CHANNEL, 

20 GA. MIN. USE (8) #10-16 
SCREWS @ LOCATIONS SHOWN
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WALL SCHEDULE
Type Width Description Fire Rating Assembly Description Type Comments

S2.1 2 1/4" 1 5/8" METAL STUD FRAMING WITH 5/8" GB ROOM SIDE ONLY NON-RATED Partitions - Drywall w/ Metal Stud

S2.2 2 7/8" 1 5/8" METAL STUD FRAMING WITH 5/8" GB EACH SIDE NON-RATED

S4 4 7/8" 3 5/8" METAL STUD FRAMING WITH 5/8" TYPE X GB BOTH SIDES, EXTENDS TO DECK OR STRUCTURE
ABOVE

NON-RATED Partitions - Drywall w/ Metal Stud

S4.1 4 1/4" 3 5/8" METAL STUD FRAMING WITH 5/8" TYPE X GB ROOM SIDE ONLY NON-RATED Partitions - Drywall w/ Metal Stud

S4.1i 4 1/4" 3 5/8" METAL STUD FRAMING WITH 5/8" TYPE X GB ROOM SIDE ONLYW/ BATT INSULATION NON-RATED

S4.2 4 7/8" 3 5/8" METAL STUD FRAMING WITH 5/8" TYPE X GB BOTH SIDES, DOES NOT EXTEND TO DEC OR
STRUCTURE ABOVE.

NON-RATED Partitions - Drywall w/ Metal Stud

S4.2i 4 7/8" S4.2 WALL TYPE WITH 3" MEDIUM DENSITY ACOUSTICAL BLANKET INSULATION NON-RATED Partitions - Drywall w/ Metal Stud

S4.5 4 7/8" 3 5/8" METAL STUD FRAMING WITH 5/8" TYPE X GB BOTH SIDES, PARTIAL HEIGHT WALL  - REFERENCE
DETAILS.

NON-RATED Partition Components - Metal
Framing

S4.6i 6 5/8" 2 LAYERS 5/8" GB EACH SIDE OF 3 5/8" METAL STUD WITH 1/2" RESILIENT CHANNEL AND BATT
INSULATION.

NON-RATED Partition Components - Metal
Framing

S4a 4 7/8" 3 5/8" METAL STUD FRAMING WITH 5/8" TYPE X GB BOTH SIDES, EXTENDS TO DECK OR STRUCTURE
ABOVE

ONE HOUR Partitions - Drywall w/ Metal Stud

S6 7 1/4" 6" METAL STUD FRAMING WITH ONE LAYER 5/8" TYPE X GB EACH SIDE, EXTENDED TO DECK OR
STRUCTURE ABOVE.

NON-RATED Partitions - Drywall w/ Metal Stud

S6.1 6 5/8" 6" METAL STUD FRAMING WITH ONE LAYER 5/8" TYPE X GB ROOM SIDE ONLY NON-RATED Partition Components - Metal
Framing

S6.2 7 1/4" 6" METAL STUD FRAMING WITH ONE LAYER 5/8" TYPE X GB EACH SIDE, EXTENDED TO DECK OR
STRUCTURE ABOVE.

NON-RATED Partition Components - Metal
Framing

S6.2i 7 1/4" 6" INSULATED METAL STUD FRAMING WITH ONE LAYER 5/8" TYPE X GB EACH SIDE, EXTENDED TO DECK
OR STRUCTURE ABOVE.

NON-RATED Partition Components - Metal
Framing

S6i 7 1/4" 6" METAL INSULATED STUD FRAMING WITH ONE LAYER 5/8" TYPE X GB EACH SIDE, EXTENDED TO DECK
OR STRUCTURE ABOVE.

NON-RATED Partitions - Drywall w/ Metal Stud

S8.9 8 7/8" 2- TYPE S4.1i WALL TYPES SPEARATED BY 3/8" NON-RATED Partitions - Drywall w/ Metal Stud 2 - TYPE S4.1i WALL TYPES
SEPARATED BY 3/8"

S12.9 1' - 1 1/4" 2- TYPE S6.1i WALL TYPES SPEARATED BY 3/8" NON-RATED Partitions - Drywall w/ Metal Stud 2 - TYPE S6.1i WALL TYPES
SEPARATED BY 3/8"

CEILING SCHEDULE
Type
Mark Description

Assembly
Description Type Comments

APC-1 2 x 2 Acoustic Panel Ceiling
System - Tegular Edge

Suspended Ceilings -
Acoustical

HOLD-DOWN CLIPS ADJACENT TO
EXTERIOR DOORS

APC-2 2 x 2 Acoustic Panel Ceiling
System - Vinyl Faced

Suspended Ceilings -
Acoustical

GB-1 Gypsum Board over Metal Stud
Framing Ceiling System

Suspended Ceilings -
Gypsum Board

REF. REFLECTED CEILING PLANS FOR PAINT
FINISH

GB-2 Gypsum Board Ceiling System Suspended Ceilings -
Gypsum Board

REF. REFLECTED CEILING PLANS FOR PAINT
FINISH

GB-3 Gypsum Board over Metal Stud
Framing Ceiling System

Suspended Ceilings -
Gypsum Board

REF. REFLECTED CEILING PLANS FOR PAINT
FINISH

PMP-1 2 x 2 Acoustic Panel Ceiling
System - Vinyl Faced

Suspended Ceilings -
Acoustical

KRA KIRBYRIB ACOUSTICAL PANEL, KIRBY
BUILDING SYSTEMS

W
A

L
L WIDTH

FIRE RATING
UL

LISTING STC STC TESTPART CORE
S4 4 7/8" 3 5/8" NON-RATED N/A 36 TL13-190

S4a 4 7/8" 3 5/8" ONE HOUR UL U465 36 TL13-190

S6 7 1/4" 6" NON-RATED N/A 36 TL13-190

S6i 7 1/4" 6" NON-RATED N/A 40 NGC 2013022

W
A

L
L WIDTH

FIRE RATING
UL

LISTING STC STC TESTPART CORE
S2.1 2 1/4" 1 5/8" NON-RATED N/A 27 NRC #66 1968

S4.1 4 1/4" 3 5/8" NON-RATED N/A 27 NRC #66 1968

S4.1i 4 1/4" 3 5/8" NON-RATED N/A 34 NGC 2013012

S6.1 6 5/8" 6" NON-RATED N/A 27 NRC #66 1968

W
A

L
L WIDTH

FIRE RATING
UL

LISTING STC STC TESTPART CORE
S2.2 2 7/8" 1 5/8" NON-RATED N/A 37 KG-23 1963

S4.2 4 7/8" 3 5/8" NON-RATED N/A 36 TL13-190

S4.2i 4 7/8" 3 5/8" NON-RATED N/A 40 NGC 2013004

S6.2 7 1/4" 6" NON-RATED N/A 36 TL13-190

S6.2i 7 1/4" 6" NON-RATED N/A 40 NGC 2013004

W
A

L
L WIDTH

FIRE RATING
UL

LISTING STC STC TESTPART CORE
S4.5 4 7/8" 3 5/8" NON-RATED N/A N/A N/A

W
A

L
L WIDTH

FIRE RATING
UL

LISTING STC STC TESTPART CORE
S4.6i 6 5/8" 3 5/8" NON-RATED N/A 61 TL13-181

W
A

L
L WIDTH

FIRE RATING
UL

LISTING STC STC TESTPART CORE
S8.9 8 7/8" 7 5/8" NON-RATED N/A 36 TL13-190

S12.9 1' - 1 1/4" 7 5/8" NON-RATED N/A 36 TL13-190

FRAME INTERIOR - CORNER FRAME INTERIOR - INTERSECTION

FRAME EXTERIOR - STUD TO TRACK FRAME INTERIOR - KNEE WALL POSTFRAME INTERIOR - OPENING SILL

FRAME INTERIOR - LAY-IN HEADER

FRAME INTERIOR - TIED JAMB STUDS
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A. ALL FLOOR PLAN DIMENSIONS SHOWN ON THE NEW FLOOR PLANS ARE FROM FACE OF 
STUD OR FACE OF MASONRY. WHERE NOTED OTHERWISE BY THE DESIGNATIONS "CLR", 
"CLEAR", OR "MIN.", DIMENSIONS ARE FROM FINISHED OR EXPOSED FACE OF WALL. 

B. WALLS NOT TAGGED ARE TYPE S4.2. WALLS MAY EXTEND TO STRUCTURE WITH GYPSUM 
BOARD EXTENDING 12" ABOVE ADJACENT CEILINGS OR TERMINATE 12" ABOVE ADJACENT 
CEILINGS WITH KICKER OR OTHER BRACING TO STRUCTURE.

C. ALL NEW HOLLOW METAL (HM). DOOR FRAMES ARE LOCATED 4" FROM THE ADJACENT 
WALL FACE (TO OUTER EDGE OF FRAME) UNLESS DIMENSIONED OR DETAILED 
OTHERWISE.

D. WHERE CALLOUTS ARE SHOWN, REFERENCE VIEWS INDICATED FOR DIMENSIONS AND 
MATERIALS.

E. REFERENCE WALL TYPES ON SHEET A010 FOR MATERIALS AND DIMENSIONS OF INTERIOR 
WALLS.

F. REFERENCE FRAME ELEVATIONS FOR DIMENSIONS OF FRAME ASSEMBLIES FOR 
STOREFRONTS AND CURTAINWALLS.

G. REFERENCE DOOR SCHEDULE FOR DOOR SIZES.
H. WHERE WALLS ARE ADJACENT TO OR TERMINATE AT THE INSIDE OF STEEL GIRTS OF THE 

EXTERIOR WALLS, ATTACH FRAMING TO GIRTS. 
I. AT S2.1 WALLS, ATTACH INTERIOR METAL STUD FRAMING TO GIRTS. 
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1/8" = 1'-0" REF:  5E / A121

DIMENSION PLAN1

PLAN NOTES - DIMENSION PLAN
1 CENTER FRAME / DOOR IN WALL / ROOM

2 CENTER FRAME/DOOR ON PASSAGE 005

3 FIRE EXTINGUISHER CABINET

4 FILE NICHE. SEE A 121 FOR ENLARGED PLAN AND DETAILS.

5 PLACE WALL FRAMING 1" FROM ENGINEERED METAL BUILDING CROSS BRACING

6 POSITION EACH WALL  SUCH THAT ENGINEERED METAL BUILDING COLUMN IS ENCLOSED WITHIN
GYPSUM BOARD.

7 ENGINEERED METAL BUILDING CROSS BRACING THIS LOCATION

8 CONTROL JOINT

9 CAULK CHANNEL TEAR AWAY BEAD AT METAL BUIDLING FRAME. SEALANT TO MATCH FRAME
COLOR.

10 PROVIDE 20 GA. SHEET METALB ACKING PLATE TO 12" AFF FOR STORAGE CART PROTECTION AT
ALL WALLS THIS ROOM.

11 TERMINATE WALL AT FIRST PEMB GIRT ABOVE 10'-0".

12 MAINTAIN 1-HR FIRE RESISTIVE CONSTRUCTION TO PEMB SHEET METAL SURFACE. PROVIDE
FIRE-CAULKING AT JOINT BETWEEN WALL END AND SHEET METAL.

13 WALL CONSTRUCTION TERMINATES AT HARD LID ABOVE. REFERENCE REFLECTED CEILING PLAN
AND CLERESTORY BRACING PLAN.

14 PERMANENTLY LABEL ALL RATED WALLS CONCATINING PENETRATION FIRESTOPPING SYSTEMS
AS FOLLOWS: "FIRE AND/OR SMOKE BARRIER - PROTECT ALL OPENINGS," using lettering not less than
3 inches high and with minimum 0.375-inchx strokes.

15 PROVIDE ACOUSTIC SEALANT AT ALL PENETRATIONS OF WALLS OR CEILING BY PIPING, CONDUITS,
DUCTS, OR OTHER ITEMS.

16 PROVIDE BLOCKING THIS WALL FROM 8'-0" TO 10'-0" FOR OWNER PROVIDED FURNISHINGS AND
DECOR.

1/4" = 1'-0" REF:  1 / A111

ENLARGED PLAN2D1/4" = 1'-0" REF:  1 / A111

ENLARGED PLAN3D1/4" = 1'-0" REF:  1 / A111

EP_WARMING KITCHEN5D

1 01.07.2022 Addendum 1: Bid Set
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A. REFERENCE SHEET A010 FOR INTERIOR WALL TYPES INDICATED BY WALL TYPE 
TAGS.

B. REFERENCE SHEET A011 FOR EXTERIOR WALL TYPES INDICATED BY WALL TYPE 
TAGS.

C. REFERENCE SHEET A110 SERIES FOR DIMENSION PLANS. 
D. SEE SHEET A### "INTERIOR FINISH LEGEND" AND ROOM FINISH SCHEDULE FOR 

FOR FINISHES SUCH AS FLOORING, PAINT OR COVERINGS APPLIED TO WALL AND 
FLOOR CONSTRUCTION.

GENERAL NOTES: ARCHITECTURAL PLANS
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1/8" = 1'-0" REF:  5E / A121

FLOOR PLAN - FIRST  FLOOR

1A

PLAN NOTES - FLOOR PLAN

1 EXPOSED STRUCTURAL STEEL COLUMN. PAINT P-2.

2 EXPOSED STRUCTURAL STEEL FRAME. PAINT P-2.

3 SALVAGED AND REINSTALLED MEMORIAL DISPLAY CASE. REF. E-SERIES FOR POWER AND
SWITCHING REQUIREMENTS.

4 PASS WINDOW - REF. SPECIFICATIONS.

5 DEAL TRAY - REF. EQUIPMENT PLAN

6 BLOCKING IN WALL FOR WALL-HUNG SYSTEM FURNITURE

7 ENVELOPE DROP

8 BLOCKING IN WALL FOR WALL-HUNG COAT HOOKS

1/4" = 1'-0" REF:  1A / A121

ENLARGED PLAN - FILE NICHE

5D

3/8" = 1'-0" REF:  5D / A121

FILE NICHE SECTION

5E

1 01.07.2022 Addendum 1: Bid Set
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SCHEDULE NOTES: (E) EQUIPMENT

A. EQUIPMENT OCCURING IN THIS SCHEDULE IS INCLUDED IN THE PROJECT. THE 
RESPONSIBILITY TO ROUGH IN, FURNISH, AND OR INSTALL, IS IDENTIFIED TO THE 
GREATEST EXTENT POSSIBLE BY THE ARCHITECT TOGETHER WITH THE OWNER AND THE 
GENERAL CONTRACTOR FOR THE PURPOSES OF ACCOMPLISHING THE WORK. 

B. DEFINITIONS:
a. FURNISH: PURCHASE, STORE, DELEIVER TO THE SITE READY FOR INSTALLATION.
b. INSTALL: 
c. PROVIDE: FURNISH AND INSTALL

C. (CFCI) CONTRACTOR FURNISHED, CONTRACTOR INSTALLED MEANS ALL SCOPE TO 
PROVIDE THE SUCESSFUL OPERATION OF THE ITEM INDICATED IS INCLUDED IN THE 
CONTRACT FOR CONSTRUCTION.

D. (OFCI) OWNER FURNISHED, CONTRACTOR INSTALLED MEANS THE OWNER OR OWNER'S 
SUPPLIER WILL DELIVER THE ITEM INDICATED TO THE PROJECT AT THE APPROPRIATE 
TIME, READY FOR INSTALLATION BY THE CONTRACTOR. THE CONTRACTOR SHALL 
PROVIDE ALL ROUGH IN, BLOCKING, AND OTHER REQUIREMENTS OF THE ITEM FOR IT'S 
SUCCESSFUL INTENDED OPERATION. THE CONTRACTOR SHALL NOTIFY THE OWNER AT 
THE EARLIEST POSSIBLE TIME WHEN THE ITEMS TO BE FURNISHED ARE SCHEDULED TO 
BE INSTALLED.

E. (OFOI) OWNER FURNISHED, OWNER INSTALLED MEANS THE OWNER WILL PROVIDE THE 
ITEM INDICATED. THE CONTRACTOR PROVIDES ALL BLOCKING, ROUGH-IN, CABLING, 
POWER, ETC. AS INDICATED ELSWHERE IN THE DOCUMENTS. CONTRACTOR SHALL NOTIFY 
THE OWNER WHEN ITEMS ARE ABLE TO BE PROVIDED.

F. (VFVI) VENDOR FURNISHED VENDOR INSTALLED MEANS THE OWNER'S VENDOR WILL 
PROVIDE THE ITEM INDICATED. CONTRACTOR PROVIDES ALL BLOCKING, ROUGH-IN, 
CABLING, POWER, ETC. AS INDICATED ELSWHERE IN THE DOCUMENTS. THE CONTRACTOR 
SHALL NOTIFY THE OWNER AT THE EARLIEST POSSIBLE TIME WHEN THE ITEMS TO BE 
PROVIDE ARE SCHEDULED TO BE INSTALLED.

SCHEDULE NOTES: (S) SIGNAGE SCHEDULE

A. SIGNAGE APPEARING IN THIS SCHEDULE IS INCLUDED IN THE PROJECT UNLESS NOTED 
OTHERWISE..

B. REFERENCE INTERIOR AND EXTERIOR FLOOR PLANS AND ELEVATIONS FOR SIGNAGE 
INCLUDED IN THIS SCHEDULE.
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(E) EQUIPMENT SCHEDULE
# DESCRIPTION RESPONSIBILITY MANUFACTURER NOTE

518 CONFERENCE TABLE - 192" X 48" 500 - FURNITURE (OFOI) Herman Miller, Inc.

520 DINING TABLE 36" X 36" 500 - FURNITURE (OFOI) Herman Miller, Inc.

521 STACKING CHAIR 500 - FURNITURE (OFOI) The HON Company

522 FOLDING STACKABLE SEMINAR TABLE - 18" X 60" 500 - FURNITURE (OFOI) KI, Inc.

530 CONFERENCE TABLE 72" X 36" 500 - FURNITURE (OFOI) Herman Miller, Inc.

532 TRAINING TABLE - 18" X 60" 500 - FURNITURE (OFOI)

550 Concinnity Double Pedestal Desk Rectangle Top 72" W x 36" D x 29 1∕2" H,
Breakfront Frosted Modesty Panel

500 - FURNITURE (OFOI) The HON Company

551 Concinnity Wardrobe/Bookcase Laminate Doors 36" W x 24" D x 78 1/8"H 500 - FURNITURE (OFOI) The HON Company

552 Concinnity Wardrobe/Storage Cabinet Laminate Doors Hinged Right 18" W x
24" D x 78 1/8"H

500 - FURNITURE (OFOI) The HON Company

553 Concinnity Bookcase Hutch No Doors 36" W x 14 1∕4" D x 48 5∕8" H 500 - FURNITURE (OFOI) The HON Company

554 Concinnity Wall Mount Storage Frosted Doors with Silver Frame 36′′W x 15′′D
x 28 1/2′′H - 2 doors, 1 compartments

500 - FURNITURE (OFOI) The HON Company

555 Concinnity Credenza with Lateral File 72" W x 24" D x 29 1∕2" H, Right 500 - FURNITURE (OFOI) The HON Company

556 Concinnity Bookcase with Adjustable Shelves 30" W x 14 1∕4" D x 52 3/4" H
4-Shelf

500 - FURNITURE (OFOI) The HON Company

557 HON - 10500 Series - Single Pedestal Desk - 72"W x 36"D x 29 1∕2"H,
Rectangle Top, Right

500 - FURNITURE (OFOI) The HON Company

558 HON - 10500 Series - Return - File/File - Left - 48"W x 24"D x 29 1∕2"H 500 - FURNITURE (OFOI) The HON Company

559 HON - 10500 Series - Wall Mounted Storage Cabinet - 48′′W x 14 5∕8′′D x 18
1∕2′′H, 2 doors

500 - FURNITURE (OFOI) The HON Company

560 HON - 10500 Series - Single Pedestal Desk - 72"W x 36"D x 29 1∕2"H,
Rectangle Top, Left

500 - FURNITURE (OFOI) The HON Company

561 HON - 10500 Series - Bridge (Single Ped. Desk, Desk Shell, or Peninsula, to
Corner Unit, Single Ped. Credenza or Credenza Shell) - 47′′W x 24′′D x 29
1∕2′′H (Clear inside depth = 21 7∕8′′D)

500 - FURNITURE (OFOI) The HON Company

562 HON - 10500 Series - Credenza with 36′′ Lateral (with core removable lock) -
72′′W x 24′′D x 29 1∕2′′H, Left

500 - FURNITURE (OFOI) The HON Company

563 HON - 10500 Series - Credenza with two Lateral Files (4 locking drawers.
Each core removable lock secures 2 drawers) - 72"W x 24"D x 29 1∕2"H

500 - FURNITURE (OFOI) The HON Company

564 HON - 10500 Series - Credenza with 36′′ Lateral (with core removable lock) -
72′′W x 24′′D x 29 1∕2′′H, Right

500 - FURNITURE (OFOI) The HON Company

565 HON - 10500 Series - Wall Mounted Storage Cabinet, Frosted Doors with
Silver Frame - 36′′W x 14 5∕8′′D x 17 1∕2′′H, 2 doors

500 - FURNITURE (OFOI) The HON Company

566 Concinnity Lateral File 2-Drawer 36" W x 24" D x 29 1∕2"H 500 - FURNITURE (OFOI) The HON Company

570A FIRE SAFE LATERAL FILE - 4 DRAWER 500 - FURNITURE (OFOI) Steelcase EXISTING

570B FIRE SAFE LATERAL FILE - 4 DRAWER 500 - FURNITURE (OFOI) Steelcase EXISTING

571 VERTICAL FILE -  4 DRAWER; LETTER 500 - FURNITURE (OFOI) The HON Company

573 VERTICAL FILE -  4 DRAWER; LETTER - EXISTING 500 - FURNITURE (OFOI) The HON Company

574 VERTICAL FILE -  4 DRAWER; LEGAL - EXISTING 500 - FURNITURE (OFOI) The HON Company

575 TALL METAL STORAGE CABINET - EXISTING 500 - FURNITURE (OFOI) The HON Company

576 LATERAL FILE - 2 DRAWER 500 - FURNITURE (OFOI) Steelcase

577 FIRE SAFE VERTICAL FILE -  4 DRAWER - LETTER 500 - FURNITURE (OFOI) The HON Company FIREKING 4-1825-C

580 WIRE SHELVING UNIT - FOOD SERVICE 500 - FURNITURE (OFOI)

581 METAL SHELVING UNIT - HEAVY DUTY 500 - FURNITURE (OFOI)

590 WASTE BASKET - LARGE 500 - FURNITURE (OFOI)

600 - ARTWORK (VFVI)

601 ARTWORK - 36X36 600 - ARTWORK (VFVI) VFVI

602 ARTWORK -24x24 600 - ARTWORK (VFVI) OFOI

603 ARTWORK - 44X60 600 - ARTWORK (VFVI) VFVI

610 FLAG CASE 600 - ARTWORK (VFVI) EXISTING FLAG TO BE RE-CASED AND INSTALLED BY
VENDOR

900 - SECURITY (CRVI)

900 CREDENTIAL READER - ACCESS CONTROL 900 - SECURITY (CRVI) CONTRACTOR ROUGH IN, REF. E-SERIES

988 Roughneck Pro V2000D Series Dome Cameras - 2 MP 900 - SECURITY (CRVI) Vicon Industries CONTRACTOR ROUGH IN, REF. E-SERIES

989 Roughneck Pro V2000D Series Dome Cameras - 8 MP 900 - SECURITY (CRVI) Vicon Industries CONTRACTOR ROUGH IN, REF. E-SERIES

990 Roughneck Pro V2000D Series Dome Cameras - 2 MP 900 - SECURITY (CRVI) Vicon Industries CONTRACTOR ROUGH IN, REF. E-SERIES

996 Security Alarm Panel 900 - SECURITY (CRVI) FINAL LOCATION BY VENDOR

(E) EQUIPMENT SCHEDULE
# DESCRIPTION RESPONSIBILITY MANUFACTURER NOTE

564 HON - 10500 Series - Small Office Desk - 48"W x 30"D x 29 1∕2"H, 3/4
Pedestal, Right box/file

The HON Company

Z

100 - EQUIPMENT (CFCI)

100 FIRE EXTINGUISHER CABINET & EXTINGUISHER 100 - EQUIPMENT (CFCI) Activar Construction Products Group Clear-Vue Series Model 2517,White, 10 lb ABC Extinguisher

110 KnoxBox Model 3200 (Recess-Mounted) 100 - EQUIPMENT (CFCI) Knox Confirm location w/Local Fire Department

115 18" DEAL TRAY CRL #T18SS 100 - EQUIPMENT (CFCI) C.R. LAURENCE CO. INC. Wide x 14-1/8" Deep x 2-3/8" High Brushed Stainless Drop-In
Deal Tray

120 MATERIAL NIGHT DROP MODEL MDU PART ID#0112 100 - EQUIPMENT (CFCI) Covenant Security Equipment Model MDU

130 DOUBLE COAT HOOK, MOUNTED AT 60" A.F.F. 100 - EQUIPMENT (CFCI) HEWI B.O.D. , Model 801.90B040, Color 92; Provide Blocking in
wall.

150 60" SMART TV / VIDEO MONITOR & MOUNTING BRACKET 100 - EQUIPMENT (CFCI) TBD REF. E-SERIES

151 65" SMART TV / VIDEO MONITOR & MOUNTING BRACKET 100 - EQUIPMENT (CFCI) TBD REF. E-SERIES

152 80" SMART TV / VIDEO MONITOR & MOUNTING BRACKET 100 - EQUIPMENT (CFCI) TBD REF. E-SERIES

153 85" SMART TV / VIDEO MONITOR & MOUNTING BRACKET 100 - EQUIPMENT (CFCI) TBD REF. E-SERIES

154 80" INTERACTIVE VIDEO DISPLAY "SMART BOARD" 100 - EQUIPMENT (CFCI) TBD REF. E-SERIES

160 Motorized Shade 100 - EQUIPMENT (CFCI) Draper Inc. MOTORIZED - REF. E-SERIES

161 Motorized Shade 100 - EQUIPMENT (CFCI) Draper Inc. MOTORIZED - REF. E-SERIES

162 Motorized Shade 100 - EQUIPMENT (CFCI) Draper Inc. MOTORIZED - REF. E-SERIES

163 Bead Chain Clutch Window Shade 100 - EQUIPMENT (CFCI) Draper Inc. MANUAL

200 - EQUIPMENT (OFCI)

201 TRUE T-72-HC REFRIGERATOR 3 DOOR 65 CU FT - COMMERCIAL 200 - EQUIPMENT (OFCI) TBD

202 STAINLESS STEEL COMMERCIAL KITCHEN WORK TABLE 200 - EQUIPMENT (OFCI) TBD

217 RANGE HOOD 200 - EQUIPMENT (OFCI) Frigidaire Charcoal Filter

221 REFRIGERATOR FRENCH DOOR - DOMESTIC 200 - EQUIPMENT (OFCI) Frigidaire R.O. WATER CONNECTION

222 UNDER COUNTER DISHWASHER - DOMESTIC 200 - EQUIPMENT (OFCI) Frigidaire

223 COUNTERTOP MICROWAVE OVEN - DOMESTIC 200 - EQUIPMENT (OFCI) Frigidaire

224 COUNTERTOP COFFEE MAKER 200 - EQUIPMENT (OFCI) Bunn R.O. WATER CONNECTION

225 SLIDE-IN ELECTRIC RANGE 200 - EQUIPMENT (OFCI) Frigidaire B.O.D. WHIRLPOOL SLIDE-IN ELECTRIC RANGE,
STAINLESS STEEL, # WEE510SAGS, ADA COMPLIANT

226 UNDERCOUNTER 24" Wide All-Refrigerator, ADA Compliant 200 - EQUIPMENT (OFCI) Accucold B.O.D. Summit SKU FF7BKSSHVADA

300 - IT EQUIPMENT (OFOI)

301 COMPUTER DESKTOP WORK STATION 300 - IT EQUIPMENT (OFOI) TBD AIS

302 EXTRA COMPUTER MONITOR 300 - IT EQUIPMENT (OFOI) TBD AIS

304 LAPTOP COMPUTER 300 - IT EQUIPMENT (OFOI) TBD AIS

305 DESKTOP PRINTER 300 - IT EQUIPMENT (OFOI) TBD AIS

307 TELEPHONE, DESK 300 - IT EQUIPMENT (OFOI) TBD AIS

311 POINT OF SALE CARD PAYMENT SYSTEM 300 - IT EQUIPMENT (OFOI) TBD AIS

321 DESK TOP RECEIPT PRINTER 300 - IT EQUIPMENT (OFOI) TBD AIS

400 - OFFICE EQUIPMENT (OFOI)

401 FOLDING MACHINE 400 - OFFICE EQUIPMENT (OFOI) LOCAL 120 EXISTING, PROVIDED BY OWNER

402 POSTAGE METER 400 - OFFICE EQUIPMENT (OFOI) LOCAL 120 EXISTING, PROVIDED BY OWNER

403 MULTIFUNCTION COPIER PRINTER FAX 400 - OFFICE EQUIPMENT (OFOI) LOCAL 120 TBD

404 SHRED-IT BIN (31 GAL.) 400 - OFFICE EQUIPMENT (OFOI) LOCAL 120 TBD

405 UNDERCOUNTER REFRIGERATOR-EXISTING 400 - OFFICE EQUIPMENT (OFOI) LOCAL 120 TBD

406 TACK BOARD 400 - OFFICE EQUIPMENT (OFOI) Egan Visual TBD

500 - FURNITURE (OFOI)

501 ARMLESS TASK STOOL 500 - FURNITURE (OFOI) Haworth

502 ARMLESS TASK CHAIR 500 - FURNITURE (OFOI) Haworth

503 OFFICE SIDE CHAIR 500 - FURNITURE (OFOI)

504 ARMLESS SIDE CHAIR 500 - FURNITURE (OFOI) Steelcase

505 TASK CHAIR 500 - FURNITURE (OFOI) Haworth

506 CONFERENCE CHAIR 500 - FURNITURE (OFOI) The HON Company

507 CONFERENCE TABLE - 60" X 30" 500 - FURNITURE (OFOI) Herman Miller, Inc.

510 WASTE BIN, WHEELED, LARGE 500 - FURNITURE (OFOI)

1/8" = 1'-0" REF:  5E / A121

EQUIPMENT PLAN - FIRST FLOOR1A

PLAN NOTES - EQUIPMENT PLAN

1 REFER TO ENLARGED PLANS ON A501 FOR TOILET ACCESSORIES IN RESTROOMS.

2 REFER TO SHEET A501 FOR TOILET ACCESSORIES SCHEDULE.

(S) SIGNAGE SCHEDULE
MARK SIGN TYPE SIGN TEXT: ROOM # SIGN TEXT: ROOM NAME

S1 C 002 BUSINESS CENTER

S2 D 119 CONFERENCE ROOM

S4 C 120 TRAINING CENTER

S6 E 128 WOMEN

S7 F 127 MEN

S8 C 131 MERCH

S9 C 130 CONSULTATION

S10 G 129 FAMILY

S11 F 114 MEN

S12 E 115 WOMEN

S13 C 118 DATA

S14 C 123 MECHANICAL

S15 C 124 ELECTRICAL

S16 A 135 HALL

1 01.07.2022 Addendum 1: Bid Set
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D

A

5 6 82 7

C

B1

1B

A301

1B

A301

1C

A301

1C

A301

1D

A301

1D

A301

1E

A301

1E

A301

1A

A301

1A

A301

1A

A310

9' - 0"

GB-1

9' - 0"

GB-19' - 0"

GB-1

9' - 0"

GB-1

9' - 0"

GB-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-2 10' - 0"

APC-1 10' - 0"

APC-1

10' - 0"

APC-2

10' - 0"

APC-1 10' - 0"

APC-1

8' - 8"

GB-1

9' - 0"

GB-1

9' - 11 3/8"

GB-2

9' - 0"

GB-1

10' - 0"

APC-2

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

9' - 0"

GB-1

8' - 8"

GB-1

9' - 0"

GB-1
10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-1

10' - 0"

APC-2

10' - 0"

APC-1

10' - 0"

APC-1

12' - 0"

GB-3

10' - 0"

APC-2

10' - 0"

APC-2

10' - 0"

APC-1

8' - 0"

GB-1

8' - 0"

GB-2

10' - 0"

GB-1
10' - 0"

GB-1

10' - 0"

GB-1

10' - 0"

APC-1

UNION HALL

135

PLATFORM

135A

STORAGE

137

STORAGE

136

WARMING KITCHEN

125

ELECTRICAL

124

MECHANICAL

123

KITCHEN STORAGE

125A

GENERAL STORAGE

122

EVENT STORAGE

126

MEN

127

WOMEN

128

JANITOR

134

CHECK IN

132

HALL ENTRANCE

133

MERCHANDISE

131

FAMILY

129

SM CONF

130

LOBBY ALCOVE

101A

LOBBY

101

RECEPTION

102A

ADMINISTRATION

102

PASSAGE

002

PASSAGE

001

TRAINING ROOM

120

LG CONF

119

WORK ROOM

104

KYHUMA CASTREJON

106

JESSE SUAREZ

107

BILLY FLETCHER

108

MARTY CORPUZ

109

WARD DANIELS

111

KENDRICK COLEMAN

110

CHRIS BRICKEY

112STAFF BREAK

113

PASSAGE

004

WOMEN

115

MEN

114

JANITOR

116

OFFICE SUPPLY

117

DATA / MDF

118

SECURE STORAGE

105

PRINT/SUPPLY

103

ARCHIVE STORAGE

121

PASSAGE

003

PASSAGE

005

PASSAGE

006

10' - 0"

APC-1

10' - 0"

APC-1

-4"

PMP-1

9' - 0"

GB-1

988
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B

C1

163

163

163

163

163

163

10' - 0"

APC-1

9' - 0"

GB-1

10' - 0"

APC-1

10' - 0"

APC-2

10' - 0"

APC-1

8' - 8"

GB-1

8' - 8"

GB-1

163 163 163

2A
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B2

STORAGE
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1 1
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E
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3
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1
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1 1

7' - 0"
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3

1
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5
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5 5

44

5

1

8' - 0"

GB-1

10' - 0"

GB-1

9' - 6"

GB-1

1
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- 

0
"

9' - 10"

APC-1

1

6E

A141

5E

A141

4E

A141
3E

A141

2E

A141

2D

A141

ALIGN

ALIGN

3D

A141

4D
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5D

A141

6D

A141

6C

A141

5C

A141

6B

A141

6A

A141

5D

A141

Sim

08 41 13.C1 08 41 13.C1 08 41 13.C1

10 53 00.A0

08 41 13.C1 08 41 13.C1 08 41 13.C1

2B

A310

160 160 161

162

HATCH 

ABOVE

12' - 0"

GB-3

12' - 0"

GB-3

1

1

1

988

11

6

7

7

1

8

6

6

7

1

1

6

1

6

1

6

1

6

990

1

6

GENERAL NOTES: REFLECTED CLNG PLANS

A. REFERENCE SHEET A010 FOR CEILING TYPES INDICATED BY CEILING TYPE & ELEVATION 
TAGS.

B. ELEVATIONS INDICATED FOR CEILINGS ARE TO THE BOTTOM OF THE SUSPENDED GRID, 
FACE OF GYPSUM BOARD, OR FACE OF FINISH MATERIAL SYSTEM INDICATED BY CEILING 
TYPE.

C. CENTER CEILING SYSTEMS IN ROOM UNLESS NOTED OTHERWISE BY ANNOTATION SUCH 
AS PLAN NOTE OR DIMENSION.

D. REFERENCE SHEET A152 "INTERIOR FINISH LEGEND" FOR FOR FINISHES SUCH AS PAINT 
OR COVERINGS APPLIED TO CEILINGS, SOFFITS, AND OTHER CONSTRUCTION DEPICTED IN 
THE REFLECTED CEILING PLAN.

E. SEE ELECTRICAL LIGHTING PLAN FOR LIGHT FIXTURES SHOWN IN REFLECTED CEILING 
PLANS.

F. SEE MECHANICAL VENTILATION PLAN FOR GRILLES, DIFFUSERS, DUCTS, AND EQUIPMENT 
DEPICTED IN REFLECTED CEILING PLANS.

G. REFERENCE FIRE SUPPRESSION PLANS FOR FIRE SUPPRESSION SYSTEM PIPING.  
BRANCH DISTRIBUTION PIPING IS DELEGATED DESIGN BY THE FIRE SUPPRESSION SYSTEM 
CONTRACTOR.

8

8' - 0"

6
 i
n

c
h

 m
in

14" C JOIST STIFFENER

14" C JOIST STIFFENER
AT OPENING / SOFFIT

REF. CLERESTORY PLAN

3 5/8" STUD BRACING 4'-0" O.C.

MEN

114

PASSAGE

003

14" C JOIST STIFFENER

S4.2i

10' - 0"

APC-2

10' - 0"

APC-1

GYPSUM BOARD BOTH 

SIDES FULL WALL HEIGHT

MANUFACTURED CASEWORK

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

8

8' - 0"

10' - 0"

APC-1

10' - 0"

APC-1

6
" 

M
IN

.

WORK ROOM

104

PASSAGE

003

3 5/8" METAL STUDS @ 16" O.C.

14" C JOIST STIFFENER

14" C JOIST STIFFENER

AT OPENING

5/8" GB

A

1' - 5 5/8"

10' - 0"

APC-1

1 5/8" METAL STUD @ 16" O.C.

BRACING @ 32" O.C. MIN.

STEEL LINE

UNITSTRUT SUPPORT BRACKET

UNISTRUT - 2-POINT ANCHOR

AT PEMB GIRTS

RECESSED MOUNT MOTORIZED SHADE

10' - 0"

APC-1

9' - 0"

GB-1

S4.2

3 5/8" STUD BULKHEAD / SOFFIT

14" C JOIST STIFFENER

3 5/8" STUD BRACING 4'-0" O.C.3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" STUD BRACING 4'-0" O.C.

10' - 0"

APC-1

9' - 0"

GB-1

2' - 8" 3 5/8" 1' - 10 3/4"

3 5/8" METAL STUDS @ 16" O.C.

3 5/8" METAL STUDS @ 16" O.C.

LOBBY

101

RECEPTION

102A

7

10' - 0"

APC-1

10' - 0"

APC-1

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

9' - 0"

GB-1

3 5/8" STUD BRACING 4'-0" O.C.3 5/8" STUD BRACING 4'-0" O.C.

14" C JOIST STIFFENER

3 5/8" METAL STUDS @ 16" O.C.

9' - 0"

GB-1

3 5/8" STUD BRACING 4'-0" O.C.

PASSAGE

001

PASSAGE

002

5' - 0" 3 5/8" 5' - 2 3/4"

LETTER SIGNAGE

3 5/8" STUD ANGLE BRACING

REF. CLERESTORY PLAN

B1
3 5/8" STUD BRACING 4'-0" O.C.

10' - 0"

APC-1

3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" METAL STUDS @ 16" O.C.

3 5/8" METAL STUDS @ 16" O.C.3 5/8" METAL STUDS @ 16" O.C.

STAGGER STUDS

6
" 

M
IN

.

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

10' - 0"

APC-1

9' - 0"

GB-1

1' - 2" 7 1/4" 2' - 4 3/8"

3 5/8" 3 5/8"
14" C JOIST STIFFENER

3 5/8" METAL STUDS @ 16" O.C.

B1

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT 9' - 0"

GB-1

10' - 0"

APC-1

10' - 0"

APC-1

3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" METAL STUDS @ 16" O.C.

3 5/8" METAL STUDS @ 16" O.C.

GYP TO T/O WALL

14" C JOIST STIFFENER

12' - 0"

6
" 

M
IN

.

S4.2i

TRAINING ROOM

120

PASSAGE

001

6
" 

M
IN

.

10' - 0"

APC-1

8' - 8"

GB-1

10' - 0"

APC-2

3 5/8" STUD ANGLE BRACING

PASSAGE

001

WOMEN

128

GYP TO T/O WALL

REF. CLERESTORY PLAN

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

3 5/8" METAL STUDS @ 16" O.C.

3 5/8" STUD ANGLE BRACING
2 FASTENERS EACH STUD

3 5/8" STUD ANGLE BRACING
2 FASTENERS EACH STUD

4

9' - 0"

GB-1

PASSAGE

001

UNION HALL

135

S6

6
" 

M
IN

.

4' - 9 5/8"6"2' - 0"

5"

9' - 0"

GB-1

10' - 0"

APC-1

LETTER SIGNAGE

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" STUD ANGLE BRACING

3 5/8" METAL STUDS @ 16" O.C.

2 FASTENERS EACH STUD

3 5/8" STUD ANGLE BRACING
2 FASTENERS EACH STUD

3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" METAL STUDS @ 16" O.C.

3 5/8" STUD BULKHEAD / SOFFIT

GB MAY BE OMITED 

ABOVE 12'-0"

LINE OF WALL BEYOND

LINE OF WALL BEYOND

4

6
"

9' - 0"

GB-1

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

10' - 1 7/8"

3 5/8" STUD BRACING 4'-0" O.C.

10' - 0"

APC-2

COILING COUNTER DOOR

HOOD

JAMB GUIDE

2' - 0"

7' - 10"

GYP. MAY BE OMITTED 

ABOVE CEILING THIS 

SIDE OF WALL

ACOUSTICAL METAL LINER 

PANEL BEYOND

B

S4.1i

S4.1i

10' - 0"

APC-1

9' - 0"

GB-1
3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

10' - 0"

APC-1

6
" 

M
IN

3 5/8" STUD BRACING 4'-0" O.C.3 5/8" STUD BRACING 4'-0" O.C.

3 5/8" METAL STUDS @ 16" O.C.

14" C JOIST STIFFENER

4 5/8" 4" 3' - 2"

LG CONF

119
PASSAGE

002

A5

3 5/8" STUD BULKHEAD / SOFFIT3 5/8" STUD BULKHEAD / SOFFIT

10' - 0"

APC-1
10' - 0"

APC-1

14" C JOIST STIFFENER

3 5/8" STUD BRACING 32" O.C.

EACH WAY, ALT. STUDS

3 5/8" STUD BRACING 32" O.C.

PASSAGE

001
LOBBY

101

5/8" PLYWOOD
2X BLOCKING
ABOVE FRAME

LOBBY ALCOVE

101A

PASSAGE

001

10' - 0"

APC-1

10' - 0"

APC-1

1' - 10 5/8"

LINE OF

WALL BEYOND

3 5/8" STUD BRACING 32" O.C.

8' - 8"

GB-1

3 5/8" METAL STUDS @ 16" O.C.

S4.2

PASSAGE

001

8' - 8"

GB-1

10' - 0"

APC-1

10' - 0"

APC-1

3 5/8" METAL STUDS @ 16" O.C.

6
" 

M
IN

.

3 5/8" METAL STUDS @ 16" O.C.

14" C JOIST STIFFENER

TRUE 
NORTH

DATE:

DRAWING TITLE:

DRAWING NUMBER:

REVISIONS:

DRAWN BY:

arcDESIGN PROJECT NUMBER:

201 N. Delaware Street, Suite B
Indianapolis, IN  46204

317.951.9192 T  |  317.951.9194 F
www.arcdesign.us

This drawing and its contents are the property
of arcDESIGN P.C., and shall not be

reproduced in whole or in part by any means,
mechanical or electronic, without express

written permission of arcDESIGN.

C
:\
U

s
e
rs

\g
m

ill
e
r\

D
o
c
u

m
e
n
ts

\R
e
v
it
 2

0
2
0

 L
o
c
a
l 
F

ile
s
\2

1
1

0
2
 -

 L
iU

N
A

 L
o
c
a
l 
1
2
0

_
a
rc

C
E

N
T

R
A

L
_
g
m

ill
e

r@
a

rc
d
e

s
ig

n
. u

s
.r

v
t

1
/5

/2
0

2
2
 1

0
:1

6
:1

4
 A

M

L
A

B
O

R
E

R
S

' I
N

T
E

R
N

A
T

IO
N

A
L

 U
N

IO
N

 o
f 

N
O

R
T

H
 A

M
E

R
IC

A

A141

REFLECTED
CEILING PLAN

12/21/2021

12.21.2021 BID SET

L
O

C
A

L
 U

N
IO

N
 #

1
2

0

5
4

4
0
 L

A
F

A
Y

E
T

T
E

 R
D

.
IN

D
IA

N
A

P
O

L
IS

, 
IN

 4
6

2
5

4

aD

21102

1/8" = 1'-0" REF:  5E / A121

REFLECTED CEILING PLAN - FIRST FLOOR

2A

PLAN NOTES - REFLECTED CEILING PLAN
1 PAINT VERTICAL FACES AND BOTTOM OF THIS BULKHEAD P1; REFER TO FINISH LEGEND.

2 PAINT BOTTOM OF THIS BULKHEAD P2; REFER TO FINISH LEGEND.

3 PAINT VERTICAL FACES AND BOTTOM OF THIS BULKHEAD P3; REFER TO FINISH LEGEND.

4 PAINT METAL BEAMS P4; REFER TO FINISH LEGEND.

5 CENTER VANITY LIGHTS OVER SINKS, INTALL BOTTOM OF LIGHT FIXTURE AT 6'-8" A.F.F.

6 CCTV CAMERA LOCATION DELETED (ADDENDUM 1).

7 CCTV CAMERA LOCATION ADDED (ADDENDUM 1).

8 CCTV CAMERA LOCATION RELOCATED (ADDENDUM 1).

3/4" = 1'-0" REF:  2D / A111

RCP SECTION DETAIL

6E 3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

5E 3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

4E 3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

3E 3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

2E

3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

2D3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

3D3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

4D

3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

5D3/4" = 1'-0" REF:  5D / A111

RCP SECTION DETAIL

6D

3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

6C

3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

5C

3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

6B

3/4" = 1'-0" REF:  2A / A141

RCP SECTION DETAIL

6A

KEYNOTE LEGEND
09 22 16.D5 3 5/8" STUD BULKHEAD / SOFFIT

09 22 16.D8 3 5/8" STUD BRACING 4'-0" O.C.

09 22 16.D9 3 5/8" STUD ANGLE BRACING

09 29 00.D1 5/8" GB

10 14 19.A1 LETTER SIGNAGE

10 53 00.A0 MANUFACTURED CANOPY

12 24 13.A2 RECESSED MOUNT MOTORIZED
SHADE

12 32 16.A0 MANUFACTURED CASEWORK

KEYNOTE LEGEND
05 42 00.A4 14" C JOIST STIFFENER

06 10 53.A1 2X BLOCKING

06 10 53.A6 5/8" PLYWOOD

08 33 13.H1 COILING COUNTER DOOR

08 33 13.H3 HOOD

08 33 13.H4 JAMB GUIDE

08 41 13.C1 VERSOLEIL SUNSHADE

09 22 16.A3 1 5/8" METAL STUD @ 16" O.C.

09 22 16.D3 3 5/8" METAL STUDS @ 16" O.C.

1 01.07.2022 Addendum 1: Bid Set
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UP

UP

1 943

D

A

5 6 82 7

C

B1

CHRIS BRICKEY

112

KENDRICK COLEMAN

110

WARD DANIELS

111

MARTY CORPUZ

109

BILLY FLETCHER

108

JESSE SUAREZ

107

KYHUMA CASTREJON

106

PRINT/SUPPLY

103

RECEPTION

102A

PASSAGE

002

PASSAGE

003

PASSAGE

004

PASSAGE

005

STAFF BREAK

113

MECHANICAL

123

ARCHIVE STORAGE

121

JANITOR

116

OFFICE SUPPLY

117

WOMEN

115

MEN

114

GENERAL STORAGE

122

PASSAGE

006

ELECTRICAL

124

KITCHEN STORAGE

125A

WARMING KITCHEN

125

EVENT STORAGE

126

MEN

127

WOMEN

128
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GENERAL NOTES: INTERIOR FINISH PLANS

A. REFERENCE SHEET A152 "INTERIOR FINISH LEGEND AND ROOM FINISH SCHEDULE" FOR 
FOR FINISHES SUCH AS FLOORING, PAINT OR COVERINGS APPLIED TO WALL AND FLOOR 
CONSTRUCTION.

B. ALL WALLS TO BE PAINTED P1 UNLESS NOTED OTHERWISE.
C. REFERENCE SHEET A141 "REFLECTED CEILING PLAN" FOR CEILING FINISHES.
D. ALL DOOR FRAMES TO BE PAINTED P2 UNLESS NOTED OTHERWISE.
E. WOOD DOORS B.O.D. MASONITE, MAPLE, PLAIN SLICED, CLEAR FINISH.
F. PROCEEDING WITH THE INSTALLATION OF FINISHES WILL BE CONSTRUED THAT THE 

INSTALLER AND/OR FINISHER HAS INSPECTED AND ACCEPTED THE SUBSTRATE 
RECEIVING THE NEW WORK.  NO CHANGE ORDER WILL BE ISSUED TO RECTIFY 
CONCEALED, UNKNOWN CONDITIONS OR UNSATISFACTORY SUBSTRATE ONCE THE FINISH 
WORK HAS PROCEEDED.

G. WHERE WALLS ARE INDICATED TO RECEIVE NEW PAINT FINISH, PAINT ALL PREVIOSULY 
PAINTED OR PRIMED GRILLES, FIRE EXTINGUISHER CABINETS, AND OTHER ITEMS 
EMBEDDED IN WALL CONSTRUCTION TO MATCH SURFACE ON WHICH THEY OCCUR 
UNLESS NOTED OTHERWISE.

H. PROVIDE TRANSITIONS AT ALL FLOORING MATERIAL CHANGES.  REFER TO SHEET A151 
FOR TYPICAL DETAILS

I. REFERENCE ENLARGED PLANS AND SECTIONS FOR MILLWORK FINISHES.
J. ROLLER WINDOW SHADE FABRIC TO BE E SCREEN BY MERMET, WHITE/PEARL, 1% OPEN.
K. ALL WINDOW STOOLS TO BE SS1.

CPT1 PATTERN - INSTALL WITH ARROWS ON BACK OF 
CARPET TILE POINTING NORTH IN ALL LOCATIONS

CPT1 PATTERN - INSTALL WITH ARROWS ON BACK OF 
CARPET TILE POINTING WEST IN ALL LOCATIONS 

CT1

SCHLUTER-DILEX-AHKA 
COVE  AT TRANSITION TO 
FLOOR

6
' 
- 

8
"

SCHLUTER-SCHEINE (AE) 
TRIM AT TOP OF TILE (AND 
AT OUTSIDE VERTICAL 
EDGES)

EP4

NOTE: WALLS WITHOUT TILE 
TO HAVE 1 ROW OF CT-1 AS 
BASE. PROVIDE SCHLUTER-
SCHEINE AT TOP OF TILE.

CPT

BACKING

POLISHED OR 
SEALED  

CONCRETE 
(CON)

CPT

BACKING

RUBBER REDUCER STRIP (RTS1)

CONCRETE SLAB -
LEVEL AS REQUIRED

CERAMIC TILE BASE 

SCHLUTER DILEX-AHKH (AE) COVE TRIM

FINISHED FLOOR (POLISHED CONCRETE)

SCHLUTER-SCHIENE (AE) AT TOP 
OF ONE ROW OF CT1 TILE BASE ON 
WALLS WITH EPOXY PAINT ABOVE

CT2

SCHLUTER-DILEX-AHKA 
COVE  AT TRANSITION 
TO FLOOR

9
' 
- 

1
1
"

CT3

SCHLUTER-DILEX-AHKA 
COVE  AT TRANSITION 
TO FLOOR

5
' 
- 

0
"

SCHLUTER-SCHEINE (AE) 
TRIM AT TOP OF TILE (AND 
AT OUTSIDE VERTICAL 
EDGES)

P2
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1/8" = 1'-0" REF:  5E / A121

FINISH PLAN - FIRST FLOOR

1

PLAN NOTES - INTERIOR FINISH PLAN

1 PAINT WALL P2, FLOOR TO CEILING.

2 PAINT METAL STRUCTURAL BEAMS P4.

3 REFER TO ENLARGED PLANS AND DETAILS FOR PODIUM WALL FINISHES.

4 PAINT WALL P2, BETWEEN COUNTERTOP AND UPPER CABINETS.  BULKHEAD ABOVE
CABINETS TO BE P1

5 VANITY WALL TO RECIEVE CT2 FULL HEIGHT, REFER TO DETAIL 3A/A151 FOR TILE PATTERN.

6 WALL TO RECIEVE WC1 FULL HEIGHT.

7 PAINT WALL P3, FLOOR TO CEILING, IN THIS LOCATION.

8 WALLS OF DRINKING FOUNTAIN ALCOVE TO RECEIVE CT3 UP TO 5'-0" A.F.F. - PAINT WALLS P2
ABOVE TILE.  REFER TO DETAIL 2A/A151 FOR TILE PATTERN.  PROVIDE SCHLUTER-SCHIENE
TRIM AT TOP AND OUTSIDE EDGES OF TILE.

9 REFER TO INTERIOR ELEVATIONS FOR FINISHES LOCATIONS ON THIS WALL.

10 WALL TO RECEIVE WC2, CUSTOM WALLCOVERING WITH LIUNA LOGOS AS PHOTO BACKDROP;
FULL HEIGHT.

11 PAINT WALL EP4, FLOOR TO CEILING.  ALL OTHER WALLS TO HAVE CT1 WAINSCOT, UNLESS
NOTED OTHERWISE.  REFER TO DETAIL 4A/A151

12 PAINT ALL WALLS IN RAMP ENCLOSURE P4.

13 PROVIDE PRESENTATION RAIL ON THIS WALL, REFER TO INTERIOR ELEVATIONS AND DETAIL
1A/A451.

14 PROVIDE CHAIR RAIL ON THIS WALL, REFER TO DETAIL 2A/A451.  ALIGN CHAIR RAIL WITH
HEIGHT OF PRESENTATION RAIL.

15 PAINT DRYWALL PORTION OF WALL P4.

16 PAINT WALL P1, FULL HEIGHT.

17 PROVIDE DRYWALL REVEAL (FRY REGLET DRM-625-375 CLEAR ANODIZED) ON THIS WALL AT
10'-6" A.F.F. (FIRST FLOOR).  CONTINUE REVEAL AROUND ENDS OF WALL AND TERMINATE AT
INSIDE CORNERS. PAINT WALL BELOW REVEAL P4 AND PAINT ABOVE REVEAL P1.

18 PROVIDE CORNER GUARD CG1 AT THIS LOCATION. CUT WING IN FIELD TO FIT AT RETURN TO
DOOR.

19 PROVIDE CORNER GUARD CG2 AT THIS LOCATION. CUT WING IN FIELD TO FIT AT RETURN TO
DOOR.

20 STONE SIGN TO BE LOCATED ON THIS WALL.  WALL TO RECEIVE BRICK BELOW THE SIGN,
REFER TO DETAIL 1/A310.  PAINT WALL ABOVE BRICK P2.

1/2" = 1'-0"

CPT2 PATTERN - VERTICAL ASHLAR

1A

1/2" = 1'-0"

CPT1 PATTERN - ASHLAR

1B

1/2" = 1'-0"

TYPICAL RESTROOM WALL TILE PATTERN

4A

6" = 1'-0"

FLOOR TRANSITION - SEALED CONCRETE TO CARPET

2B1 1/2" = 1'-0" ?

BASE DETAIL - CERAMIC TILE

3B

1/2" = 1'-0" ?

TYPICAL VANITY WALL TILE PATTERN

3A 1/2" = 1'-0" ?

TYPICAL DRINKING FOUNTAIN ALCOVE TILE PATTERN

2A

1 01.07.2022 Addendum 1: Bid Set

1



COMMENTS: ROOM FINISH SCHEDULE

1. TOILET PARTITION AND URINAL SCREEN FINISHES WILL BE SELECTED FROM 
MANUFACTURER'S FULL RANGE OF COLORS.

2. WORKSURFACE COUNTERTOP TO BE PL2 AND TRANSACTION TOP TO BE SS1.
3. MERCHANDISE DISPLAY SHELVES TO BE PL1.  METAL BRACKETS AND STANDARDS TO BE 

WHITE.
4. BASE MATERIAL ON ALL WALLS TO BE CT-1, EXCEPT AT WALL WITH CT2 TILE INSTALLED 

FROM FLOOR TO CEILING.   PAINTED WALLS TO HAVE (1) ROW OF CT1 WITH SCHULTER 
DILEX COVE TRIM AT FLOOR AND SCHLUTER SCHIENE TRIM AT TOP.

5. PAINT WALLS BELOW PRESENTATION RAIL AND CHAIR RAIL P4 AND P1 ABOVE.  AFTER 
WALL RECEIVES PAINT COLOR, PAINT WALL ABOVE PRESENTATION RAIL P5 (CLEAR DRY-
ERASE PAINT.) PAINT CHAIR RAIL AND PRESENTATION RAIL P2.

6. TACKBOARDS ON WEST WALL TO BE WRAPPED IN FAB1.
7. BASE MATERIAL ON ALL WALLS IN THIS ROOM TO BE CT2.  PAINTED WALLS TO HAVE (1) 

ROW OF CT2 INSTALLED IN HORIZONTAL ORIENTATION WITH SCHULTER DILEX COVE TRIM 
AT FLOOR AND SCHLUTER SCHIENE TRIM AT TOP.

8. PAINT PRESENTATION RAIL P2.
9. WALL CAP AT PODIUM TO BE SS2.
10. PAINT DRYWALL PORTION OF EXTERIOR WALLS P4.  METAL PANELS ABOVE TO BE PRE-

FINISHED.
11. TOP OF FILE NICHE TO BE SS1; REFER TO DETAIL ON A121.
12. SHELVES IN JANITOR'S CLOSET TO BE PL1, METAL BRACKETS AND STANDARD TO BE 

WHITE.

ROOM FINISH SCHEDULE NOTES:

A. REFERENCE ROOM FINISH LEGEND FOR FINISHES INDICATED ON THIS SCHEDULE.
B. REFERENCE REFLECTED CEILING PLANS FOR CEILING TYPES AND FINISHES APPLIED TO 

CEILINGS.
C. REFERENCE INTERIOR FLOOR PLANS FOR FLOOR FINISH TRANSITIONS AND MATERIALS.
D. WHERE MULTIPLE FINISHES ARE SCHEDULED, REFERENCE ENLARGED PLANS, 

ELEVATIONS, AND DETAIL VIEWS FOR FINISH PLACEMENT.
E. EP = EPOXY P# TO BE USED ON WALLS AS INDICATED IN ROOM FINISH SCHEDULE AND/OR 

ON FINISH PLANS.
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ROOM FINISH SCHEDULE

LEVEL

ROOM FLOOR WALL FINISH CASEWORK

COMMENTS
NUM
BER NAME

FLOOR
FINISH

BASE
FINISH NORTH SOUTH EAST WEST

CABINET
FINISH

COUNTER
FINISH

1ST FLOOR 001 PASSAGE CPT2
(WALK-OFF)

RB1 P1/P2/P3 P1/P2/P3/WC1/C
T3

P1/P2/P3 P1/P2/P3 SS1

1ST FLOOR 002 PASSAGE CPT1 RB1 P1 P1 P1 P1

1ST FLOOR 003 PASSAGE CPT1 RB1 P1 P1 P1 P1/P2 PL1 PL2

1ST FLOOR 004 PASSAGE CPT1 RB1 P1 P1/P2 P1 P1

1ST FLOOR 005 PASSAGE CPT1 RB1 P1 P1 P1 P1

1ST FLOOR 006 PASSAGE CON3 RB1 P1 P1 P1 P1

1ST FLOOR 101 LOBBY CPT2
(WALK-OFF)

RB1 P1 P1 WC1/P1 P1 SS1

1ST FLOOR 101A LOBBY ALCOVE CPT2
(WALK-OFF)

RB1 WC1 WC1 P1 P3/P4/FAB1 SS1 6

1ST FLOOR 102 ADMINISTRATION CPT1 RB1 P1/P3 P1 P1 P1/P3 SS1 11

1ST FLOOR 102A RECEPTION CPT1 RB1 P1/P3 P1 - P1 PL1 PL2/SS1 2

1ST FLOOR 103 PRINT/SUPPLY CPT1 RB1 P2 P1 P1 P1 PL1 PL2

1ST FLOOR 104 WORK ROOM CPT1 RB1 P2 P2 P1 P1 PL1 PL2

1ST FLOOR 105 SECURE STORAGE CPT1 RB1 P1 P1 P1 P1

1ST FLOOR 106 KYHUMA
CASTREJON

CPT1 RB1 P3 P1 P1 P1

1ST FLOOR 107 JESSE SUAREZ CPT1 RB1 P1 P3 P1 P1

1ST FLOOR 108 BILLY FLETCHER CPT1 RB1 P1 P3 P1 P1

1ST FLOOR 109 MARTY CORPUZ CPT1 RB1 P1 P3 P1 P1

1ST FLOOR 110 KENDRICK
COLEMAN

CPT1 RB1 P1 P3 P1 P1

1ST FLOOR 111 WARD DANIELS CPT1 RB1 P1 P1 P1 P3

1ST FLOOR 112 CHRIS BRICKEY CPT1 RB1 P1 P1 P3 P1

1ST FLOOR 113 STAFF BREAK CON2 RB1 P1/P2/P3 P1/P2 P1 P2 PL1 SS1

1ST FLOOR 114 MEN CON2 CT1/CT2 CT1/EP4 CT1/EP4 EP4 CT1/CT2/EP4 PL3 SS1 1,4

1ST FLOOR 115 WOMEN CON2 CT1/CT2 CT1/EP4 CT1/EP4 CT1/CT2/EP4 EP4 PL3 SS1 1,4

1ST FLOOR 116 JANITOR CON3 RB1 EP1 EP1 EP1 EP1 12

1ST FLOOR 117 OFFICE SUPPLY CON3 RB1 P1 P1 P1 P1

1ST FLOOR 118 DATA / MDF CON3 RB1 P1 P1 P1 P1

1ST FLOOR 119 LG CONF CPT1 RB1 P1/P2/P4/P5 P1/P2/P3/WC3 P1 P1 PL1 SS1 8

1ST FLOOR 120 TRAINING ROOM CPT1 RB1 P1/P4/P5 P1/P3/WC2 P1/P4 P1/P4 PL1 SS1 5

1ST FLOOR 121 ARCHIVE STORAGE CPT1 RB1 P1 P1 P1 P1

1ST FLOOR 122 GENERAL STORAGE CON3 RB1 P1 P1 P1 P1

1ST FLOOR 123 MECHANICAL CON3 RB1 P1 P1 P1 P1

1ST FLOOR 124 ELECTRICAL CON3 RB1 P1 P1 P1 P1

1ST FLOOR 125 WARMING KITCHEN CON2 RB1 P1 FRP1/P1 P1 P1 PL1 SS1

1ST FLOOR 125A KITCHEN STORAGE CON2 RB1 P1 P1 P1 P1

1ST FLOOR 126 EVENT STORAGE CON3 RB1 P1 P1 P1 P1

1ST FLOOR 127 MEN CON2 CT1/CT2 CT1/EP1 EP1 CT1/EP1 CT1/EP1 PL3 SS1 1,4

1ST FLOOR 128 WOMEN CON2 CT1/CT2 CT1/EP1 EP1 CT1/EP1 CT1/EP1 PL3 SS1 1,4

1ST FLOOR 129 FAMILY CON2 CT2 EP4 EP4 CT2 EP4 7

1ST FLOOR 130 SM CONF CPT1 RB1 P1 P1 P3 P1

1ST FLOOR 131 MERCHANDISE CPT1 RB1 P1 P1 P1 P1 PL1 PL2/SS1 2,3

1ST FLOOR 132 CHECK IN CPT1 RB1 P3 P1 P1 P1 PL1 PL2/SS1 2

1ST FLOOR 133 HALL ENTRANCE CPT2
(WALK-OFF)

RB1 WC1 P2 BRICK/P2 P2 SS1

1ST FLOOR 134 JANITOR CON3 RB1 EP1 EP1 EP1 EP1 12

1ST FLOOR 135 UNION HALL CON1 RB1 P4/PANELS P4/PANELS P1/P3 P1/P4/PANELS

1ST FLOOR 135A PLATFORM CPT1 RB1 P2 P2 P2 P1/P4 PL2/SS2 9

1ST FLOOR 136 STORAGE CON3 RB1 P1 P1 P1 P1

1ST FLOOR 137 STORAGE CON3 RB1 P1 P1 P1 P1

1ST FLOOR 138 STORAGE CON3 RB1 P1 P1 P1 P1

FINISH LEGEND 2021

MARK SPECIFICATION MANUFACTURER PRODUCT ADDITIONAL INFORMATION REP CONTACT

ACOUSTIC PANEL CEILING

APC1 09 5113 ACOUSTIC PANEL CEILINGS ARMSTRONG COMMERCIAL 1732 FINE FISSURED,15/16" ANGLED TEGULAR, 24" X 24" X 5/8", WHITE PRELUDE XL 15/16" EXPOSED TEE GRID; WHITE; FIRE CLASS A, ASTM E84 PHILIP CAITO; 317-519-2829;
PJCAITO@ARMSTRONGCEILINGS.COM

APC2 09 5113 ACOUSTIC PANEL CEILINGS ARMSTRONG COMMERCIAL 868 CLEAN ROOM VL, 15/16" SQUARE LAY-IN, 24" X 24" X 5/8", WHITE PRELUDE XL 15/16" EXPOSED TEE GRID; WHITE; FIRE CLASS A, ASTM E84 PHILIP CAITO; 317-519-2829;
PJCAITO@ARMSTRONGCEILINGS.COM

CARPET TILE

CPT1 09 6813 TILE CARPETING PATCRAFT DIGITAL WEAVE COLLECTION, I0506 GLOBAL HAND, 00585 CLOTH 18" X 36", INSTALL ASHLAR BROOKE SHEEHE; 317-430-5334;
BROOKE.SHEEHE@PATCRAFT.COM

CPT2 09 6813 TILE CARPETING MANNINGTON COMMERCIAL INERTIA,KINETIC (1136O) (WALK-OFF) 18" X 36", INSTALL HORIZONTAL BRICK ASHLAR ROB GROM; 317-764-9025;
ROB.GROM@MANNINGTON.COM

CERAMIC/PORCELAIN/GLASS TILE

CT1 09 3013 CERAMIC TILING ANATOLIA SOHO, 8" X 24" VINTAGE GREY (GLOSSY) RESTROOM FIELD TILE, GROUT: TEC POWER GROUT-949 SILVERADO JOSH FESMIRE; 317-373-8242;
JFESMIRE@LOUISVILLE-TILE.COM

CT2 09 3013 CERAMIC TILING FLORIDA TILE STREAMLINE 4" X 16", GUNMETAL (GLOSSY) RESTROOM ACCENT TILE; GROUT: TEC POWER GROUT-934 DELOREAN
GRAY

JOSH FESMIRE; 317-373-8242;
JFESMIRE@LOUISVILLE-TILE.COM

CT3 09 3013 CERAMIC TILING ANATOLIA SOHO, 2" X 12" VINTAGE GREY (GLOSSY) WALL TILE AT DRINKING FOUNTAIN; GROUT: TEC POWER GROUT-929
CHARCOAL GRAY

JOSH FESMIRE; 317-373-8242;
JFESMIRE@LOUISVILLE-TILE.COM

CONCRETE

CON1 033543 POLISHED CONCRETE FINISHING POLISHED AND STAINED CONCRETE (LEVEL 3) STAIN COLOR TO BE SELECTED FROM MANUFACTURER'S FULL RANGE OF
COLORS

CON2 033543 POLISHED CONCRETE FINISHING POLISHED AND STAINED CONCRETE (LEVEL 2) STAIN COLOR TO BE SELECTED FROM MANUFACTURER'S FULL RANGE OF
COLORS

CON3 09 9100 PAINTING SHERWIN WILLIAMS H&C COLORTOP WATER BASED SOLID COLOR CONCRETE STAIN TINT COLOR TO BE SELECTED

CORNER GUARD

CG1 10 2600 DOOR AND WALL PROTECTION CS ACROVYN VA-250N 2-1/2" WING, #136 PEARL GRAY, FULL HEIGHT CUT WING TO FIT (IN FIELD) AT RETURN TO DOOR AMY BAKER-FEHRIBACH; 317-253-5248;
AMY@WMBAKERCO.COM

CG2 10 2600 DOOR AND WALL PROTECTION CS ACROVYN VA-250N 2-1/2" WING, #262 DRIFTWOOD, FULL HEIGHT CUT WING TO FIT (IN FIELD) AT RETURN TO DOOR AMY BAKER-FEHRIBACH; 317-253-5248;
AMY@WMBAKERCO.COM

FABRIC

FAB1 DESIGNTEX WOOLISH 3973-802, TIN 54" WIDE, ASTM E 84 UNADHERED CLASS A CARYL SUGDEN; 317-987-1832;
CSUGDEN@DESIGNTEX.COM

FIBERGLASS REINFORCED PANELS

FRP1 06 6400 PLASTIC PANELING CRANE COMPOSITES GLASBORD, PEBBLED EMOBSSED FINISH, COLOR WHITE (85)

PAINT / EPOXY PAINT

P1 09 9100 PAINTING SHERWIN WILLIAMS SW 7626 ZURICH WHITE GENERAL WALL COLOR ANGELA JULIAN; 317-714-5610;
ANGIE.JULIAN@SHERWIN.COM

P2 09 9100 PAINTING SHERWIN WILLIAMS SW 7076 CYBERSPACE DOOR FRAMES/DARK BLUISH-GRAY ACCENT ANGELA JULIAN; 317-714-5610;
ANGIE.JULIAN@SHERWIN.COM

P3 09 9100 PAINTING SHERWIN WILLIAMS SW 6664 MARIGOLD "LIUNA ORANGE" ACCENT ANGELA JULIAN; 317-714-5610;
ANGIE.JULIAN@SHERWIN.COM

P4 09 9100 PAINTING SHERWIN WILLIAMS SW 7673 PEWTER CAST MID-GRAY ACCENT ANGELA JULIAN; 317-714-5610;
ANGIE.JULIAN@SHERWIN.COM

P5 09 9735 DRY ERASE COATINGS MDC FUZE, CLEAR DRY-ERASE PAINT JOY CLAMPITT; 317-832-8537;
JCLAMPITT@MDCWALL.COM

P6 09 9100 PAINTING SHERWIN WILLIAMS CUSTOM COLOR TO MATCH PANTONE PMS 541 "LIUNA BLUE" - ONLY USED ON EXTERIOR ANGELA JULIAN; 317-714-5610;
ANGIE.JULIAN@SHERWIN.COM

PLASTIC LAMINATE

PL1 12 3216 MANUFACTURERED PLASTIC-LAMINATE-FACED
CASEWORK

WILSONART KENSINGTON MAPLE, 10776-60, MATTE FINISH PVC EDGES TO MATCH ALAN ALBERT; 317-512-5849;
ALANA@LUMBERMENS-INC.COM

PL2 12 3623 PLASTIC-LAMINATE-CLAD COUNTERTOPS FORMICA NATURAL GRAY FELT, 4971-PA, PAPER FINISH 3MM PVC EDGE TO MATCH KYLIE LEYBA; 317-869-8717;
KYLIE.LEYBA@FORMICA.COM

PL3 12 3623 PLASTIC-LAMINATE-CLAD COUNTERTOPS FORMICA STORM, 912-58, MATTE FINISH 3MM PVC EDGE TO MATCH KYLIE LEYBA; 317-869-8717;
KYLIE.LEYBA@FORMICA.COM

RESILIENT BASE

RB1 09 6513 RESILIENT BASE & ACCESSORIES TARKETT TRADITIONAL DURACOVE (TP) RUBBER, TA6 BEDROCK 4" HEIGHT, COILS, ASTM E 648/ NFPA 253 CLASS 1, ASTM E 84 / NFPA 255
CLASS C

JENNIFER MAYNARD; 765-480-3266;
JENNIFER.MAYNARD@TARKETT.COM

RESILIENT STAIR ACCESSORIES

RSA1 09 6513 RESILIENT BASE & ACCESSORIES TARKETT VICFLNT FAST LANE RUBBER STAIR TREAD FIR VISUALLY IMPAIRED, COLOR TA6
BEDROCK

SOLID COLOR RUBBER INSERT COLOR 55 SILVER GREY, ASTM E 648 / NFPA
253 CLASS 1, ASTM E 622 / NFPA258 <450

JENNIFER MAYNARD; 765-480-3266;
JENNIFER.MAYNARD@TARKETT.COM

RSA2 09 6513 RESILIENT BASE & ACCESSORIES TARKETT RR-XX, RUBBER RISER, COLOR TA6 BEDROCK ASTM E 648 / NFPA 253 CLASS 1, ASTM E 622 / NFPA258 <450 JENNIFER MAYNARD; 765-480-3266;
JENNIFER.MAYNARD@TARKETT.COM

RSA3 09 6513 RESILIENT BASE & ACCESSORIES TARKETT VIRCN-XX-A, 1/4" MATERIAL ON STEP NOSING, VISUALY IMPAIRED, COLOR TA6
BEDROCK

SOLID COLOR RUBBER INSERT COLOR 55 SILVER GREY, ASTM E 648 / NFPA
253 CLASS 1, ASTM E 622 / NFPA258 <450

JENNIFER MAYNARD; 765-480-3266;
JENNIFER.MAYNARD@TARKETT.COM

RESILIENT TRANSITION STRIPS

RTS1 09 6513 RESILIENT BASE & ACCESSORIES TARKETT CRS-XX-A, 1/4" MATERIAL TO FLOOR, 48 GREY ASTM E 648 / NFPA 253 CLASS 1 JENNIFER MAYNARD; 765-480-3266;
JENNIFER.MAYNARD@TARKETT.COM

SOLID SURFACE

SS1 12 3661 SOLID SURFACING COUNTERTOPS MEGANITE CARAMEL TERRAZZO TT006 PROVIDE SINGLE ADA VANITY INTEGRAL SINKS AT VANITY LOCATIONS,
BS-110; 001 BRIGHT WHITE

LAUREN RILEY; 317-502-371; LRILEY@RICHELIEU.COM

SS2 12 3661 SOLID SURFACING COUNTERTOPS MEGANITE TANGERINE 077A LAUREN RILEY; 317-502-371; LRILEY@RICHELIEU.COM

WALL COVERING

WC1 09 7200 WALL COVERING DL COUCH (MOMENTUM) VERSA SHIELD, FABRICATIONS, ADT03-572 / ALCHEMIST WALL PROTECTION; WIDTH: 52"/54", 30 YD ROLLS; CLASS A, ASTM E 84 /
NFPA 101

KELLY MEINKEN, 317-617-1260;
KMEINKEN@MOMTEX.COM

WC2 09 7200 WALL COVERING MDC CUSTOM DIGITAL WALLCOVERING - TYPE II SUEDE BASE LiUNA LOGO PATTERN BACKDROP FOR PHOTO OPPORTUNITY;  WIDTH:
52"/54", 30 YD ROLLS; CLASS A, ASTM E 84 /  NFPA 101

JOY CLAMPITT; 317-832-8537;
JCLAMPITT@MDCWALL.COM

WC3 09 7200 WALL COVERING MDC CUSTOM DIGITAL WALLCOVERING - TYPE II SUEDE BASE LiUNA  ARTWORK MURAL; WIDTH: 52"/54", 30 YD ROLLS; CLASS A, ASTM E 84
/  NFPA 101

JOY CLAMPITT; 317-832-8537;
JCLAMPITT@MDCWALL.COM
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GENERAL NOTES: EXTERIOR ELEVATIONS

A. REFERENCE FIRST FLOOR PLAN FOR EXTERIOR BUILDING ELEVATION CALLOUTS.
B. SEE SHEETS A601 FOR ALUMINUM FRAMED PUNCHED OPENINGS, ENTRANCES, AND 

STOREFRONTS.
C. SEE SHEET A601 FOR HOLLOW METAL DOORS AND FRAMES, SHEET A601 FOR DOOR 

SCHEDULE.
D. KEYNOTE REFERENCE LEGEND SHOWN IS SHEET-SPECIFIC. ITEMS ARE DENOTED BY 

SPECIFICATION SECTION.
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21102

1/8" = 1'-0" REF:  1A / A121

NORTH

1A

1/8" = 1'-0" REF:  1A / A121

SOUTH

1B

EXTERIOR ELEVATION NOTES

1 13149 - HORIZONTAL 7.2 METAL PANELS (BLACK)

2 13149 - HORIZONTAL 7.2 METAL PANELS (CHARCOAL GRAY)

3 13149 - VERTICAL PBR METAL PANEL SYSTEM (CHARCOAL GRAY)

4 13149 - VERTICAL PBR METAL PANELS (BLACK)

5 13149 - 8"x8" GUTTER CHARCOAL GRAY

6 13149 - 6"x6" RECTANGULAR DOWNSPOUT CONNECTED TO STORM DRAIN. CHARCOAL
GRAY.

7 13149 - 6"x6" RECTANGULAR DOWNSPOUT WITH OPEN DISCHARGE TO CANOPY ROOF.
TWO-COLORS: CHARCOAL GRAY & BLACK MATCHING SIDING.

8 13149 - DOUBLE LOCK GALVANIZED METAL ROOF SYSTEM

9 13149 - RAKE TRIM (CHARCOAL GRAY)

10 13149 - OVERHEAD SECTIONAL DOOR (CUSTOM COLOR "BLACK")

11 13149 - HOLLOE METAL DOOR AND FRAME (CUSTOM COLOR "BLACK")

12 PAINTED ALUMINUM PLATE WALL PANEL SYSTEM (CUSTOM COLOR CHARCOAL GRAY).

13 MCM RAIN SCREEN SYSTEM SIM TO CITADEL 2000 RS (CUSTOM COLOR LiUNA! ORANGE).

14 MCM RAIN SCREEN SYSTEM FASCIA, COPING, AND SOFFIT SIM. TO CITADEL 2000 RS
(CUSTOM COLOR LiUNA! ORANGE).

15 MODULAR BRICK MASONRY VENEER W/STANDARD GRAY MORTAR.

16 CONTROL JOINT - BRICK VENEER.

17 CUSTOM INTERNALLY-LIT SIGN BOX SIGN. COORD. POWER SUPPLY INDICATED ON
E-SERIES DRAWINGS.

18 CUSTOM INTERNALLY-LIT SIGN DIMENSIONAL LETTER SIGNAGE. COORD. POWER
SUPPLY INDICATED ON E-SERIES DRAWINGS.

19 WALL - MOUNTED LIGHT FIXTURE - LENS AT 17'-0" AFF. REF. E-SERIES FOR MORE
INFOMATION.

20 WALL - MOUNTED SECURITY CAMERA. CONFIRM MOUNTING HEIGTH SHOWN (16'-0" AFF)
WITH OWNER'S SECURITY CONTRACTOR PRIOR TO PLACING CONDUITS AND JUNCTION
BOXES.

21 WALL - MOUNTED SECURITY CAMERA. CONFIRM MOUNTING HEIGTH SHOWN (9'-0" AFF)
WITH OWNER'S SECURITY CONTRACTOR PRIOR TO PLACING CONDUITS AND JUNCTION
BOXES.

22 MAPES LUMISHADE MANUFACTURED CANOPY. CUSTOM COLOR : "LiUNA! ORANGE".

23 LOW-PRESSURE NATURAL GAS SERVICE - REF. P-SERIES FOR MORE INFORMATION.

24 METER BASE - REF. E-SERIES FOR MORE INFROMATION.

25 KAWNEER SUNSHADE OUTRIGGER SYSTEM. SQUARE END.

1/8" = 1'-0" REF:  1A / A121

EAST

1C1/8" = 1'-0" REF:  1A / A121

WEST

4C

KEYNOTE LEGEND

(M) MATERIAL SCHEDULE
MARK MANUFACTURER DESCRIPTION

APC-1N Interior finish

CPT-1 Interior finish

CPT-2 Interior finish

FAB-1 Fabric, gray stripes

P-1 Interior finish

P-2 Interior finish

P-3 Interior finish

P-4 Interior finish

P-5 Interior finish

PL-1

RB-1

SS-1 Solid surface countertop

WC-1

1/4" = 1'-0" REF:  1C / A201

EAST - SINGAGE - GLOBE LOGO

1E1/4" = 1'-0" REF:  4C / A201

WEST - SIGNAGE GLOBE LOGO

4E

1/4" = 1'-0" REF:  1B / A201

SOUTH - SIGNAGE LETTERING

1D

TOP

3/8" = 1'-0" ?

GROUND-MOUNTED SIGN

5D
SIDE

ALUMINUM PLATE WALL PANEL PATTERN

3
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A. REFER TO DRAWING E001 FOR ELECTRICAL SYMBOLS AND ADDITIONAL GENERAL NOTES.
B. COORDINATE ALL WORK WITH THE OWNER AND THE OTHER TRADES ON THE PROJECT.
C. REFER TO M AND P SERIES DRAWINGS FOR ADDITIONAL ELECTRICAL REQUIREMENTS.
D. PROTECT ALL FINISHES, EQUIPMENT, AND DEVICES DURING THE WORK.
E. REFER TO ARCHITECTURAL SCHEDULES, DETAILS, AND ELEVATIONS FOR ADDITIONAL INFORMATION ON 

DEVICE LOCATIONS PRIOR TO ROUGH-IN.
F. COORDINATE ALL WORK WITH THE OWNER'S SYSTEMS VENDORS FOR DEVICES AND WIRING FOR DATA, I.T. 

SERVICES, AND SECURITY SYSTEMS.
G. ELECTRICAL SERVICES SHALL NOT ROUTE THROUGH ANY IDF OR MDF ROOM UNLESS DIRECTLY SERVING THAT 

ROOM.
H. CONTRACTOR SHALL VERIFY CORD AND PLUG CONNECTED EQUIPMENT CORD CONFIGURATION AND PROVIDE 

MATCHING RECEPTACLE AS REQUIRED.
I. ALL RECEPTACLES WITHIN SIX FEET OF A SINK SHALL BE GFCI TYPE. DEVICES MAY NOT BE IDENTIFIED AS GFCI 

ON PLANS, BUT SHALL BE PROVIDED ACCORDING TO THE REQUIREMENT.
J. ALL SPECIAL TYPE RECEPTACLES SHALL BE NEMA 6-20R UNLESS NOTED OTHERWISE AND SHALL BE CIRCUITED 

WITH (2) #10 + (1) #10 NEUTRAL + (1) #10 GROUND. COORDINATE REQUIREMENTS WITH OWNER SUPPLIED 
EQUIPMENT PRIOR TO INSTALLATION.

K. COORDINATE INSTALLATION OF LIGHT FIXTURES WITH ARCHITECTURAL REFLECTED CEILING PLAN, 
ARCHITECTURAL ELEVATIONS, HVAC EQUIPMENT, DIFFUSERS, DUCTWORK, PIPING, SUPPORTS, AND 
STRUCTURE PRIOR TO ROUGH-IN.

L. ALL EXIT SIGNS, EMERGENCY BATTERY LIGHTING UNITS, AND LIGHT FIXTURES SHOWN WITH EMERGENCY 
BATTERY BACKUP OR INDICATED AS A NIGHT LIGHT ("NL") SHALL BE PROVIDED WITH AN UNSWITCHED "HOT" 
CIRCUIT CONDUCTOR.

M. AT LOCATIONS WITH TWO OR MORE WALL SWITCHES, ALL SWITCHES SHALL BE INSTALLED GANGED IN A 
COMMON SWITCH BOX.

N. AT LOCATIONS WHERE LIGHT SWITCHES AND ABOVE-COUNTER RECEPTACLES ARE TO BE MOUNTED 
ADJACENT TO EACH OTHER, THE DEVICES SHALL BE INSTALLED AT THE SAME HEIGHT.

O. WHERE OCCUPANCY SENSORS ARE INDICATED ON PLANS, THE ENTIRE ROOM SHALL BE COVERED.  SENSOR 
MANUFACTURER IS RESPONSIBLE FOR SENSOR LAYOUT.  ADDITIONAL SENSORS REQUIRED DUE TO LACK OF 
COVERAGE SHALL BE THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR.  PROVIDE QUANTITIES AS 
REQUIRED.  CEILING AND WALL MOUNTED SENSORS SHALL BE DUAL-TECHNOLOGY TYPE.  SENSORS SHALL 
INCLUDED ALL POWER SUPPLIES AND RELAYS NECESSARY TO CONTROL LIGHT FIXTURES IN ROOM/AREA.  
SENSORS SHALL OPERATE IN "VACANCY" MODE - MANUAL ON/AUTO OFF.

P. PROVIDE PULL STRING IN ALL EMPTY CONDUITS.
Q. CONTRACTOR TO PROVIDE ROUGH-INS ONLY FOR DATA, I.T. SERVICES, AND SECURITY SYSTEMS.  DATA, I.T. 

SERVICES, AND SECURITY SYSTEMS DEVICES AND WIRING TO BE PROVIDED BY THE OWNERS SYSTEMS 
VENDORS.
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FIRST FLOOR ELECTRICAL LIGHTING PLAN

PLAN NOTES

1 SURFACE MOUNT EMERGENCY LIGHT TO BOTTOM OF JOIST.

2 SURFACE MOUNT / SUSPEND LIGHT FIXTURE TO +17'-0" A.F.F. TO BOTTOM OF FIXTURE.  COORDINATE LOCATION
OF FIXTURE WITH STRUCTURAL BEAMS.  PROVIDE ADDITIONAL SUPPORT STRUCTURE AS REQUIRED.

3 INSTALL LIGHT FIXTURE ABOVE VANITY MIRROR AT HEIGHT DETERMINED BY THE ARCHITECT

4 MOUNT PERIMETER LIGHT FIXTURE IN DROP CEILING. COORDINATE LOCATION OF FIXTURE WITH GENERAL
CONTRACTOR AS FIXTURE NEEDS TO BE INSTALLED PRIOR TO GRID CEILING SYSTEM.  PROVIDE ADDITIONAL
SUPPORT STRUCTURE AS REQUIRED. FIXTURE LENGTH SHALL MATCH DISTANCE BETWEEN FINISHED WALLS.

5 LIGHTING IN CORRDIOR SHALL FUNCTION AS AUTOMATIC ON / AUTOMATIC OFF VIA LOCAL OCCUPANCY
SENSOR(S). PROVIDE ALL EQUIPMENT AND CONTROL WIRING AS REQUIRED. SENSOR(S). PROVIDE ALL
EQUIPMENT AND CONTROL WIRING AS REQUIRED.

6 REFER TO ELECTRICAL SITE PLAN FOR ADDITIONAL INFORMATION.
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A. REFER TO DRAWING E001 FOR ELECTRICAL SYMBOLS AND ADDITIONAL GENERAL NOTES.
B. COORDINATE ALL WORK WITH THE OWNER AND THE OTHER TRADES ON THE PROJECT.
C. REFER TO M AND P SERIES DRAWINGS FOR ADDITIONAL ELECTRICAL REQUIREMENTS.
D. PROTECT ALL FINISHES, EQUIPMENT, AND DEVICES DURING THE WORK.
E. REFER TO ARCHITECTURAL SCHEDULES, DETAILS, AND ELEVATIONS FOR ADDITIONAL INFORMATION ON 

DEVICE LOCATIONS PRIOR TO ROUGH-IN.
F. COORDINATE ALL WORK WITH THE OWNER'S SYSTEMS VENDORS FOR DEVICES AND WIRING FOR DATA, I.T. 

SERVICES, AND SECURITY SYSTEMS.
G. ELECTRICAL SERVICES SHALL NOT ROUTE THROUGH ANY IDF OR MDF ROOM UNLESS DIRECTLY SERVING THAT 

ROOM.
H. CONTRACTOR SHALL VERIFY CORD AND PLUG CONNECTED EQUIPMENT CORD CONFIGURATION AND PROVIDE 

MATCHING RECEPTACLE AS REQUIRED.
I. ALL RECEPTACLES WITHIN SIX FEET OF A SINK SHALL BE GFCI TYPE. DEVICES MAY NOT BE IDENTIFIED AS GFCI 

ON PLANS, BUT SHALL BE PROVIDED ACCORDING TO THE REQUIREMENT.
J. ALL SPECIAL TYPE RECEPTACLES SHALL BE NEMA 6-20R UNLESS NOTED OTHERWISE AND SHALL BE CIRCUITED 

WITH (2) #10 + (1) #10 NEUTRAL + (1) #10 GROUND. COORDINATE REQUIREMENTS WITH OWNER SUPPLIED 
EQUIPMENT PRIOR TO INSTALLATION.

K. COORDINATE INSTALLATION OF LIGHT FIXTURES WITH ARCHITECTURAL REFLECTED CEILING PLAN, 
ARCHITECTURAL ELEVATIONS, HVAC EQUIPMENT, DIFFUSERS, DUCTWORK, PIPING, SUPPORTS, AND 
STRUCTURE PRIOR TO ROUGH-IN.

L. ALL EXIT SIGNS, EMERGENCY BATTERY LIGHTING UNITS, AND LIGHT FIXTURES SHOWN WITH EMERGENCY 
BATTERY BACKUP OR INDICATED AS A NIGHT LIGHT ("NL") SHALL BE PROVIDED WITH AN UNSWITCHED "HOT" 
CIRCUIT CONDUCTOR.

M. AT LOCATIONS WITH TWO OR MORE WALL SWITCHES, ALL SWITCHES SHALL BE INSTALLED GANGED IN A 
COMMON SWITCH BOX.

N. AT LOCATIONS WHERE LIGHT SWITCHES AND ABOVE-COUNTER RECEPTACLES ARE TO BE MOUNTED 
ADJACENT TO EACH OTHER, THE DEVICES SHALL BE INSTALLED AT THE SAME HEIGHT.

O. WHERE OCCUPANCY SENSORS ARE INDICATED ON PLANS, THE ENTIRE ROOM SHALL BE COVERED.  SENSOR 
MANUFACTURER IS RESPONSIBLE FOR SENSOR LAYOUT.  ADDITIONAL SENSORS REQUIRED DUE TO LACK OF 
COVERAGE SHALL BE THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR.  PROVIDE QUANTITIES AS 
REQUIRED.  CEILING AND WALL MOUNTED SENSORS SHALL BE DUAL-TECHNOLOGY TYPE.  SENSORS SHALL 
INCLUDED ALL POWER SUPPLIES AND RELAYS NECESSARY TO CONTROL LIGHT FIXTURES IN ROOM/AREA.  
SENSORS SHALL OPERATE IN "VACANCY" MODE - MANUAL ON/AUTO OFF.

P. PROVIDE PULL STRING IN ALL EMPTY CONDUITS.
Q. CONTRACTOR TO PROVIDE ROUGH-INS ONLY FOR DATA, I.T. SERVICES, AND SECURITY SYSTEMS.  DATA, I.T. 

SERVICES, AND SECURITY SYSTEMS DEVICES AND WIRING TO BE PROVIDED BY THE OWNERS SYSTEMS 
VENDORS.
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FIRST FLOOR ELECTRIC POWER & SYSTEMS PLAN

PLAN NOTES

1 REFER TO ELECTRICAL DETAILS FOR ADDITIONAL INFORMATION FOR TV AND AV ROUGH-IN DEVICES. CONNECT
COMPLETE VIA CIRCUIT INDICATED. HEIGHT DETERMINED BY ARCHITECT.

2 FLOOR BOX TO HAVE (2) DUPLEX RECEPTACLES.  FLOOR BOX TO BE SIMILAR TO WALKER EVOLUTION SERIES
FLOOR BOX. COORDINATE LID WITH FLOOR TO BE INSTALLED. VERIFY LOCATION AND LID FINISH COLOR WITH
ARCHITECT PRIOR TO ROUGH-IN.

3 TV AT THIS LOCATION SHALL HAVE THIN CLIENT MOUNTED INSIDE TV DISPLAY BOX.  REFER TO ELECTRICAL
SCHEMATICS FOR ADDITIONAL INFORMATION.

4 RECEPTACLE ABOVE COUNTER SHALL BE LOCATED BELOW WOOD TRIM PIECE FOR WALL MURAL. VERIFY EXACT
LOCATION WITH OWNERS SIGNAGE VENDOR PRIOR TO ROUGH-IN. PROVIDE BLACK RECEPTACLE AND COVER
PLATE.

5 CAMERA PROVIDED AND MOUNTED ON WALL BY OTHERS.  PROVIDE WEATHERPROOF BOX WITH 3/4" CONDUT TO
INTERIOR CEILING SPACE. VERIFY CAMERA LOCATION WITH SECURITY SYSTEM VENDOR. PROVIDE ADDITIONAL
SUPPORT STRUCTURE AS REQUIRED FOR METAL BUILDING CONSTRUCTION.

6 CEILING MOUNTED SECURITY CAMERA PROVIDED AND INSTALLED BY OTHERS.  VERIFY CAMERA LOCATION WITH
SECURITY SYSTEM VENDOR.

7 SECURITY SYSTEM KEYPAD PROVIDED AND INSTALLED BY OTHERS. PROVIDE ROUGH-INS AND CONTROL WIRING
IN CONDUIT AS REQUIRED.  VERIFY EXACT REQUIREMENTS WITH SECURITY SYSTEM VENDER PRIOR TO
ROUGH-IN.

8 RECEPTACLE MOUNTED TO EXTERIOR OF METAL BUILDING. PROVIDE ADDITIONAL SUPPORT STRUCTURE AS
REQUIRED FOR METAL BUILDING CONSTRUCTION.

9 CIRCUIT CONNECTION TO MOTORIZES SHADES.  PROVIDE WALL CONTROL STATION, ASSOCIATED BACKBOXES
AND CONTROL WIRING IN CONDUIT AS REQUIRED. ALL MOTORIZED SHADES SHALL OPERATE TOGETHER VIA A
SINGLE WALL CONTROL STATION.

10 CARD READER AND DOOR ACCESS CONTROL EQUIPMENT AT THE DOOR.  VERIFY ELECTRICAL ROUGH-IN AND
WIRING WITH THE ACCESS CONTROL SYSTEM VENDOR. REFER TO ELECTRICAL DETAILS FOR ADDITIONAL
INFORMATION. FOR EXTERIOR MOUNTED CARD READERS, PROVIDE ADDITIONAL SUPPORT STRUCTURE AS
REQUIRED FOR METAL BUILDING CONSTRUCTION.

11 RECEPTACLE ABOVE COUNTER SHALL BE LOCATED BELOW  WALL GRAPHIC. VERIFY EXACT LOCATION WITH
OWNERS SIGNAGE VENDOR PRIOR TO ROUGH-IN.

12 DESK MONITOR AT THIS LOCATION SHALL HAVE THIN CLIENT MOUNTED INSIDE TV DISPLAY BOX. MOUNT TV
DISPLAY BOX BELOW COUNTERTOP AND ROUTE CABLES THROUGH GROMMET TO DESKTOP MONITOR.  REFER TO
ELECTRICAL SCHEMATICS FOR ADDITIONAL INFORMATION.

1 01.07.2022 ADDENDUM 1



REF. DW

M
W

UP

J

J

J

J

J
J

J J

J

J

J

J

J

J

J

J

J

J

J

J

J J J J J J J

J

J

A. REFER TO DRAWING E001 FOR ELECTRICAL SYMBOLS AND ADDITIONAL GENERAL NOTES.
B. COORDINATE ALL WORK WITH THE OWNER AND THE OTHER TRADES ON THE PROJECT.
C. REFER TO M AND P SERIES DRAWINGS FOR ADDITIONAL ELECTRICAL REQUIREMENTS.
D. PROTECT ALL FINISHES, EQUIPMENT, AND DEVICES DURING THE WORK.
E. REFER TO ARCHITECTURAL SCHEDULES, DETAILS, AND ELEVATIONS FOR ADDITIONAL INFORMATION ON 

DEVICE LOCATIONS PRIOR TO ROUGH-IN.
F. COORDINATE ALL WORK WITH THE OWNER'S SYSTEMS VENDORS FOR DEVICES AND WIRING FOR DATA, I.T. 

SERVICES, AND SECURITY SYSTEMS.
G. ELECTRICAL SERVICES SHALL NOT ROUTE THROUGH ANY IDF OR MDF ROOM UNLESS DIRECTLY SERVING THAT 

ROOM.
H. CONTRACTOR SHALL VERIFY CORD AND PLUG CONNECTED EQUIPMENT CORD CONFIGURATION AND PROVIDE 

MATCHING RECEPTACLE AS REQUIRED.
I. ALL RECEPTACLES WITHIN SIX FEET OF A SINK SHALL BE GFCI TYPE. DEVICES MAY NOT BE IDENTIFIED AS GFCI 

ON PLANS, BUT SHALL BE PROVIDED ACCORDING TO THE REQUIREMENT.
J. ALL SPECIAL TYPE RECEPTACLES SHALL BE NEMA 6-20R UNLESS NOTED OTHERWISE AND SHALL BE CIRCUITED 

WITH (2) #10 + (1) #10 NEUTRAL + (1) #10 GROUND. COORDINATE REQUIREMENTS WITH OWNER SUPPLIED 
EQUIPMENT PRIOR TO INSTALLATION.

K. COORDINATE INSTALLATION OF LIGHT FIXTURES WITH ARCHITECTURAL REFLECTED CEILING PLAN, 
ARCHITECTURAL ELEVATIONS, HVAC EQUIPMENT, DIFFUSERS, DUCTWORK, PIPING, SUPPORTS, AND 
STRUCTURE PRIOR TO ROUGH-IN.

L. ALL EXIT SIGNS, EMERGENCY BATTERY LIGHTING UNITS, AND LIGHT FIXTURES SHOWN WITH EMERGENCY 
BATTERY BACKUP OR INDICATED AS A NIGHT LIGHT ("NL") SHALL BE PROVIDED WITH AN UNSWITCHED "HOT" 
CIRCUIT CONDUCTOR.

M. AT LOCATIONS WITH TWO OR MORE WALL SWITCHES, ALL SWITCHES SHALL BE INSTALLED GANGED IN A 
COMMON SWITCH BOX.

N. AT LOCATIONS WHERE LIGHT SWITCHES AND ABOVE-COUNTER RECEPTACLES ARE TO BE MOUNTED 
ADJACENT TO EACH OTHER, THE DEVICES SHALL BE INSTALLED AT THE SAME HEIGHT.

O. WHERE OCCUPANCY SENSORS ARE INDICATED ON PLANS, THE ENTIRE ROOM SHALL BE COVERED.  SENSOR 
MANUFACTURER IS RESPONSIBLE FOR SENSOR LAYOUT.  ADDITIONAL SENSORS REQUIRED DUE TO LACK OF 
COVERAGE SHALL BE THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR.  PROVIDE QUANTITIES AS 
REQUIRED.  CEILING AND WALL MOUNTED SENSORS SHALL BE DUAL-TECHNOLOGY TYPE.  SENSORS SHALL 
INCLUDED ALL POWER SUPPLIES AND RELAYS NECESSARY TO CONTROL LIGHT FIXTURES IN ROOM/AREA.  
SENSORS SHALL OPERATE IN "VACANCY" MODE - MANUAL ON/AUTO OFF.

P. PROVIDE PULL STRING IN ALL EMPTY CONDUITS.
Q. CONTRACTOR TO PROVIDE ROUGH-INS ONLY FOR DATA, I.T. SERVICES, AND SECURITY SYSTEMS.  DATA, I.T. 

SERVICES, AND SECURITY SYSTEMS DEVICES AND WIRING TO BE PROVIDED BY THE OWNERS SYSTEMS 
VENDORS.

GENERAL NOTES
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PLAN NOTES

1 PROVIDE 480V-3P, 60A FUSIBLE DISCONNECT AT THE VAV TERMINAL BOX.  CONNECT INDICATED CIRCUIT TO VAV
TERMINAL BOX THROUGH FUSIBLE DISCONNECT SWITCH.  FUSE THE SWITCH PER VAV TERMINNAL BOX
MANUFACTURER'S RECOMMENDATIONS.

2 DISCONNECT PROVIDED BY MANUFACTURER.

3 INDOOR DUCTLESS SPLIT POWERED BY OUTDOOR UNIT.  REFER TO ROOF POWER AND SYSTEMS PLAN FOR
ADDITIONAL INFORMATION.

4 PROVIDE CABLE TRAY AS REQUIRED.

1/8" = 1'-0"
1

FIRST FLOOR MECHANICAL EQUIPMENT POWER AND SYSTEMS PLAN

1 01.07.2022 ADDENDUM 1



(1) 1" C FOR TELEVISION OUTLET 
TO ABOVE ACCESSIBLE CEILING 

OR TO JOIST SPACE.  TERMINATE 
WITH BUSHING.

FINISHED
FLOOR

ACCESSIBLE
CEILING

WALL MOUNTED 
TELEVISION MONITOR

RECESSED DISPLAY PANEL 
WALL BOX

NOTES:

1. FSR PWB-273 FOUR INCH DEEP FLAT PANEL BACKBOX, COORIDINATE HEIGHT WITH OWNER PRIOR TO INSTALLATION. 
PROVIDE COMPLETE WITH MANUFACTURER'S BLANK COVERPLATE. COORDINATE INSTALLATION WITH REQUIRED 
BLOCKING. 

2. INSTALL DUPLEX RECEPTACLE FLUSH IN TOP AND BOTTOM OF FSR BACKBOX AT THIS LOCATION.

3.   STUB CONDUIT ABOVE CEILING AND EXTEND TO NEAREST ACCESSIBLE CEILING. UTILIZE SWEEPING 90 DEGREE ELBOW 
AND INSTALL BUSHING. PROVIDE PULL STRING.

4. EXTEND (1) 3/4" CONDUIT TO SINGLE GANG BACKBOX. INSTALL RECEPTACLE AS PER FLOOR PLANS.

5. PROVIDE WOOD BLOCKING AT TV LOCATIONS.

6. OWNER PROVIDED THIN CLIENT MOUNTED INSIDE FSR BOX. PROVIDE UNIVERSAL MOUNTING BRACKET AS REQUIRED.

7. PROVIDE AND INSTALL FLAT TILT TV MOUNT.

2

1

4

(1) 3/4" CONDUIT FOR 
ELECTRICAL. 

(1) 1" CONDUIT FOR 
TELECOM TO ABOVE 
ACCESSIBLE CEILING OR TO 
JOIST SPACE.  TERMINATE 
CONDUIT WITH BUSHING.

NOTE 3

+18" A.F.F.

2

VERIFY EXACT HEIGHT OF BOX 
WITH ARCHITECT PRIOR TO 
ROUGH-IN

NOTE 5

TV

6

NOTE 7

CAT 6 BLUE PLENUM UTP 
ROUTE TO IDF. COIL 20 FEET 
ABOVE EACH CAMERA. SECURE 
COIL TO STRUCTURE.

1 PORT SURFACE 
MOUNT BOX

CEILING

CAT 6A DATA JACK TO I.T. ROOM

NOTE:
1. PROVIDE PLENUM RATED PATCH 

CORD TO CAMERA LOCATION.
2. CAMERA PROVIDED BY OTHERS
3. CONTRACTOR SHALL PROVIDE 

AND INSTALL ALL ACCESSORIES 
REQUIRED FOR A COMPLETE AND 
FUNCTIONAL SYSTEM.

SYMBOL:

FINISHED
FLOOR

PROVIDE 20-FOOT COIL OF DATA
CABLE ABOVE CEILING AT OUTLET
TO ALLOW FOR ADJUSTMENT OF
FINAL LOCATION

ACCESSIBLE
CEILING

WAP

CABLE SUPPORT ABOVE 
CELING FOR DATA CABLING.

1-PORT MODULAR JACK
HOUSING WITH ONE DATA
JACK

CAT 6A DATA JACK TO I.T. ROOM

LABELING (TYPICAL)

SYMBOLS:

RM#-X

VOICE AND DATA JACKS 
ON SINGLE-GANG 4-PORT 
FACEPLATE.  QUANTITY 
OF JACKS AS INDICATED 
ON DRAWINGS.  BLANK 
OFF ALL UNUSED PORTS.

X

1-4 DATA
OUTLETS

5-8 DATA
OUTLETS

VOICE/DATA FACEPLATE.  
SEE VOICE/DATA OUTLET 
DETAILS.

1" EMT CONDUIT WITH BUSHING STUBBED TO ABOVE 
NEAREST ACCESSIBLE CEILING ON SAME FLOOR AS 
OUTLET UNLESS OTHERWISE NOTED

VOICE/DATA FACEPLATE.  
SEE VOICE/DATA OUTLET 
DETAILS.

1" EMT CONDUIT WITH BUSHING STUBBED TO 
ABOVE NEAREST ACCESSIBLE CEILING ON SAME 
FLOOR AS OUTLET UNLESS OTHERWISE NOTED

SYMBOLS:
X

4-11/16" x 4-11/16" SQUARE X  2-1/8" DEEP 
BOX WITH DOUBLE-GANG PLASTER RING IN 
GYPSUM BOARD OR PLASTER FINISHED 
WALL.  PROVIDE 3-1/2 INCH DEEP MASONRY 
BOX IN MASONRY WALL.

4-11/16" x 4-11/16" SQUARE X  2-1/8" DEEP 
BOX WITH SINGLE-GANG PLASTER RING IN 
GYPSUM BOARD OR PLASTER FINISHED 
WALL.  PROVIDE 3-1/2 INCH DEEP MASONRY 
BOX IN MASONRY WALL.

(1) 1-1/2" CONDUIT FOR AV 
TO HALL AUDIO / VISUAL 
RACK

FINISHED
FLOOR

BOTTOM OF 
JOIST

WALL MOUNTED 
TELEVISION MONITOR

TV
RECESSED DISPLAY PANEL 
WALL BOX

NOTES:

1. FSR PWB-273 FOUR INCH DEEP FLAT PANEL BACKBOX, COORIDINATE HEIGHT WITH OWNER PRIOR TO INSTALLATION. 
PROVIDE COMPLETE WITH MANUFACTURER'S BLANK COVERPLATE. COORDINATE INSTALLATION WITH REQUIRED 
BLOCKING. 

2. INSTALL DUPLEX RECEPTACLE FLUSH IN TOP OF FSR BACKBOX AT THIS LOCATION.

3.   STUB CONDUIT ABOVE CEILING AND EXTEND TO NEAREST ACCESSIBLE CEILING. UTILIZE SWEEPING 90 DEGREE ELBOW 
AND INSTALL BUSHING. PROVIDE PULL STRING.

4. ROUTE 1-1/2" CONDUIT FROM FSR PWB-273 BACK BOX TO UNION HALL AUDIO / VISUAL RACK FOR HDMI CONNECTION TO TV. 

5. PROVIDE WOOD BLOCKING AT TV LOCATIONS.

6. PROVIDE AND INSTALL FULL MOTION ARTICULATING AND LONG EXTENSION TV MOUNT.

1

(1) 3/4" CONDUIT FOR 
ELECTRICAL. 

(1) 1" CONDUIT FOR DATA 
TO JOIST SPACE.  
TERMINATE CONDUIT WITH 
BUSHING.

2

NOTE 5

VERIFY EXACT HEIGHT OF BOX 
WITH ARCHITECT PRIOR TO 
ROUGH-IN

NOTE 3

NOTE 4

NOTE 6

COMBINATION VOICE/DATA AND 
TELEVISION OUTLET 
FACEPLATE AND CONNECTORS

(1) 1" EMT CONDUIT WITH NYLON BUSHING 
STUBBED TO EXISTING CABLE ABOVE NEAREAST 
ACCESSIBLE CORRIDOR CEILING ON SAME FLOOR 
AS OUTLET UNLESS OTHERWISE NOTED

SYMBOL:

4-11/16" x 4-11/16" SQUARE X 2-7/8" DEEP 
BOX WITH SINGLE-GANG PLASTER RING 
IN GYPSUM BOARD OR PLASTER 
FINISHED WALL.  PROVIDE 3-1/2" DEEP 
MASONRY BOX IN MASONRY WALL.

TRAPEZE SUPPORTS

NOTES: 
1. ALLOW FOR A MINIMUM OF 12" CLEAR 

VERTICAL SPACE ABOVE THE CABLE 
TRAY.

2. INSTALL WITH AT LEAST 3" OF CLEAR 
VERTICAL SPACE ABOVE THE CEILING 
TILES. ALLOW 6" OF CLEAR SPACE ON 
EACH SIDE.

3. LOCATE SUPPORTS ON 4' TO 5' 
CENTER TO ADEQUATELY SUPPORT 
AND DISTRIBUTE CABLE WEIGHT.

4. NO CABLES WITH THE EXCEPTION OF 
TELECOMMUNICATIONS MAY BE 
PLACED IN THE CABLE TRAY.

5. CONTRACTOR SHALL CONFIRM 
CABLE TRAY FILL TO DETERMINE 
LOAD CAPACITY OF THE SYSTEM.

WIRE MESH CABLE TRAY 12" W X 
4" D

ALL-TREAD SUPPORT TO 
STRUCTURE ABOVE

arcDESIGN PROJECT NUMBER:

DATE:

DRAWING TITLE:

DRAWING NUMBER:

REVISIONS:

DRAWN BY:

CLIENT PROJECT NUMBER:

201 N. Delaware Street, Suite B
Indianapolis, IN  46204

317.951.9192 T  |  317.951.9194 F
www.arcdesign.us

This drawing and its contents are the property
of arcDESIGN P.C., and shall not be

reproduced in whole or in part by any means,
mechanical or electronic, without express

written permission of arcDESIGN.

C
:\
U

s
e
rs

\j
w

a
lk

e
\D

o
c
u
m

e
n
ts

\2
1
1
0
2
 -

 L
iU

N
A

 L
o
c
a
l 
1

2
0
_
G

E
G

_
jw

a
l k

e
@

g
e
n
e
s
is

-e
n
g
in

e
e
ri
n
g

. c
o
m

.r
v
t

1
/7

/2
0
2
2
 1

1
:0

0
:4

4
 A

M

L
iU

N
A

 L
o

c
a

l 
1

2
0

E902

ELECTRICAL
DETAILS

21102

12.21.2021

BID SET

C
O

R
P

O
R

A
T

E
 C

A
M

P
U

S

5
4

4
0

 L
A

F
A

Y
E

T
T

E
 R

D
.

IN
D

IA
N

A
P

O
L

IS
, 

IN

JAW

NO SCALE
5

TYPICAL TV MONITOR INSTALLATION DETAIL

NO SCALE
4

CEILING MOUNTED CAMERA

NO SCALE
3

TYPICAL WIRELESS ACCESS POINT (WAP) DATA OUTLET DETAIL

NO SCALE
2

VOICE AND DATA OUTLET FACEPLATE DETAIL

NO SCALE
1

VOICE AND DATA OUTLET DETAIL - FLUSH IN NEW WALLS

NO SCALE
6

TYPICAL UNION HALL TV MONITOR INSTALLATION DETAIL

NO SCALE
7

COMBINATION VOICE/DATA AND TELEVISION OUTLET DETAIL

NO SCALE
8

CABLE TRAY DETAIL
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11'

11'

11'

REF. DW

M
W

UP

UP

SYMBOL / LINETYPE
DESCRIPTION

1 HR FIRE / SMOKE BARRIER

1 HR FIRE BARRIER

LIFE SAFETY PLAN LEGEND

2 HR FIRE BARRIER

2 HR FIRE / SMOKE BARRIER

SMOKE PARTITION (NON RATED)

NON RATED WALL

NOTE: SUFFICE READING 'EX' AFTER ANY SYMBOL INDICATED IS AN EXISTING DEVICE TO REMAIN

NOTE: DOORS MARKED WITH THE "EXIT" INDICATOR SHALL HAVE AN ADA COMPLIANT EXIT SIGN 
ADJACENT TO THE EXIT DOOR. SEE ACCESSIBLE SIGN DETAIL. SEE ELECTRICAL DOCUMENTS 
FOR LOCATIONS OF ILLUMINATED EXIT SIGNS.

NOTE: ALL NEW FIRE/SMOKE RATED WALLS TO BE PERMANENTLY IDENTIFIED WITH SIGNS OR 
STENCILING IDENTIFYING THE SPECIFIC WALL RATING.  IDENTIFICATION SHALL BE LOCATED 
ABOVE SUSPENDED CEILING SYSTEMS, WITHING 15 FEET OF THE END OF EACH WALL AND AT 
INTERVALS NOT EXCEEDING 30 FEET ALONG THE WALL, AND INCLUDE LETTERING NOT LESS 
THAN 3" IN HEIGHT WITH A MINIMUM 3/8 INCH STROKE IN A CONTRASTING COLOR.  

FIRE EXTINGUISHER CABINETFEC

SMOKE COMPARTMENT WALL

SUITE BOUNDARY WALL

PLAN HATCHES

EXIT CORRIDOR SUITE

EXIT ENCLOSURE ASSEMBLY

SYMBOLS

EXIT A
EXIT DOOR

EXIT ACCESS TRAVEL DISTANCE

COMMON PATH OF TRAVEL DISTANCE

SMOKE COMPARTMENT TRAVEL DISTANCE

FIRE EXTINGUISHER CABINET W/ HOSE CONNECTIONFEH

FIRE EXTINGUISHER - WALL MOUNTEDFE

FIRE ALARM PANELFAP

EMERGENCY KEY BOXEKB

EXIST. NEW

PROJECT DATA

Project Description:
New corporate office building and site. The office building will include spaces for meetings, training, and 
administrative functions for Union Members.

Project Location:
5440 Lafayette Rd. Indianapolis, Indiana

Future Tenant: 
Laborers International Union of North America Local Union 120.

Scope of Work: 
Construction of a new corporate office building and site.

Building Owner:
LiUNA Local 120, Mr. James “Ward” Daniels, Business Manager
1520 East Riverside Drive Indianapolis, Indiana, 46202
Phone: (317) 634-8551, Email:  HYPERLINK "mailto:laborers120@laborers120.com" laborers120
@laborers120.com

Building Department(s):
State of Indiana, Department of Homeland Security, Office of Fire and Building Services
City of Indianapolis, Department of Business and Neighborhood Services

Governing Codes:
2014 Indiana Building Code (IBC, 2012 Edition, as amended)
2014 Indiana Fire Code (International Fire Code, 2012 Edition, as amended).

NFPA 72 - National Fire Alarm Code
NFPA 101 - Life Safety Code

2014 Indiana Mechanical Code (International Mechanical Code, 2012 Edition, as amended)/
2012 Indiana Plumbing Code
2010 Indiana Energy Code (Energy Standard for Buildings Except Low-Rise Residential Buildings 

ANSI/ASHRAE 90.1, 2007 Edition, as amended).
2009 Indiana Electrical Code (NFPA 70 – National Electrical Code, 2008 Edition, as amended).  

Building Data:

Occupancy: 
B – Office, A3 - Assembly

Applicable No. of Stories:
1 Story

Type of Construction:
Type IIB (Steel-Framed, Non-Combustible, Non-Protected)

Gross Area:
Approximately 19,000 SF

Tabular Area:
Table 503 – Type IIB, B Occupancy: 3 Stories, 23,000 SF per story.
Table 503 – Type IIB, A3 Occupancy: 2 Stories, 9,500 SF per story.

Allowable Area: 

506.1 – Frontage + Sprinkler = 45,125 SF
506.2 – Frontage Increase: 75% or 16,625 SF
506.3 – Sprinkler Increase: 300% or 28,500 SF

Occupant Load:
To Be Determined per Chapter 10 Occupancy Load Factors by Room Use.

Egress Travel Distance:
Table 1014.3 – Common Path of Egress Travel: 100 LF.
Table 1016.2 – Increase with sprinkler: 300 LF.
Table 1018.2 – Minimum Corridor Width: 44 inches
1018.4 – Dead Ends Limited to 50 feet.
1018.5.1 – Return Air Plenum Permitted

Egress Doorway:
Table 1015.1 – One Exit for Occupant Load of 49 or less. 2 Exits required for Assembly use for Occupant 
Loads exceeding 49.
1008.1.2 – Doors shall swing in the direction of egress where serving a Room or Area containing an 
Occupant Load of 50 or more persons.

Egress Hardware:
1008.1.10 – Panic and Fire Exit Hardware. Doors serving Rooms or Spaces with an Occupant Load of 50 
or more in a Group A or E Occupancy shall not be provided with a latch or lock unless it is Panic Hardware 
or Fire Exit Hardware.

Exit Signage:
Required.

Fire Sprinklers:
Allowable area is achieved by an Automatic Fire Suppression System (Sprinklers) designed in compliance 
with NFPA 13.

Fire Separation:
1018.1 – No corridor fire resistance required with sprinkler.
No fire resistance rating required between Assembly and Office Room or Area uses due to no-separated 
use classification of the building as Assembly A3.

Fire Resistive Doors:
Not required in walls with no fire-resistance rating requirement.

Fire Alarm:
Provided.

Building Envelope Performance
General:

The building will utilize a pre-engineered metal building system (Metal Building) and is planned to comply 
with the minimum requirements for thermal performance prescribed by the Code.

Energy Code:
2010 Indiana Energy Code / ASHRAE 90.1 (2007) Standard
Location: Indianapolis, Indiana Zone 5a (Table B1)
Building Classifications: Nonresidential, Metal Building

Minimum Requirements for Opaque Elements, Table 5.5.5:
Roofs: U-0.065, R-19.0 (No requirement for c.i.)
Walls, Above-Grade: U-0.113, R-13.0 (No requirement for c.i.)
Walls, Below-Grade: Not Applicable.
Slab-On-Grade Floors: Unheated, Insulation Minimum R-Value-NR (No Requirement)
Opaque Doors: 

Swinging: U-0.700
Non-Swinging: U-0.500

Vertical Glazing:
Metal Framed Curtain/Storefront Walls: U-0.45, SHGC-0.40
Metal Framed Entrance Doors: U-0.80, SHGC-0.40

Climactic Design Criteria

US and US Territory Climatic Date (Table D-1) for Indianapolis, Indiana
Heating Design Temperature: -3 degrees F
Cooling Design Temperature: 

Dry-Bulb: 88 degrees F
Wet Bulb: 74 degrees F

1. ALL PENETRATIONS OF FIRE RATED ASSEMBLIES, INDICATED ON THIS SHEET (OR ELSEWHERE), ARE TO BE 
PROTECTED, SEALED OR DAMPERED WITH LISTED COMPONENTS IN ACCORDANCE WITH THE BUILDING CODE.

2. CONTRACTOR SHALL VERIFY ALL WALL AND FLOOR/CEILING SYSTEMS TO BE PENETRATED, THE PENETRATING ITEMS 
AND THE FIRESTOPPING DESIGNS.  IF THE PENETRATING CONDITIONS DO NOT MATCH THE SUGGESTED FIRESTOP 
SYSTEMS LISTED IN THE SPECIFICATIONS, THE CONDITIONS AND A RECOMMENDED FIRESTOP DESIGN MUST BE 
SUBMITTED TO THE ARCHITECT FOR REVIEW AND APPROVAL PRIOR TO INSTALLATION.

3. CABLES AND WIRES WITH AND WITHOUT COMBUSTIBLE JACKETS AND COMBUSTIBLE AND NON-COMBUSTIBLE PIPES, 
TUBES, CONDUITS AND VENTS WHICH PENETRATE A FIRE RATED WALL, FLOOR/CEILING ASSEMBLY, ROOF/CEILING 
ASSEMBLY OR A SINGLE MEMBRANE THAT IS AN INTEGRAL COMPONENT OF THE ASSEMBLY, SHALL BE 
FIRESTOPPED.

4. OPENINGS FOR STEEL ELECTRICAL OUTLET BOXES THAT DO NOT EXCEED 16 SQ. IN. ARE PERMITTED.  LARGER 
OUTLET BOXES THAT HAVE BEEN TESTED AND LABELED FOR USE IN THE FIRE RATED ASSEMBLE ARE ALSO 
PERMITTED.

5. OUTLET BOXES ON OPPOSITE SIDES OF A RATED WALL ASSEMBLY SHALL BE SEPARATED BY A HORIZONTAL 
DISTANCE OF 24 INCHES UNLESS THE OUTLET BOXES ARE TESTED AND LABELED FOR USE IN THE FIRE RATED 
ASSEMBLY.

6. CABLES, WIRES, CONDUITS, TUBES AND PIPES THAT PENETRATE A FLOOR/CEILING OR ROOF/CEILING ASSEMBLY 
SHALL HAVE AN "F" AND "T" RATING NOT LESS THAN THE ASSEMBLY PENETRATED.  "T" RATINGS ARE NOT REQUIRED 
WHERE PENETRATIONS ARE CONTAINED WITHIN A CHASE WALL OR WHERE PIPES, TUBES AND CONDUITS ARE NOT 
IN DIRECT CONTACT WITH COMBUSTIBLE MATERIALS.

7. WHERE INDICATED IN THE FIRESTOPPING SCHEDULE TOP OF WALL AND BOTTOM OF WALL JOINTS TO BE ON BOTH 
SIDES UNLESS OTHERWISE INDICATED.

GENERAL FIRESTOPPING NOTES

PATH OF TRAVEL: 137'

ANTIC.

LOAD

8,009 SF

A-3

400

ANTIC.

LOAD

11,078 SF

B

111

EKB

FEC

FEC

FE

FE

FEC

FE

FEC

FE

EXIT

EXIT

EXIT

E
X

IT

E
X

IT
E

X
IT

EXIT

EXIT

MOCK UP STUD WALL

WALL RATING

5/8" TYPE X GYPSUM BOARD

TAPE

LISTED FIRE STOPPING SYSTEM

ITEM TYPE, MATERIAL, & SIZE
OR RANGE OF SIZES

PENETRATING ITEM

LISTED SYSTEM NO. FROM 
MFG.& REQUIRED ID TAG

1' - 4"

1
' -

 0
"

3' X 8'  STUD MOCK UP WALL

NOTE: ONE PENETRATION AND FIRESTOPPING SYSTEM 
PER PANEL ACTUAL WALL CONSTRUCTION MAY BE USED 
AND REMAIN IN PLACE FOLLOWING REVIEW AND  
ACCEPTANCE BY ARCHITECT OR STI FIRESTOP 
REPRESENTATIVE.
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FIRESTOPPING SCHEDULE

TYPE LOCATION TOP OF WALL
BOTTOM OF

WALL

THROUGH
PENETRATIONS,

NON-COMBUSTIBLE PIPES
TUBES OR CONDUITS

THROUGH PENETRATIONS,
COMBUSTIBLE PIPES, TUBES

OR CONDUITS
THROUGH PENETRATIONS, METAL

DUCTWORK (MIN. 26 GA)
MEMBRANE

PENETRATIONS
1 HR RATED FIRE BARRIER INCIDENTAL/SPECIAL HAZARD

ROOM SEPARATION WALLS
REF. DETAIL ON
SHEET A010

FIRE SEALANT FIRE SEALANT ONE HOUR LISTED
THRU-PENETRATION SYS. (SEE SPECS)

FIRE SEALANT AT DUCTS W/O DAMPERS (SEE
MECH. FOR DAMPERS)

SAME AS THROUGH
PENETRATIONS

1 HR RATED
ROOF/CEILING SYSTEM

FLAT & PITCHED ROOF/CEILINGS N/A N/A FIRE SEALANT ONE HOUR LISTED
THRU-PENETRATION SYS. (SEE SPECS)

FIRE SEALANT AT DUCTS W/O DAMPERS (SEE
MECH. FOR DAMPERS)

SAME AS THROUGH
PENETRATIONS

OCCUPANCY TABULATION

NAME AREA

OCCUPANCY REQ'D EXIT WIDTH

FUNCTION TYPE OLF CALC. LOAD ANTIC. LOAD STAIRS * .3 OTHER * .2
1ST FLOOR

A-3 8,009 SF ASSEMBLY -
UNCONCENTRATED

NET 15 534 400 160 1/4" 106 3/4"

B 11,078 SF BUSINESS AREAS GROSS 100 111 111 33 1/4" 22 1/4"

1ST FLOOR 19,087 SF 511 193 1/2" 129"

TOTAL BUILDING: 19,087 SF 511 193 1/2" 129"

1/8" = 1'-0" REF:  5E / A121

LIFE SAFETY PLAN - FIRST FLOOR1

EXIT SUMMARY
TYPE DOOR NO. EXIT WIDTH EXIT FACTOR CAPACITY

EXTERIOR DOORS (PAIR) 133a 69" 0.2 345

EXTERIOR DOORS (PAIR) 101a 69" 0.2 345

EXTERIOR DOORS (PAIR) 135a 69" 0.2 345

EXTERIOR DOORS (PAIR) 135b 69" 0.2 345

EXTERIOR DOORS (PAIR) 006 34" 0.2 170

EXTERIOR DOORS (PAIR): 5 310" 1550

INTERIOR DOOR 004 34" 0.2 170

INTERIOR DOOR 002 34" 0.2 170

INTERIOR DOOR: 2 68" 340

INTERIOR DOORS (PAIR) 133b 69" 0.2 345

INTERIOR DOORS (PAIR) 001a 69" 0.2 345

INTERIOR DOORS (PAIR) 101b 69" 0.2 345

INTERIOR DOORS (PAIR): 3 207" 1035

585" 2925

FIRESTOPPING PENETRATION MOCKUP PANEL

1 01.07.2022 Addendum 1: Bid Set

INCIDENTAL USE:
ELECTRICAL ROOM

WITH TRANSFORMER 
EXCEEDING 112.5kVA

(1-HOUR PER NEC 
ARTICLE 450)

1

1

1



H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

REF. DW

M
W

UP

H
4041

H
4041H

4041

H
4041

H
4041

H
4041H

4041

H
4041

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1H
4

0
4

1
H

4
0

4
1

H
4

0
4

1
H

4
0

4
1

H
4

0
4

1

1 943

D

A

5 6 82 7

C

B1

FTR-A FTR-A FTR-A

FTR-A FTR-C

FTR-D

FTR-C

FTR-B FTR-A

UH-A
EWH-A

T

C

T

C

C

T

T

T

T

T
T

T

T

C

T

C

T

T

T

TT
C

T

T

T

T

1

2

E2- 750 E2- 450

E1- 50

E1- 75

E3- 150

E1- 50

E3- 150

20
"ø 20

"ø

24
"ø 24

"ø

26
"ø

26
"ø

16
"ø

16
"ø

26
"x

20
"

40
"x

22
"

16"ø 10"ø

12"ø

14
"ø

20"ø

8"x8"

8"x8"

6"x6"

6"x6"

6"x6"

D3- 380

D3- 380D3- 380

D3- 380

D3- 380

14"ø

R1 R1

D2- 140

D2- 150 D2- 150

D2- 150D2- 150 D1- 120

D2- 230

D2- 230

D2- 150

D2- 150

D1- 100

D2- 190

D1- 110

D2- 135

CUH-A
CUH-A

D2- 160

D2- 260

D2- 260

D2- 265
D2- 265

D3- 355 D3- 355

D3- 355

D3- 355

D2- 140

D2- 140

D2- 200

D1- 130

D2- 195 D3- 195

D1- 60

D2- 195 D2- 195

D1- 90D1- 50

D2- 230

D2- 230

D2- 240

D2- 175

D2- 175

D2- 230

D2- 275 D2- 275

D1- 100
D1- 100

D1- 50

20
"x

18
"

16"ø 12"ø

10"ø

10"ø

8"ø

6"ø

6"ø

6"ø
8"ø

12"ø

8"ø

8"ø

16"x15"

12"ø

12"ø10"ø

10"ø

8"ø
8"ø

12"ø
12"ø12"ø

8"ø
8"ø

12"ø

12"x10"

8"x10"

6"ø

8"ø

8"ø

R1

R1

R1

R1

R1

R1

R1

R110"ø

8"ø

8"ø

R1

R1

8"ø

10"ø

8"ø

8"ø6"ø
6"ø

R1

R1
R1

R1

D2- 165

8"ø

12"x10"
8"ø

6"ø 8"ø

10"ø

8"ø

8"ø

6"ø

10"ø

6"ø 6"ø

8"ø

12"x10"

8"ø

10"ø

10"ø

8"ø 8"ø

6"ø

10"ø

12"ø6"ø

6"ø

14"x12" R1

R1

R1

R1

R1 R1

R1

R1

16"x14"

8"x8"

16"ø

12"ø

DL- 600 DL- 600 DL- 600

DL- 600DL- 600DL- 600 DL- 600

DL- 600

DL- 600 DL- 600 DL- 600 DL- 600

DL- 600DL- 600DL- 600DL- 600

1

2

3

4

7

8

6

1

2

6

5

DS-2

DS-1

T

10"ø

10"ø 10"ø10"ø10"ø

14"ø

VAV-2

VAV-4

VAV-14

VAV-15

VAV-3

VAV-5

VAV-1

VAV-17

VAV-18

VAV-16

VAV-11

VAV-6

VAV-9

6"ø

VAV-13

VAV-12

VAV-10
VAV-8 VAV-7

8"ø

10 TYP.

R1

D3- 400

ø8"

10"ø

8"ø

8"ø

8"ø

10"ø

9

(TYP.)

12

11

R2

R2

R2

R2

13

13

R1

R1

R1

D1- 100

D2- 140

8"ø

R2

R2 14
R2

3

D2- 160

8"ø 8"ø

6"ø

A. CEILING RETURN GRILLES SHALL HAVE SOUND TRAP REFER TO DETAIL 7 ON H901.

B. PROVIDE BALANCE DAMPER FOR EACH SUPPLY AND EXHAUST BRANCH DUCT.

C. ALL THERMOSTATS AND SENSORS SHALL BE MOUNTED 48" ABOVE FINISHED FLOOR TO TOP OF 
SENSOR..

D. PROVIDE 1" ELASTOMERIC INTERNAL LINING FOR 5' DOWN STREAM OF TERMINAL UNITS.  

E. ALL DUCT DIMENSIONS SHOWN ARE FREE AREA.
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1

FIRST FLOOR HVAC PLAN

PLAN NOTES

1 SUPPLY DROP TO HAVE 2" RIGID SOUND BOARD AND 2" EXTERNAL MASS LOADED VINYL WRAP
RIGID FOR 15' OF DUCT MAIN.

2 RETURN AIR DUCT SHALL HAVE 2" RIGID SOUND BOARD AND 2" EXTERNAL MASS LOADED VINYL
WRAP FOR RETURN DUCT.

3 MOUNT WALL MOUNT SPLIT UNT ABOVE DOOR.

4 TEMPERATURE CONTROL PANEL LOCATION.

5 MOUNT HIGH CAPACITY DRUM LOUVER 45 DEGREE DOWN FROM HORIZONTAL TO DIRECT
AIRFLOW TO OCCUPIED SPACE.

6 RETURN AIR OPENING 48" X 24" ON TOP OF DUCT. COVER OPENING WITH HARDWARE CLOTH
GRILLE.

7 RETURN AIR OPENING 60" X 36". COVER OPENING WITH HARDWARE CLOTH GRILLE.

8 1" ELASTOMERIC LINING AND 2" EXTERNAL MASS LOADED VINYL WRAP RIGID FOR 15' OF DUCT
MAIN SUPPLY.

9 MOUNT UNIT HEATER 9' ABOVE THE FINISHED FLOOR. ANGLE HEATER TO BLOW ACROSS THE
ROOMS TOWARDS THE ENTRY DOOR.

10 REFER TO ARCHITECTURAL DRAWINGS FOR INSTALLATION LOCATION OF FINNED TUBE
RADIATION  IN SILL AT STOREFRONT WINDOWS.

11 8"X8" UP TO EF-1.

12 16"X16" UP TO EF-2.

13 14"X14" GRILLE IN WALL 2' AFF ON BOTH SIDES OF WALL TO PERMIT TRANSFER AIR.

14 14"X14" GRILLE IN WALL 2' AFF FROM PODIDUM SIDE OF WALL TO PERMIT TRANSFER AIR.

1 01.07.2022 ADDENDUM 1
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A. FIELD ROUTE REFRIGERANT PIPING ACCORDING TO MANUFACTURERS WRITTEN INSTRUCTIONS.   
COORDINATE WITH OTHER DISCIPLINES AS REQUIRED.

B. REFRIGERANT EQUIPMENT MANUFACTURER IS RESPONSIBLE FOR REFRIGERANT LINE SIZING.

C. THE CONTRACTOR SHALL BE RESPONSIBLE TO PROVIDE TO THE MANUFACTURER AND THE 
MANUFACTURER REPRESENTATIVE THE EXACT PIPE ROUTING FOR THE REFRIGERANT PIPING 
SYSTEMS.  THE CONTRACTOR SHALL ALSO BE REQUIRED TO PROVIDE ALL (AS IT RELATES TO ANY 
PIPE FITTINGS AND ACCESSORIES) REQUIRED BY THE MANUFACTURER AND THE MANUFACTURERS 
REPRESENTATIVE TO ALLOW THE SYSTEM TO BE SIZED TO ENSURE PROPER OPERATION OF THE 
SYSTEMS.  THE MANUFACTURER AND THE MANUFACTURERS REPRESENTATIVE SHALL BE 
RESPONSIBLE TO PROVIDE ALL REFRIGERANT PIPE SIZE, REQUIRED REFRIGERANT QUANTITY, 
INCLUDING ANY ADDITIONAL REFRIGERANT NECESSARY IN ORDER TO PROVIDE THE CORRECT 
CHARGE WITHIN THE SYSTEM.

D. ALL ROOFTOP EQUIPMENT SHALL BE PLACED MORE THAN 10' FROM THE ROOF EDGE.
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FIRST FLOOR HVAC PIPING PLAN

PLAN NOTES

1 1-1/4" CONDENSATE FROM WALL MOUNT FAN COIL UNIT. ROUTE CONDENSATE TO FLOOR DRAIN
IN MECHANICAL ROOM. PROVIDE 1" AIR GAP.  COORDINATE WITH FLOOR DRAIN LOCATION.

2 1-1/4" CONDENSATE FROM WALL MOUNT FAN COIL UNIT. ROUTE CONDENSATE TO FLOOR SINK OR
MOP BASIN. PROVIDE 1" AIR GAP.  COORDINATE WITH MOP SINK PLUMBING FIXTURE.

3 REFRIGERANT PIPING UP TO ROOF.

4 PUMPED CONDENSATE FROM WALL MOUNTED FAN COIL UNIT ROUTED ABOVE CEILING.

1 01.07.2022 ADDENDUM 1

1



AIR HANDLING UNIT SCHEDULE

U
N

IT

TAG RTU-1 RTU-2 RTU-3

MANUFACTURER TRANE TRANE TRANE

MODEL YCD360BE**6B2ED4A0 YHD180G4RVD**F6C1C206B00EA1A YHD180G4RVD**F6C1C206B00EA1A

WEIGHT (LBS) 4,695 2,698 2,698

E
L

E
C

MCA 78.45 35 35

VOLTS-PH-HZ 460/60/3 460/60/3 460/60/3

DISCONNECT BY EC BY EC BY EC

S
U

P
P

L
Y

HP 10 3 3

TOTAL CFM 10,000 4,800 4,800

MAX/MIN OA CFM 2000/1305 1560/600 1560/600

EXTERNAL STATIC 2" 1.5" 1.5"

E
X

H

HP 1 1 1

TOTAL CFM 8,110 4,800 4,800

EXTERNAL STATIC 0.5 0.5 0.5

C
O

O
L
IN

G
 C

O
IL

EADB (°F) 79.8 81.6 81.6

EAWB (°F) 66.5 67.7 67.7

LADB (°F) 55.6 55.0 55.0

LAWB (°F) 54.9 55.0 55.0

TOTAL CAPACITY (MBH) 354 178.1 178.1

SENSIBLE CAPACITY (MBH) 264 123.0 123.0

EVAOPORATOR FACE VELOCITY (FPM) 315 450 450

H
E

A
T

IN
G

HEATING STAGES 2 2.5:1 2.5:1

HEATING INPUT (MBH) 350 350 350

HEATING OUTPUT (MBH) 280 280 280

EADB (°F) 51 43.6 43.6

LADB (°F) 76 97.4 97.4

N
O

T
E

S

1,2,3,4,6,7,8,9,10 1,2,3,4,5,6,7,8,9,10 1,2,3,4,5,6,7,8,9,10

NOTES:

1 0-100% ECONOMIZER AND POWER EXHAUST

2 STAINLESS STEEL DRAIN PAN

3 DOUBLE WALL CONSTRUCTION

4 4" MERV 13 FILTERS

5 MODULATING HOT GAS REHEAT FOR DEHUMIDIFICATION

6 EXHAUST AND SUPPLY AIR SMOKE DETECTORS INSTALLED AND WIRED BY FIRE ALARM CONTRACTOR

7 PROVIDE ROOF CURB FOR SLOPED ROOF AND MATCH RIBBED PRE-ENGINEERED MEAL BUILDING, COORDINATE WITH
ARCHITECTURAL, STRUCTURAL,
AND PRE-ENGINEERED BUILDING MANUFACTURER.

8 NATURAL GAS PRE-HEAT COIL

9 DESING CONDITIONS: SUMMER: 95DEGF/76DEG F   WINTER:-10DEGF

10
VFD PROVIDED BY MANUFACTURER

DIFFUSER AND GRILLE SCHEDULE

TAG NOM SIZE NECK MAX NC TYPE MFR MODEL FINISH NOTES

D1 24 x 24 6"∅ 20 SQUARE PLAQUE DIFFUSER PRICE SPD WHITE 1 , 2

D2 24 x 24 8"∅ 20 SQUARE PLAQUE DIFFUSER PRICE SPD WHITE 1 , 2

D3 24 x 24 10"∅ 20 SQUARE PLAQUE DIFFUSER PRICE SPD WHITE 1 , 2

DL-1 30 x 10 - 20 HIGH CAPACITY DRUM LOUVER PRICE HCD WHITE 1 , 2, 4

E1 6 x 6 - 20 SINGLE DEFLECTION PRICE 530 WHITE 1 , 2, 3

E2 14 x 14 - 20 SINGLE DEFLECTION PRICE 530 WHITE 1 , 2, 3

E3 8 x 8 - 20 SINGLE DEFLECTION PRICE 530 WHITE 1 , 2, 3

R1 24 x 12 - 20 EGGCRATE GRILLE PRICE 80 WHITE 1 , 2

R2 14 x 14 - 20 SINGLE DEFLECTION PRICE 530 WHITE 1 , 2, 3

NOTES:

1. CONFIRM FINAL FINISHES WITH ARCHITECT.

2. PROVIDE FRAME STYLE APPROPRIATE FOR CEILING TYPE (I.E. LAY-IN, SURFACE MOUNT, SIDEWALL, ETC.) REFER TO DRAWINS AND ARCHITECTURAL CEILING
PLANS FOR LOCATIONS. COLOR AND FINISH TO BE APPROVED BY ARCHITECT.

3. 45 DEGREE DEFLECTION PATTERN.

4. HEAVY DUTY OPPOSED BLADE DAMPER.

DUCTLESS SPLIT SYSTEM

SCHEDULE

U
N

IT

TAG - INDOOR UNIT DS-1 , DS-2

TAG - OUTDOOR UNIT CU-1 , CU-2

QUANTITY 2

MANUFACTURER TRANE

INDOOR MODEL TPKA0A0181HA70A

OUTDOOR MODEL TRUZA018KA70NA

NOMINAL TON 1.5

INDOOR UNIT WEIGHT 29

OUTDOOR UNIT WEIGHT 100

E
L

E
C

V-PH-HZ 208-1-60

INDOOR MCA 1

OUTDOOR MCA 11

OUTDOOR MOCP 28

DISC EC

SEER 18.5

N
O

T
E

S

1,2,3,4

NOTES:

1 LOW AMBIENT KIT. INCLUDING AIR GUIDE FOR LOW AMBIENT COOLING
AND
HAIL GUARDS.

2 SCHEDULED UNITS HAVE SINGLE POWER SUPPLY TO OUTDOOR UNIT WITH
FEEDER TO INDOOR UNIT.  SOME MFR USE MAIN POWER TO EACH UNIT.
COORDINATE WITH EC.

3 PROVIDE 18" SUPPORT STAND FOR SLOPED ROOF, COORDIANTE
ARCHITECTURAL AND STRUCTURAL DRAWINGS.

4 PROVIDE CONDENSATE PUMP FOR INDOOR UNIT SIMILAR TO BLUE DIAMOND
CONDENSATE PUMP WITH RESERVIOR AND SENSOR.

FAN SCHEDULE

U
N

IT

TAG EF-1 EF-2

MANUFACTURER GREENHECK GREENHECK

MODEL G-095-VG G-120-VG

WEIGHT 29 48

E
L

E
C

V-PH-HZ 120-1-60 120-1-60

HP 1/6 1/2

DISCONNECT MFR MFR

F
A

N CFM 350 1,330

EXTERNAL STATIC PRESSURE .5" .75"

NOTES 1, 2 1, 2

NOTES:
1. PROVIDE 18" ROOF CURB

2. INTEGRAL BACKDRAFT DAMPER

FINNED TUBE RADIATION SCHEDULE

U
N

IT

TAG FTR-A FTR-B FTR-C FTR-D

MANUFACTURER QMARK QMARK QMARK QMARK

MODEL DBA DBA DBA DBA

COLOR CLEAR ANODIZED ALUMINUM CLEAR ANODIZED ALUMINUM CLEAR ANODIZED ALUMINUM CLEAR ANODIZED ALUMINUM

H
E

A
T

IN
G ENTERING AIR TEMPERATURE (ºF) 70 70 70 70

LENGTH 6 4 3 5

OUTPUT LINEAR FOOT (BTUH/FT) 512 512 512 512

E
L

E
C

TOTAL LOAD (W) 900 600 450 750

VOLTAGE 120 120 120 120

PHASE 1 1 1 1

DISCONNECT BY MFR BY MFR BY MFR BY MFR

N
O

T
E

S

1,2,3,4,5 1,2,3,4,5 1,2,3,4,5 1,2,3,4,5

NOTES:

1 PROVIDE SINGLE-POINT POWER CONNECTION WITH DISCONNECT

2 CONTROLS CONTRACTOR SHALL PROVIDE SINGAL TO ENABLE/DISABLE.  FINNED TUBE MANUFACTURER SHALL
PROVIDE ALL SAFETIES REQUIRED FOR OPERATION.

3 CONFRIRM FINAL COLOR AND FINISH WITH ARCHITECT

4 UNIT HEIGHT SHALL BE 7". CABINET SHALL HAVE A LINEAR GRILLE ON THE FRONT OF ENCLOSURE FOR INLET AND
A LINEAR GRILLE ON THE TOP DISCHARGE.

5 PROVIDE CONTINUOUS GRILLE ALONG WALL TO FIT BETWEEN STRUCTURAL COMPONENTS ALONG GLASS
STOREFRONT WINDOWS.  FINNED TUBE SHALL BE
INSTALLED SILL HEIGHT REFER TO ARCHITECTURAL DRAWINGS
FOR INSTALLATION LOCATION.

UNIT HEATER SCHEDULE

U
N

IT

TAG EWH-A UH-A CUH-A

MANUFACTURER QMARK QMARK QMARK

MODEL AWH4408 MUH0581-PRO CDF558

COLOR WHITE - NORTHERN WHITE

E
L

E
C

V-PH-HZ 208-1-60 208-1-60 208-1-60

KW 2 5 5

DISCONNECT BY MFR BY MFR BY MFR

N
O

T
E

S

1, 2, 3 6 3, 4, 5, 7

NOTES:

1 INTEGRAL THERMOSTAT

2 SURFACE MOUNTING FRAME

3 CONFIRM FINAL COLOR AND FINISH WITH ARCHITECT

4 CEILING MOUNTED

5 PROVIDE TAMPERPROOF LOCKS

6 PROVIDE MANUFACTURER MOUNTING BRACKET. SIMILAR TO QMARK B10

7 STAGE HEATING

VAV BOX SCHEDULE
TAG MANUFACTURER/MODEL MAX CFM MIN CFM INLET OUTLET KW V-PH-HZ NOTES

VAV-01 PRICE SDV-10 740 255 10∅ 14/12.5 3.5 480-3-60 1,2

VAV-02 PRICE SDV-14 2000 550 14∅ 20/17.5 6.5 480-3-60 1,2

VAV-03 PRICE SDV-08 580 250 8∅ 12/10 3.5 480-3-60 1,2

VAV-04 PRICE SDV-12 1050 555 12∅ 16/15 7.5 480-3-60 1,2

VAV-05 PRICE SDV-08 400 400 8∅ 12/10 5 480-3-60 1,2

VAV-06 PRICE SDV-10 700 240 10∅ 14/12.5 3 480-3-60 1,2

VAV-07 PRICE SDV-08 350 125 8∅ 12/10 1.5 480-3-60 1,2

VAV-08 PRICE SDV-06 230 125 6∅ 12/8 1.5 480-3-60 1,2

VAV-09 PRICE SDV-08 365 365 8∅ 12/10 4.5 480-3-60 1,2

VAV-10 PRICE SDV-08 550 360 8∅ 12/10 5 480-3-60 1,2

VAV-11 PRICE SDV-06 280 280 6∅ 12/8 3.5 480-3-60 1,2

VAV-12 PRICE SDV-10 840 410 10∅ 14/12.5 5.5 480-3-60 1,2

VAV-13 PRICE SDV-06 130 130 6∅ 12/8 1.5 480-3-60 1,2

VAV-14 PRICE SDV-12 1425 1380 12∅ 16/15 17.5 480-3-60 1,2

VAV-15 PRICE SDV-10 800 800 10∅ 14/12.5 9.5 480-3-60 1,2

VAV-16 PRICE SDV-08 535 200 8∅ 12/10 2.5 480-3-60 1,2

VAV-17 PRICE SDV-06 110 110 6∅ 12/8 1.5 480-3-60 1,2

VAV-18 PRICE SDV-06 190 150 6∅ 12/8 2 480-3-61 1,3

NOTES:

1. SCR CONTROL

2. CONTROL TRANSFORMER BY MANUFACTURER.

HVAC VENTILATION SCHEDULE

ROOM NO. ROOM NAME
AREA

(SQ. FT)
OCCUPANTS

AIRFLOW REQUIREMENTS

SUBTOTAL
BREATHING

ZONE TOTAL

CO2
DEMAND
CONTROL

VENTILATION

EXHAUST NOTES

CFM/PERSON CFM/SQ. FT.

101 LOBBY 324 4 5 0.06 39 49 -

102 & 102A RECEPTION / ADMINISTRATION 671 5 5 0.06 65 82 -

103 PRINT SUPPLY 90 0 5 0.06 5 7 -

104 WORK ROOM 257 2 5 0.06 25 32 -

105 SECURE STORAGE 98 0 5 0.06 6 7 -

106 OFFICE B 135 1 5 0.06 13 16 -

107 OFFICE B 135 1 5 0.06 13 16 -

108 OFFICE B 136 1 5 0.06 13 16 -

109 OFFICE B 135 1 5 0.06 13 16 -

110 OFFICE B 135 1 5 0.06 13 16 -

111 OFFICE A 234 1 5 0.06 19 24 -

112 OFFICE A 234 1 5 0.06 19 24 -

113 STAFF BREAK 313 8 5 0.12 78 97 YES

114 STAFF MEN'S RESTROOM 152 0 - - - - 150 EXHAUST: 2 WATER CLOSETS

115 STAFF WOMEN'S RESTROOM 161 0 - - - - 150 EXHAUST: 2 WATER CLOSETS

116 JANITOR 50 0 - - - 50 - 50 EXHAUST: 1 CFM/FT^2

117 OFFICE SUPPLY 63 0 5 0.06 4 5 -

118 DATA / MDF 80 0 0 0 0 0 -

119 LARGE CONFERENCE 634 26 5 0.06 168 210 YES

120 TRAINING ROOM 920 33 5 0.06 220 275 YES

121 ARCHIVE STORAGE 211 0 5 0.06 13 16 -

122 GENERAL STORAGE 67 0 5 0.06 4 5 -

123 MECHANICAL 251 0 - - - - -

124 ELECTRICAL 155 0 - - - - -

125 WARMING KITCHEN 508 5 5 0.06 55 69 YES NO COOKING - USED  FOR

125A KITCHEN STORAGE 71 0 0 0.12 9 11 -

126 EVENT STORAGE 318 0 5 0.06 19 24 -

127 MENS RESTROOM 307 0 - - - - 750 EXHAUST: 10 WATER CLOSETS

128 WOMENS RESTROOM 264 0 - - - - 450 EXHAUST: 6 WATER CLOSETS

129 FAMILY RESTROOM 65 0 - - - - - 75 EXHAUST: 1 WATER CLOSET

130 SMALL CONFERENCE 132 4 5 0.06 28 35 YES

131 MERCHANDISE 169 0 5 0.06 10 13 -

132 CHECK-IN 74 2 5 0.06 14 18 -

133 HALL ENTRANCE 171 0 7.5 0.06 10 13 -

134 JANITOR 50 0 - - - - 50 EXHAUST: 1 CFM/FT^2

001 PASSAGE 852 0 0 0.06 51 64 -

002 PASSAGE 252 0 0 0.06 15 19 -

003 PASSAGE 297 0 0 0.06 18 22 -

004 PASSAGE 344 0 0 0.06 21 26 -

005 PASSAGE 102 0 0 0.06 6 8 -

006 PASSAGE 234 0 0 0.06 14 18 -

135 UNION  HALL 7378 406 5 0.06 2473 3091 YES

136 STORAGE 110 0 5 0.06 7 8 -

137 STORAGE 114 0 5 0.06 7 9 -

138 STORAGE 60 0 0 0.06 4 5

1

1

1
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PLUMBING EQUIPMENT SCHEDULE

FIXTURE
REFERENCE

MANUFACTURE

REFERENCE

MODEL
VOLTAGE PHASE HP/WATT EFFICIENCY

GALLONS

STORAGE
BTU INPUT CAPACITY NOTES

WM-1 - - - - - - - - -
COORDINATE WITH UTILITY ALL REQUIREMENTS AND

INSTALL PER UTILITY REQUIREMENTS.

DWH-1,2 A.O. SMITH BTH-120 - - - - 60 120000 154 GPM @ 90°F ΔT ROUTE DRAIN TO FLOOR DRAIN.

HWCP-1 B&G PL-30 120 1 1/12 HP - - - 5 GPM @ 21°F ΔT NSF-61, ANNEX G COMPLIANT

ET-1 XYLEM PTA-5 - - - - - - .9 GALLON ACCEPTANCE -

WS-1,2 MARLO MGT-240 2" 120 - - - - -
74GPM @ 15 PSIPD
97GPM @ 25 PSIPD

INSTALL PER MANUFACTURES REQUIREMENTS.

RO-1 HAUGE
H6500

PAB6800KIT
200109

24 - - - - - - -

PRV-1 ZURN WILKINS ZW209BP - - - - - - SET PRV @ 75 PSI MAX PROVIDE PRV WITH LOW FLOW BY-PASS

TMV-1 LAWLER 804 - - - - - - 85 GPM @ 15 PSI PD -

PLUMBING FIXTURE ROUGH-IN SCHEDULE

TAG FIXTURE DESCRIPTION HW CW TRAP W V MOUNTING HEIGHT MANUFACTURER

WC-1 WATER CLOSET, FLOOR MOUNTED, FLUSH VALVE - 1" INTERGAL 3" 2" 16" TO SEAT
ZURN Z5655-BWL1;

ZURN Z6000AV

WC-2
WATER CLOSET,  FLOOR MOUNTED, FLUSH VALVE,

ADA
- 1" INTERGAL 3" 2" 17" TO SEAT

ZURN Z5665-BWL1;
ZURN Z6000AV

LAV-1 LAVATORY, WALL MOUNT, ADA 1/2" 1/2" 1 1/4" 2" 2"
REFER TO

ARCHITECTURAL
DRAWINGS

ZURN Z5340;
SYMMONS S-9610-0.5

LAV-2 LAVATORY, UNDERMOUNT 1/2" 1/2" 1 1/4" 2" 2"
REFER TO

ARCHITECTURAL
DRAWINGS

SYMMONS S-9610-0.5

LAV-3 LAVATORY, WALL MOUNT, ADA 1/2" 1/2" 1 1/4" 2" 2"
REFER TO

ARCHITECTURAL
DRAWINGS

ZURN Z5348
ZURN Z831B4-XL-18F

UR-1 URINAL, WALL-HUNG, FLUSH VALVE - 3/4" INTERGAL 2" 2" 24" TO RIM
 ZURN Z5765-U;

ZURN Z6003

UR-2 URINAL, WALL-HUNG, FLUSH VALVE, ADA - 3/4" INTERGAL 2" 2" 17" TO RIM
ZURN Z5765-U;

ZURN Z6003

SK-1 SINK, SINGLE COMPARTMENT, UNDERMOUNT 1/2" 1/2" 1-1/2" 2" 2"
MOUNT SINK UNDER

COUNTER TOP

JUST MANUFACTURING
USN-1830-A,

SYMMONS S-2302-PD

SK-2 SINK, SINGLE COMPARTMENT, DROP-IN 1/2" 1/2" 1-1/2" 2" 2" MOUNT IN CASEWORK
KOHLER K-5415,

T&S BRASS B-0133-CR-B8TP

EWC-1
ELECTRIC WATER COOLER, BOTTLE FILLER, BI-LEVEL,

FILTERED, ADA
- 1/2" INTERGAL 2" 2"

REFER TO ARCHITECTURAL
DRAWINGS

ELKAY LMABFTL8WSLK

MB-1 MOP SINK 3/4" 3/4" 3" 3" 2"
MOUNT FAUCET 36" ABOVE

FINISHED FLOOR
FIAT MSBIDTG2424

WITH MSG2424

RB-1 REFRIGERATOR BOX - 1/2" - - - 36" OATEY

HB-1 HOSE BIB - 3/4" - - - 18" WOODFORD 65

HB-2 HOSE BIB - 3/4" - - - 24" WOODFORD 24

RH-1 FREEZLESS ROOF HYDRANT - 3/4" - - - - WOODFORD RHY2-MS

PIPE INSULATION SCHEDULE
PIPING SYSTEM THICKNESS, TYPE NOTES

MOISTURE CONDENSATE DRAINS - ABOVE GRADE
3/4" PRE-FORMED FIBERGLASS OR

ELASTOMERIC
1,3

INTERIOR HORIZONTAL WASTE LINES FROM AIR
CONDITIONING EQUIPMENT

3/4" PRE-FORMED FIBERGLASS OR
ELASTOMERIC

1,3

DOMESTIC HOT WATER LINE 1-1/4" AND LESS
1" PRE-FORMED FIBERGLASS OR

ELASTOMERIC
1,2,3

DOMESTIC HOT WATER LINES 1-1/2" AND LARGER
1-1/2" PRE-FORMED FIBERGLASS OR

ELASTOMERIC
1,3

DOMESTIC COLD WATER LINES 1" AND LESS
3/4" PRE-FORMED FIBERGLASS OR

ELASTOMERIC
1,2,3

DOMESTIC COLD WATER LINES 1-1/4" TO 8"
3/4" PRE-FORMED FIBERGLASS OR

ELASTOMERIC
1,2,3

BURIED PIPING 1" ELASTOMERIC 1

STORM WATER DRAINS ABOVE GRADE, HORIZONTAL
1" PRE-FORMED FIBERGLASS OR

ELASTOMERIC
1,2,3

NOTES:

1.     MINIMUM 1" WITH CONDUCTIVITY LESS THAN 0.28 BTU * INCH / (HR * FT * F)

2.     FIELD APPLIED JACKET : FOIL AND PAPER - APPLY WITH 2" OVERLAP

3.  ALL INSULATION WITHIN A RETURN AIR PLENUM SHALL BE 25/50 RATED

FLOOR AND ROOF DRAIN SCHEDULE
FIXTURE

REFERENCE
MANUFACTURE

REFERENCE MODEL DIAMETER NOTES

FD-1 JR. SMITH 2005-A06PB 5" 2" OUTLET

FD-2 JR. SMITH 2005-F37PB 7" 3" OUTLET

FS-1 J.R. SMITH 325-345 9"X9" WITH HALF GRATE

RD-1 ZURN Z182 4-1/2" 2" OUTLET

SD-1 FROET LSP3 3" -

CHECK VALVE (TYP.) UNION (TYP.) BALL VALVE (TYP.)

TO HWCP-1

BALANCE VALVE

SET DOMESTIC BALANCE STATION TO ACHIEVE 110°F HOT WATER
RETURN TEMPERATURE WHEN THE CIRCULATION PUMP IS OPERATING.
PUMP POWER ON AT 105°F.
PUMP POWER OFF AT 115°F.
CONTROLLED BY AQUASTAT

STAINLESS STEEL FUEL
GAS RATED FLEXIBLE CONNECTION

P

INCH WATER COLUMN ("WC)
PRESSURE GAUGE

FIELD ROUTED PRV VENT TO EXTERIOR OF BUILDING
PER MANUFACTURER'S REQUIREMENTS/RECOMMENDATIONS

REFER TO MANUFACTURERS REQUIREMENTS FOR
EACH EQUIPMENT INSTALLATION

5 PSI

FUEL GAS RATED
STRAINER

CODE COMPLIANT FUEL
GAS ISOLATION VALVE (TYP.)

UNION

FUEL GAS RATED PRESSURE
REDUCING VALVE

DIRT LEG

CONNECTION TO EQUIPMENT

EXTERIOR WALLS
INTERIOR FIRE RATED WALLS

THROUGH INTERIOR NON-RATED WALLS

PROVIDE ESCUTCHEON PLATE FLUSH AGAINST WALL AND OF SIZE TO COMPLETELY COVER OPENING
IN EXPOSED AREAS ONLY.

NOTES:

SEE SPECIFICATION SECTIONS FOR FURTHER REQUIREMENTS INCLUDING FLOOR SLEEVES.

INSULATED OR UNINSULATED PIPE

INTERIOR FIRE RATED WALLS

UNINSULATED PIPE THROUGH

INSULATED PIPE THROUGH

OR SMOKE-RESISTANT CORRIDOR WALLS

LOCATE FIRESTOP LABEL ON EACH SIDE OF PENETRATION SO THAT IT IS VISIBLE FROM AN ACCESSIBLE 
LOCATION ABOVE CEILING.

INCLUDES FIRE WALLS, FIRE BARRIERS, SMOKE BARRIERS, AND FIRE PARTITIONS.

TERMINATE SLEEVE FLUSH
WITH FINISHED WALL

PIPE

FIRESTOP  EACH SIDE
OF SLEEVE AS

SPECIFIED IN DIV 7

FINISHED WALL SURFACE
OF RATED ASSEMBLY

WALL
HYDRO-STATIC PIPE
CLOSURE; "LINK-SEAL"

PIPE

PIPE SLEEVE TO BE SIZED TO PASS
PIPE THRU SLEEVE AND ALLOW SPACE
FOR SEALANT TO MEET UL-LISTING

TERMINATE SLEEVE
FLUSH WITH FINISHED WALL

FIRESTOP  EACH SIDE
OF SLEEVE AS

SPECIFIED IN DIV 7

PIPE

FINISHED WALL SURFACE
OF RATED ASSEMBLY

PIPE SLEEVE TO BE SIZED TO PASS 
PIPE AND INSULATION THRU SLEEVE 
AND ALLOW SPACE FOR SEALANT TO 
MEET UL-LISTING

PIPE INSULATION TO BE
CONT THRU WALL

PIPE

FILL ANNULAR GAPS
AROUND PIPES ON
EACH SIDE OF WALL
ASSEMBLY

NONCOMBUSTIBLE 
SEALANT

FINISHED WALL 
SURFACE

SLEEVE WATER STOP
WALL SLEEVE

1

2

3

4

.3 .1

4

.3 .1

PIPE INSULATION TO BE
CONT THRU WALL

BRINE
TANK

4" CONCRETE PAD

DRAIN TO NEAREST
FLOOR DRAIN

FIBERGLASS WATER
SOFTENER (TYP.)

DOMESTIC SOFT COLD WATER

DOMESTIC HARD COLD WATER

ISOLATION VALVE (TYP.)

NORMALLY CLOSED BYPASS

REMOTE METER

PRESSURE GAUGE (TYP.)

PRESSURE GAUGE WITH QUARTER-TURN
BALL VALVE (TYP.)

REDUCED PRESSURE BACKFLOW PREVENTER
WITH BALL VALVES AND STRAINER, NSF61 COMPLIANT

SPRING LOADED
CHECK VALVE

AIR GAP DRAIN FUNNEL

ROUTE DRAIN TO NEAREST DRAIN

STRAINER

ISOLATION VALVE

S A

OC

N

TERRAZZO OR CERAMIC
TILED FLOORS

CONCRETE
FINISHED FLOORS

CARPETED FLOORS

RESILIENT TILED FLOORS

BRONZE TOP

SCORIATED BRONZE
TOP (WHEN SPECIFIED)

CI

ADJ HEAD

THREADED CO  PLUG   

FERRULE W/CUT-
OFF SECTIONS

CARPET
1-1/4" DIA CO MARKER

CARPET
PAD

THREADED CO PLUG

FERRULE W/
CUT-OFF SECTIONS

RECESSED COVER

THREADED CO PLUG

GRADE

6"

CLEANOUT SIZES

4"

PIPE SIZE

4"

4"

CLEANOUT SIZE

REFER TO PLANS FOR
INV ELEV

SEWER MATERIAL & SIZE AS SPECIFIED

DOUBLE TWO-WAY CLEANOUT

PIPE EXTENSION. SEE
SCHEDULE FOR SIZE(TYP)

BUILDING FOOTING

FOUNDATION WALL

24"x24"x6" DEEP CONCRETE PAD

EXTERIOR WALL

EXTERIOR CO(TYP)

30" MIN.

60".
STEEL PIPE SLEEVE
WHERE REQ.

CLEANOUT SIZES

3"

4" & LARGER

PIPE SIZE

2"

3"

4"

CLEANOUT SIZE

2"

FLOOR

SEE SPEC FOR CO TYPES

CI EXTENSION; SEE
SCH FOR SIZE

SEWER MATERIAL & 
SIZE
AS SPECIFIED

CI COMBINATION "Y" & 1/8 BEND
(USE REDUCING TYPE WHERE REQ'D)

P T

PP

TTT

T

DOMESTIC WATER
HEATER
(DWH-2)

METAL TYPE FLUE BY SHEET METAL
CONTRACTOR; PLASTIC TYPE FLUE BY
PLUMBING CONTRACTOR; FLUE MATERIAL
PER MANUFACTURERS REQUIREMENTS.

ASME P&T RELIEF
VALVE

BALL VALVE (TYP.)

UNION (TYP.)

EXPANSION TANK (ET-1)

UNION (TYP.)

BALANCE VALVE (TYP.)

CHECK VALVE (TYP.)

120° HW

120° HWR

CW

PRESSURE AND
TEMPERATURE
GAUGES (TYP.)

THERMOSTATIC MIXING
VALVE. ASSE 1070 (TMV-1)

SERVICE DISCONNECT (BY
ELECTRICAL CONTRACTOR)

HOT WATER CIRCULATION
PUMP (HWCP-1)

STRAINER (TYP.)

3/4" THREADED HOSE
CONNECTION (TYP.)

ROUTE TO NEAREST FLOOR DRAIN

GAS VALVE (TYP.)

GAS PRESSURE REGULATING VALVE SUPPLIED
BY WATER HEATER MANUFACTURER; ROUTE GAS
VENT TO EXTERIOR OF BUILDING

BALL VALVE (TYP.)

DOMESTIC WATER
HEATER
(DWH-1)

ASME P&T RELIEF
VALVE

ROUTE TO NEAREST FLOOR DRAIN
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BACKFLOW PREVENTER SCHEDULE

EQUIPMENT

DESIGNATION MANUFACTURER MODEL

RATED CAPACITY

SIZE LOCATION SERVICE TYPE NOTESFLOW

PRESSURE

DROP

DCV-1 Zurn Wilkins 350 OSY 350 GPM 5.00 psi 4" MECHANICAL ROOM FIRE PROTECTION DOUBLE CHECK ROUTE TO NEAREST FLOOR DRAIN

RPZ-1,2 Zurn Wilkins 375XL2 85 GPM 15.00 psi 1 1/2" MECHANICAL ROOM DOMESTIC WATER REDUCED PRESSURE ROUTE TO NEAREST FLOOR DRAIN

WATER HAMMER ARRESTOR SCHEDULE

TYPE F.U. RATING REMARKS

B 12 - 32 -

C 33 - 60 -

NO SCALE
1

DOMESTIC HOT WATER BALANCE STATION

NO SCALE
2

GAS FIRED EQUIPMENT PIPING CONNECTION DETAIL

NO SCALE
3

PIPE PENETRATION DETAILS

NO SCALE
4

WATER SOFTENER PIPING DIAGRAM

NO SCALE
6

BACKFLOW PREVENTION DETAIL 2" AND SMALLER

NO SCALE
7

FLOOR CLEANOUT DETAIL

NO SCALE
8

EXTERIOR TWO-WAY SANITARY CLEANOUT DETAIL

NO SCALE
9

FLOOR CLEANOUT DETAIL

NO SCALE
5

DOMESTIC WATER HEATER DETAIL-3
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